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May 22, 2015 

 

NOTE: The following amendments, additions, and deletions shall be made to the 

Construction Documents and Contract Documents. Insofar as those documents are at 

variance with this Addendum, this Addendum shall govern. 

 

Clarifications 

 

Item No. Description 

 

1. Clarification: A second site visit has been scheduled for Tuesday May 26 at 

11:00 AM. The contractors can meet at the rear stairs just outside of the 

mechanical room. 

 

2. Clarification: The final addendum will be posted no later than 2:00 on June 

5. Questions are required to be in writing or e-mailed to Swygert & 

Associates by 5:00 on June 1. 

 

3. Clarification: If bids are not to be hand delivered, please call Lind Jackson 

at (803) 777-3489 to verify she has received the bid. 

 

4. Clarification: Johnson Controls is the only approved contractor for controls. 

 

5. Clarification: USC will remove asbestos prior to the contractor starting 

work. The contractor will be responsible for coordinating all items to be 

removed or areas to be abated for hanger installation or wall penetrations 

prior to work. Items known to contain asbestos include but are not limited 

to the black mastic on the pipe and duct, the textured material on all concrete 

ceilings, and the joint compound in the gypsum walls. USC will cut out 

gypsum wall boards where ducts are to penetrate. 

 

6. Clarification: The chilled water shutdown required for replacing the chilled 

water valves will need to be accomplished over a weekend. USC will shut 

off chilled water and assist in draining and filling. 

 

7. Clarification: The steam can be shut down any time as the project is not 

expected to be completed in the heating season. USC will shut off steam 

and turn the steam back on. 

 

8. Clarification: The bidding contractors are expected to be licensed with SC 

LLR and carry an AC-5 and HT-5 classification. 
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9. Clarification: Pro-Press can be used as an option to soldered fittings. 

 

10. Clarification: If the expansion loop shown in the corridor is problematic for 

space, the contractor can use an equal to the Tri-Flex loop and shall include 

the cost of such in his bid. 

  

 

END OF ADDENDUM 

 

 

Attachments 

 

Pre-Bid Sign in Sheet 








