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                           LEGEND

=  ROOF AREA DESIGNATION

=  GENERAL OBSERVATION

=  SPECIFIC OBSERVATION

=  METAL PANEL ROOFING

=  EPDM FLEXIBLE SHEET MEMBRANE

=  COPPER COPING CAP

RA #

#

=  SANITARY VENT

=  GRAVITY VENT

        =  HOT VENT STACK#

##

1  KEY PLAN

ROOF REPLACEMENT AND REPAIRS PROJECT AT
USC-UNION CAMPUS - MAIN BUILDING

401 EAST MAIN STREET
UNION, S.C. 29379

                  LEGEND

=  ROOF AREA LABEL

        =  AREA IN CONTRACT

        =  AREA NOT IN CONTRACT

RA #

2  SITE VICINITY MAP

DRAWING INDEX

SHEET CONTENTS

K1 KEY PLAN, SITE VICINITY MAP, LEGEND & DRAWING INDEX
R1 ROOF PLAN
D1 DETAILS
D2 DETAILS
D3         DETAILS
D4            DETAILS
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=  ROOF AREA DESIGNATION

=  SANITARY VENT

=   EXHAUST VENT STACK

=   ABANDONED PIPE PENETRATION
     (TO BE REMOVED)

=  THROUGH WALL SCUPPER
    WITH DOWNSPOUT

=  ROOF HATCH

=  ROOF LOUVER

=  GRAVITY VENT

=  EXHAUST FAN
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1  ROOF PLAN



NEW SEALANT
NEW STAINLESS

STEEL DRAW BAND

NEW EPDM PIPE BOOT FLASHING
NEW ALUMINUM RING
FASTENED @ 1" O.C.

NEW BUTYL TAPE SEALANT

NEW ROOF COATING

EXISTING PIPE PENETRATION
NEW SEALANT BEAD
BETWEEN PIPE AND
FLASHING

NEW PREFORMED EPDM
PIPE BOOT FLASHING

NEW GASKETED
LONG-LIFE FASTENERS
SECURE FLANGE TO ROOF
PANEL AND NOT TO DECK

NEW STAINLESS-STEEL
DRAWBAND

NEW SECUREMENT RING
SET IN BUTYL SEALANT

EXISTING METAL ROOF
PANEL WITH NEW LIQUID
APPLIED FINISH COAT

6  PIPE PENETRATION DETAIL

4" min.

7" min.

1/2" min.

NEW SAWU UNDERLAYMENT
NEW STANDING SEAM METAL ROOF PANEL

NEW LONG LIFE FASTENER
NEW SEALANT

EXISTING STRUCTURE

1" min. NEW TAPE SEALER

NEW METAL RIDGE CAP FLASHING

1  TYPICAL RIDGE/HIP DETAIL

NEW TAPE SEALER

NEW METAL STANDING SEAM ROOF PANEL
NEW SAWU UNDERLAYMENT

NEW METAL VALLEY FLASHING
NEW OFFSET CLEAT

EXISTING STRUCTURE

51 2"

EXISTING STRUCTURE

NEW METAL STANDING SEAM ROOF PANEL
NEW SAWU UNDERLAYMENT

NEW METAL EAVE TRIM

NEW STRIPPING PLY

NEW SAWU UNDERLAYMENT
NEW STANDING SEAM METAL ROOF PANEL

NEW SEALANT

EXISTING STRUCTURE

NEW TAPE SEALER

NEW VENTED METAL RIDGE CAP FLASHING

2  TYPICAL VENTED RIDGE DETAIL

NEW PERFORATED METAL
VENT TO ALLOW AIRFLOW1" 1"

3  TYPICAL VALLEY DETAIL

4  TYPICAL EAVE DETAIL
5  TYPICAL RAKE DETAIL

OFF MODULE

ON MODULE

REMOVE EXISTING DECK BOARDS
AS REQUIRED TO PROPERLY

VENT ATTIC SPACE

NEW SAWU UNDERLAYMENT
NEW STANDING SEAM METAL ROOF PANEL

NEW SAWU UNDERLAYMENT
NEW STANDING SEAM METAL ROOF PANEL

EXISTING STRUCTURE

NEW METAL RAKE TRIM

NEW METAL RAKE ANGLE
NEW METAL RAKE SUPPORT

NEW TAPE SEALER

NEW METAL LOCKING CLEAT

EXISTING STRUCTURE

NEW METAL RAKE TRIM

NEW METAL RAKE ANGLE
NEW METAL RAKE SUPPORT

NEW TAPE SEALER

NEW METAL LOCKING CLEAT

NEW WEATHER FILTER

16

SHEET

D
A

TE

R
EV

IS
IO

N
S

R
EV

IS
IO

N
A

PP
R

O
V

ED
Sh

ep
ar

d 
&

 A
ss

oc
ia

te
s, 

LL
C

35
47

 D
re

he
r S

ho
al

s R
oa

d,
 S

ui
te

 6
Ir

m
o,

 S
ou

th
 C

ar
ol

in
a 

29
06

3
Ph

on
e:

  (
80

3)
 4

07
-8

28
4

Fa
x:

 (8
03

) 4
07

-8
20

6
C

LI
EN

T 
N

A
M

E:

PR
O

JE
C

T 
D

ES
C

R
IP

TI
O

N
:

SH
EE

T 
TI

TL
E:

U
ni

ve
rs

ity
 o

f S
ou

th
 C

ar
ol

in
a

CHECKED BY: WBS

SCALE: NTS

DATE: 06-04-15

PF No. 11012.014.004

D1

DRAWN BY: WMM

D
ET

A
IL

S



NEW 20 mil PVC FLASHING

EXISTING STRUCTURE

NEW LIQUID APPLIED FLASHING

NEW OFFSET CLEAT
NEW TAPE SEALANT

NEW LIQUID APPLIED FLASHING

NEW SAWU UNDERLAYMENT
NEW STANDING SEAM METAL ROOF PANEL

EXISTING BLOCKING

NEW METAL COPING CAP

NEW LOCKING CLEAT
NEW LIQUID APPLIED FLASHING

NEW TAPERED WOOD BLOCKING

1  TYPICAL ROOF AT GUTTER/PARAPET DETAIL

NEW OFFSET CLEAT
NEW TAPE SEALANT

NEW LIQUID APPLIED FLASHING

NEW SAWU UNDERLAYMENT
NEW STANDING SEAM METAL ROOF PANEL

NEW LIQUID APPLIED FLASHING

EXISTING PARAPET

EXISTING SUMP WITH DOWNSPOUT

EXISTING THROUGH WALL SCUPPER

2  TYPICAL THROUGH WALL SCUPPER DETAIL

4" MIN.
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NEW OFFSET CLEAT
NEW TAPE SEALANT

NEW SAWU UNDERLAYMENT
NEW STANDING SEAM METAL ROOF PANEL

NEW SEALANT

NEW SEALANT
NEW LIQUID APPLIED FLASHING

NEW ATTIC VENTILATION LOUVER

EXISTING STRUCTURE

1  TYPICAL ATTIC VENTILATION LOUVER DETAIL

NEW SEALANT
AROUND OPENING

NEW 20 mil PVC FLASHING

EXISTING STRUCTURE

EXISTING BLOCKING

NEW METAL COPING CAP

NEW LOCKING CLEAT
NEW LIQUID APPLIED FLASHING

NEW TAPERED WOOD BLOCKING

NEW TAPE SEALER
NEW METAL RAKE TRIM

NEW METAL RAKE SUPPORT

NEW SAWU UNDERLAYMENT

NEW STANDING SEAM METAL ROOF PANEL

NEW TAPE SEALANT

NEW LIQUID APPLIED FLASHING

NEW METAL COUNTERFLASHING

NEW SEALANT

OFF MODULE ON MODULE

2  TYPICAL RAKE AT PARAPET WALL DETAIL
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CORNICE
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2'-83
4"

4
'-0

1 2
"

SCRAPE ALL LOOSE PAINT, PRIME
ALL BARE WOOD AND PAINT
ENTABLATURE

REPAIR AND/OR REPLACE
DETERIORATED ENTABLATURE
AS NECESSARY

SCRAPE ALL LOOSE PAINT,
PRIME ALL BARE WOOD AND
PAINT ENTIRE BALUSTRADE

REPAIR AND/OR REPLACE
DETERIORATED BALUSTRADE
AS NECESSARY

EN
TA

B
LA

TU
R
E

9
"

1  TYPICAL ENTABLATURE ELEVATION 2  TYPICAL ENTABLATURE SECTION

3  TYPICAL BALUSTRADE ELEVATION

NEW METAL COPING

NEW SURFACE MOUNTED
COUNTERFLASHING

NEW PRE-FINISHED
METAL PANEL

NEW PRE-FINISHED
METAL PANEL

NEW METAL FLASHING OVER COPING

NEW EAVE JOGGLE CLEAT
(NOT SHOWN FOR CLARITY)

NEW METAL PANEL END LAP FLASHING

NEW METAL EAVE TRIM

NEW JOGGLE CLEAT
(NOT SHOWN FOR CLARITY)

NEW SEALANT

4  ISOMETRIC AT RAKE AND PARAPET WALL DETAIL

5

SCRAPE ALL LOOSE PAINT, PRIME
ALL BARE WOOD AND PAINT
ENTABLATURE AND GABLE END WALL

REPAIR AND/OR REPLACE
DETERIORATED ENTABLATURE AND
GABLE END WALL AS NECESSARY

 TYPICAL ELEVATION AT GABLE ENDS

NEW LIQUID APPLIED FLASHING
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