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SECTION 00 9111
ADDENDUM NUMBER 1

PARTICULARS
1.01 DATE:  MARCH 27, 2014
1.02 PROJECT:  DM12 JONES PSC PIPE CHASE ASBESTOS ABATEMENT
1.03 PROJECT NUMBER:  STATE PROJECT # H27-6100,  A/E PROJECT # 14001.01
1.04 OWNER:  UNIVERSITY OF SOUTH CAROLINA, COLUMBIA SC
1.05 ARCHITECT: GMK ASSOCIATES, INC.
TO: PROSPECTIVE BIDDERS
2.01 THIS ADDENDUM FORMS A PART OF THE CONTRACT DOCUMENTS AND MODIFIES THE

BIDDING DOCUMENTS DATED MARCH 7, 2014 , WITH AMENDMENTS AND ADDITIONS
NOTED BELOW.

2.02 ACKNOWLEDGE RECEIPT OF THIS ADDENDUM IN THE SPACE PROVIDED IN THE BID
FORM.  FAILURE TO DO SO MAY DISQUALIFY THE BIDDER.

2.03 THIS ADDENDUM CONSISTS OF 2 PAGES AND THE FOLLOWING ATTACHMENT:
A. NON-MANDATORY PRE-BID CONFERENCE ATTENDANCE LIST:

1. The attached list is issued for information only.  Attendance was non-mandatory.
CLARIFICATIONS
3.01 CONTRACTORS ARE REQUIRED TO DETERMINE IF THEY ARE PROPERLY LICENSED TO

BID THE SCOPE OF WORK.
3.02 THE DEADLINE FOR QUESTIONS OR CLARIFICATIONS IS MARCH 27, 2014.
3.03 REFER TO 01 1000 SUMMARY 1.03 FOR DATES OF IMPORTANCE.

A. Liquidated Damages are based on the Substantial Completion date as indicated on SE-330 bid
form.

B. Final Completion shall be achieved by July 3, 2014.
C. Classes begin July 5, 2014.
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3.04 THE PLANS AND PROJECT MANUAL ARE AVAILABLE FROM PURCHASING.SC.EDU
WEBSITE.  THE ARCHITECT DOES NOT DISTRIBUTE PLANS.

3.05 THE ABATEMENT OF THE CHASES SHALL OCCUR FROM THE CORRIDOR SIDE EXCEPT IN
ROOM 311.  NO ACCESS SHALL BE FROM THE CLASSROOM SIDE.

3.06 CEILINGS ARE TO BE INSTALLED AFTER COMPLETION OF THE ABATEMENT.
3.07 EXISTING METAL WALL PANELS AT THE CHASES ARE TO BE REMOVED AND

REINSTALLED.  REFER TO THE DRAWINGS FOR ADDITIONAL INFORMATION.
3.08 REFER TO 01 5000 1.06 FOR IMPORTANT CONSTRUCTION POWER REQUIREMENTS FOR

THE PROJECT.
3.09 BUILDING WILL BE OCCUPIED WITH STUDENTS AND STAFF DURING PROJECT AND ALL

FACILITY SYSTEMS WILL BE OPERATING. REFER TO 01 1000 1.07 AND 1.08.
3.10 THE FLOOR OF CHASES ARE LIGHT WEIGHT CONCRETE AND NOT CONSTRUCTED TO

SUPPORT MAN OR ADDITIONAL LOADING.
3.11 USC DATA LINES WILL REMAIN ACTIVE AND MUST BE PROTECTED DURING ABATEMENT.
3.12 STAGING AREA IS PROVIDED AND SHOWN ON PLANS.  PARKING IS LIMITED AND USC

WILL ASSIGN SPACES.
3.13 REFERENCES ABOVE ARE NOT EXCLUSIVE OF ANY PORTION OF THE SCOPE OF WORK

INDICATED ON THE PLANS AND IN THE PROJECT MANUAL.
END OF ADDENDUM NUMBER 1






