
SECTION 00910 - ADDENDUM NUMBER 1

PARTICULARS

1.01 DATE:  March 13, 2012

1.02 PROJECT:  CRF DM - USC AIKEN B&E CHILLER REPLACEMENT CONSTRUCTION

1.03 PROJECT NUMBER: CP00338212

1.04 OWNER:  University of South Carolina

1.05 ARCHITECT: GMK Associates, Inc.

1.06 TO:  Prospective Bidders

A. This Addendum forms a part of the Contract Documents and modifies the Bidding Documents, 

with amendments and additions noted below.

B. Acknowledge receipt of this Addendum in the space provided in the Bid Form.  Failure to do so 

may disqualify the Bidder.

C. This Addendum consists of 2 pages and the following attachments:

1. Pre-Bid Conference Sign In Sheets.

CLARIFICATIONS

2.01 Nothing orally stated in the pre-bid meeting is enforceable.  Only that which is in written form is 

valid.

2.02 The existing building will remain occupied during the schedule of the Work.

A. There are no restrictions on the work days/hours.  There will be strict enforcement of 

construction personnel conduct and appearance during the schedule of the Work.  Anyone 

violating these requirements will not be allowed on the premises.

2.03 The Owner will accept additional walk-through requests if required by the bidding contractors.  To 

schedule a walk-through prior to bid, Contractors shall contact Lisa Groft or John Cumbee, USC 

Aiken, 803-641-2856

2.04 USC and/or OSE issue the building permits for the project.  There are no permit fees on State 

Projects.

2.05 Contractor is responsible for initial cleaning as described in section Chemical Water Treatment: 

15189, 3.02, B. After the system is working properly the owner will be responsible for chemical 

treatment.

2.06 The seismic specification only applies to new piping and equipment.  Existing piping and equipment 

is not in scope of this project.  See section Vibration and Seismic Controls: 15073, 2.04, A.  

Contractor is responsible for seismic calculations and design.

2.07 Insulation of Pumps:  Insulate pumps with ¾” molded elastomeric insulation. Armaflex or equal.

2.08 Controls:  Controls contractor shall be Emcor Group, Inc.  See section HVAC Sequence of 

Operation:  15940, 2.01, B.

2.09 Draining and refilling the system:  Contractor is responsible for draining and refilling the system.

2.10 The pre-bid attendance sign in sheet is attached for informational purposes only.
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2.11 The chiller and select equipment is owner provided by Brian Roddey with Hoffman and Hoffman:   

803-451-8341   brian.roddey@hoffmanmail.jrssystems.net.

CHANGES TO THE PROJECT MANUAL

4.01 Hydronic Piping:  Section 15182, 2.04, A., 1

A. Drain piping shall be Schedule 40, cast iron.  Not galvanized cast iron.
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