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GENERAL:

SPECIFICATIONS:

DRAWINGS:

Lighting Controls Riser Diagram (attached) was inadvertently left off of Addendum #2
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Lutron cable GRX-CBL-46L
(Non-Plenum) or
GRX-PCBL-46L (Plenum
rated). Otherwise use 2
#12AWG (2.5mm?), 1 Belden
#9461 (or equivalent), and
between panels add 1
#18AWG (1.0mm?) for
emergency sensing.
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Feed Type: Normal
Panel Address: 1

LIGHTING CONTROLS RISER DIAGRAM

GRX-4108-T-WH
8 Zone Control Unit
4 Gang US Deep Backbox
Scenes 1-4,RIL, And OFF
New Room 1
GRX Address: A1
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GRX-4108-T-WH
8 Zone Control Unit
4 Gang US Deep Backbox
Scenes 1-4, RIL, And OFF
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