
Addendum One 
 
Williams-Brice Stadium Zone HVAC Replacement 
 
Project Number: H27-Z083 
 
October 4, 2013 
 
NOTE: The following amendments, additions, and deletions shall be made to the 
Construction Documents and Contract Documents. Insofar as those documents are at 
variance with this Addendum, this Addendum shall govern. 
 
General 
 
1. A non-mandatory pre-bid conference was held on 09/26/13 at 10:00 am EST, and a 

subsequent site visit was made available.  Attached is a list of attendees.  
 
2. The owner will be responsible for all power wiring.  It will be the responsibility of 

this contractor to coordinate all electrical requirements and points of connection with 
the owner’s electrician.  Attached is the electrical requirement summary sheet for the 
basis of design equipment to be used for voltage coordination. 

 
3. A question was asked during the site visit about whether the concrete pad for the 

chiller would be placed on top of the existing asphalt.  The existing asphalt pavement 
shall be saw-cut and removed at the location of the concrete pad.  

 
Specifications 
 
Item No.  Description 
 
4. Refer to Section 230500 

Add Taco and Patterson Pumps/Wheatley as approved 
manufacturers for converters, expansion tanks, air vents, and air 
removal equipment. 

 
 
END OF ADDENDUM 
 
 
Attachments 
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