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902 BARNWELL STREET

COLUMBIA, SOUTH CAROLINA

PROJECT NO. H27-Z384

USC HOUSING PROJECT: CAPSTONE FLOORING 2019

100% BID DOCUMENTS

THE CONTRACTOR MUST FURNISH ALL LABOR, MATERIALS

AND EQUIPMENT REQUIRED TO PERFORM THE FOLLOWING:

PROTECT, PREPARE, AND PERFORM REMOVAL OF CARPET,

VCT, RUBBER LANDINGS, STAIR TREADS AND BASE AS

CALLED OUT; PREPARATION OF ALL SUBSTRATES

ACCORDING TO MANUFACTURER GUIDELINES;

REPLACEMENT WITH NEW CARPET TILES, LVT, PORCELAIN

TILE AND BASE, RUBBER LANDINGS, AND STAIR TREADS

BASEMENT THROUGH 19TH FLOOR IN THE FOLLOWING

RESIDENCE HALL:

CAPSTONE - THIS BUILDING IS 158,201 GROSS SQUARE FEET

WITH 18 FLOORS INCLUDING 17 RESIDENTIAL FLOORS, MAIN

LOBBY AND BASEMENT. THERE ARE 309 STUDENT

SUITE-STYLE RESIDENT ROOMS, AND A SMALL VARIETY OF

COMMON LOUNGES, STUDIES, RESIDENTIAL LEARNING

SPACES, AND OFFICES.

HAZMAT:

THE CONTRACTOR SHALL REMOVE/DEMO WALL BASE AND

FLOORING AS SHOWN IN BID DOCUMENTS AND DRAWINGS.

ALL HAZMAT ABATEMENT CALLED OUT IN DRAWINGS WILL

BE COMPLETED UNDER UNIVERSITY HEALTH AND SAFETY

DIRECTION BY A CERTIFIED UNIVERSITY PROCURED HAZMAT

CONTRACTOR AND NOT IN SCOPE OF GC.

CAPSTONE FLOORING RENOVATION PROJECT

LOCATION MAP

ABBREVIATIONS

℄ CENTERLINE

CPT CARPET

CT CERAMIC TILE

CONC CONCRETE

CUST. CUSTODIAL CLOSET

DWG DRAWING

ELEC. ELECTRICAL ROOM

EVXX ELEVATOR & NUMBER

EXIST EXISTING

EXP-CONC EXPOSED CONCRETE

LVT LUXURY VINYL TILE

MECH. MECHANICAL

MFG MANUFACTURER

NIC NOT IN CONTRACT

NTS NOT TO SCALE

PB PORCELAIN BASE

PT PORCELAIN TILE

QT QUARRY TILE

RB RUBBER BASE

RF RUBBER FLOORING

ST STAIR TREAD

VCT VINYL COMPOSITION TILE

N

FINISH LEGEND

XX-XX

XX-XX

EXIST

EXIST

FLOOR FINISH

BASE FINISH

WALL FINISH

CEILING FINISH

PROJECT SUMMARY OF WORK

GENERAL NOTES

DOWNTOWN COLUMBIA, SC

AUTHORIZED AREAS WITHIN THE BUILDING WHICH MAY

BE USED FOR THE PURPOSE OF THIS PROJECT

INCLUDE:

ALL MOP SINKS, CUSTODIAL CLOSETS AND

RESTROOMS LISTED SHALL BE CLEANED AND

RETURNED TO THEIR ORIGIONAL CONDITION.

1. MOP SINK LOCATIONS:

ONLY THE FOLLOWING MOP SINKS SHALL BE

USED BY ALL CONTRACTORS.

BASEMENT-005

TYPICAL STUDENT FLOORS -X22 CUSTODIAL SINK

17TH FLOOR-1731

2. RESTROOMS:

ONLY THE FOLLOWING RESTROOMS SHALL BE

USED BY ALL CONTRACTORS.

BASEMENT-N/A

TYPICAL STUDENT FLOORS -X04A

17TH FLOOR-1708A

SITE KEY PLAN

DATE: 02-27-2019
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TITLE SHEET

FEBRUARY 27, 2019

LVT-1

LEGEND

PT-2

PT-3

NOT IN SCOPE

FLOORING HAZMAT

REMOVAL BY USC

HAZMAT CONTRACTOR

PROJECT SITE

PARKING

DUMPSTER(S)

MAIN ENTRANCE

WALL BASE HAZMAT

REMOVAL BY USC

HAZMAT CONTRACTOR

EXISTING VCT

TO REMAIN

EXISTING BUILDING



EXISTING STAIR LANDINGS,

TREADS AND RB TO BE

DEMOLISHED BY GC.

EXISTING STAIR LANDINGS AND

TREADS TO BE DEMOLISHED

BY GC.

EXISTING LVT AND LAYER OF

VCT TO BE REMOVED BY

HAZMAT CONTRACTOR.

EXISTING CARPET AND

RB TO BE DEMOLISHED

BY GC. REMOVE RB

FROM CMU AND BLOCK

WALLS ONLY.

EXISTING CARPET AND

RB TO BE DEMOLISHED

BY GC.

REMOVE RB FROM CMU

AND BLOCK WALLS

ONLY.

EXISTING CARPET AND

RB TO BE REMOVED BY

HAZMAT CONTRACTOR.

DATE: 02-27-2019

ID0.0

BASEMENT

DEMOLITION PLAN
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BASEMENT - DEMOLITION PLAN

***NOTE: CONTRACTOR TO FIELD

VERIFY ALL MEASUREMENTS.

N

SCALE: 1/8" = 1'-0"
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ID0.0

HAZMAT LEGEND

INDICATES FLOORING

DEMO BY USC HAZMAT

CONTRACTOR

INDICATES WALL BASE

DEMO BY USC HAZMAT

CONTRACTOR
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NOTE: ALL PERMANENT FIXTURES/FURNITURE SHALL REMAIN. MOVABLE FFE SHALL BE THE RESPONSIBILITY OF

THE GC TO MOVE, INSTALL FLOORING/BASE AND RETURN TO ORIGINAL WORKING CONDITION/PLACEMENT.
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NOTE: GC TO PROTECT ALL

ROLLER SHADES AND

STOREFRONT

EXISTING STAIR LANDINGS AND

TREADS TO BE DEMOLISHED

BY GC.

EXISTING VCT TO

BE DEMOLISHED

BY GC.

EXISTING VCT TO

BE DEMOLISHED

BY GC.

EXISTING CPT TO

BE DEMOLISHED

BY GC.

EXISTING

CPT TO BE

DEMOLISHED

BY GC.

EXISTING CPT TO

BE DEMOLISHED

BY GC.

EXISTING VCT TO

BE DEMOLISHED

BY GC.

EXISTING VCT TO

BE DEMOLISHED

BY GC.

EXISTING

CPT TO BE

DEMOLISHED

BY GC.

EXISTING MAT TO

BE DEMOLISHED

BY GC,

LEAVE EXISTING

FRAME FOR CPT-1.

EXISTING STAIR LANDINGS AND

TREADS TO BE DEMOLISHED

BY GC.

EXISTING

PAVERS

TO REMAIN

NOTE: GC TO PROTECT ALL

ROLLER SHADES AND

STOREFRONT

DATE: 02-27-2019
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1ST FL

DEMOLITION PLAN

R
E

V
I
S

I
O

N
S

N
O

.
D

A
T

E
D

E
S

C
R

I
P

T
I
O

N

C
O

N
S

T
R

U
C

T
I
O

N
 
&

R
E

N
O

V
A

T
I
O

N
S

F
O

R
 
U

N
I
V

E
R

S
I
T

Y
 
H

O
U

S
I
N

G

1
5
2
0
 
D

E
V

I
N

E
 
S

T
R

E
E

T

FIRST FLOOR - DEMOLITION PLAN

SCALE: 1/8" = 1'-0"

1

ID0.1

***NOTE: CONTRACTOR TO FIELD

VERIFY ALL MEASUREMENTS.
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HAZMAT LEGEND

INDICATES FLOORING

DEMO BY USC HAZMAT

CONTRACTOR

INDICATES WALL BASE

DEMO BY USC HAZMAT

CONTRACTOR

NOTE: ALL PERMANENT FIXTURES/FURNITURE SHALL REMAIN. MOVABLE FFE SHALL BE THE RESPONSIBILITY OF

THE GC TO MOVE, INSTALL FLOORING/BASE AND RETURN TO ORIGINAL WORKING CONDITION/PLACEMENT.
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EXISTING STAIR LANDINGS AND

TREADS TO BE DEMOLISHED BY

GC.

EXISTING CPT AND BASE

TO BE REMOVED BY

HAZMAT CONTRACTOR.

EXISTING CPT AND RB

TO BE DEMOLISHED BY

GC IN THIS ROOM.

EXISTING VCT TO BE REMOVED

BY HAZMAT CONTRACTOR.

GC TO REMOVE RB.

DATE: 02-27-2019
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2ND FL

DEMOLITION PLAN
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SECOND FLOOR - DEMOLITION PLAN

***NOTE: CONTRACTOR TO FIELD

VERIFY ALL MEASUREMENTS.
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SCALE: 1/8" = 1'-0"
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HAZMAT LEGEND

INDICATES FLOORING

DEMO BY USC HAZMAT

CONTRACTOR

INDICATES WALL BASE

DEMO BY USC HAZMAT

CONTRACTOR

INDICATES EXISTING VCT

TO REMAIN

NOTE: ALL PERMANENT FIXTURES/FURNITURE SHALL REMAIN. MOVABLE FFE SHALL BE THE RESPONSIBILITY OF

THE GC TO MOVE, INSTALL FLOORING/BASE AND RETURN TO ORIGINAL WORKING CONDITION/PLACEMENT.
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EXISTING CPT AND BASE TO

BE REMOVED BY HAZMAT

CONTRACTOR IN ALL CORRIDORS.

EXISTING VCT TO REMAIN IN ALL

STUDENT ROOMS & BATHROOMS.

EXISTING CPT AND RB

TO BE DEMOLISHED BY

GC IN THIS ROOM.

EXISTING VCT TO BE REMOVED

BY HAZMAT CONTRACTOR.

GC TO REMOVE BASE.

DATE: 02-27-2019

ID0.3

TYPICAL RESIDENTIAL

FLOOR -

DEMOLITION PLAN
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TYPICAL RESIDENTIAL FLOOR - DEMOLITION PLAN (FLOORS 3-16)

SCALE: 1/8" = 1'-0"

1

ID0.3

***NOTE: CONTRACTOR TO FIELD

VERIFY ALL MEASUREMENTS.
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HAZMAT LEGEND

INDICATES FLOORING

DEMO BY USC HAZMAT

CONTRACTOR

INDICATES WALL BASE

DEMO BY USC HAZMAT

CONTRACTOR

INDICATES EXISTING VCT

TO REMAIN

NOTE: ALL PERMANENT FIXTURES/FURNITURE SHALL REMAIN. MOVABLE FFE SHALL BE THE RESPONSIBILITY OF

THE GC TO MOVE, INSTALL FLOORING/BASE AND RETURN TO ORIGINAL WORKING CONDITION/PLACEMENT.
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EXISTING SHEET LINOLEUM &

BASE TO BE REMOVED BY

HAZMAT CONTRACTOR.

EXISTING VCT & BASE TO

BE REMOVED BY HAZMAT

CONTRACTOR

EXISTING  LVT & BASE TO BE

REMOVED BY HAZMAT

CONTRACTOR.

EXISTING STAIR LANDINGS AND

TREADS TO BE DEMOLISHED BY

GC.

EXISTING  CARPET & BASE TO BE

REMOVED BY HAZMAT

CONTRACTOR.

DATE: 02-27-2019
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17TH FL

DEMOLITION PLAN
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SEVENTEENTH FLOOR - DEMOLITION PLAN

***NOTE: CONTRACTOR TO FIELD

VERIFY ALL MEASUREMENTS.
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SCALE: 1/8" = 1'-0"
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HAZMAT LEGEND

INDICATES FLOORING

DEMO BY USC HAZMAT

CONTRACTOR

INDICATES WALL BASE

DEMO BY USC HAZMAT

CONTRACTOR

NOTE: ALL PERMANENT FIXTURES/FURNITURE SHALL REMAIN. MOVABLE FFE SHALL BE THE RESPONSIBILITY OF

THE GC TO MOVE, INSTALL FLOORING/BASE AND RETURN TO ORIGINAL WORKING CONDITION/PLACEMENT.
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EXISTING STAIR LANDINGS AND

TREADS TO BE DEMOLISHED BY

GC.

DATE: 02-27-2019
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18TH FL

DEMOLITION PLAN
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SECOND FLOOR - FINISH PLAN
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SEVENTEENTH FLOOR - FINISH PLAN

***NOTE: CONTRACTOR TO FIELD

VERIFY ALL MEASUREMENTS.
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NOTE: FINISH PLANS CONTAIN  INFORMATION FOR ENTIRE BUILDING FOR UNIVERSITY RECORDS.

THE SCOPE OF THIS PROJECT IS FOR COMPREHENSIVE FLOORING AND WALL BASE ONLY.
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EIGHTEENTH FLOOR - FINISH PLAN

***NOTE: CONTRACTOR TO FIELD

VERIFY ALL MEASUREMENTS.

SCALE: 1/8" = 1'-0"

NOTE: FINISH PLANS CONTAIN  INFORMATION FOR ENTIRE BUILDING FOR UNIVERSITY RECORDS.

THE SCOPE OF THIS PROJECT IS FOR COMPREHENSIVE FLOORING AND WALL BASE ONLY.
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NINETEENTH FLOOR - FINISH PLAN

***NOTE: CONTRACTOR TO FIELD

VERIFY ALL MEASUREMENTS.

SCALE: 1/8" = 1'-0"

NOTE: FINISH PLANS CONTAIN  INFORMATION FOR ENTIRE BUILDING FOR UNIVERSITY RECORDS.

THE SCOPE OF THIS PROJECT IS FOR COMPREHENSIVE FLOORING AND WALL BASE ONLY.
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BASEMENT - EXTENTS DETAILS LOUNGE 002

***NOTE: CONTRACTOR TO FIELD
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RECEIVE SCHLUTER DITRA,

SEE ID3.1B.

℄
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DILEX-BWA 45 GS
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PERIMETER JOINT

UNDER TILE BASE,

SEE ID3.1B.
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FOR LOBBY TILING.
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FIRST FLOOR - EXTENT OF FLOOR FINISH PLAN

SCALE: 1/8" = 1'-0"
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EXTERIOR EXISTING

METAL FRAME

FOR CPT-1.

CPT-1A

CPT-1B

1'-10"

9'-4"

12'

1'-4"

START POINT

15'-10"

12'

2'

5'-8"

2'-10"

3'-1"
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2'

7'-0" +/-

5'-0" +/-

PT-2
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13'-3"
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℄
5'-6"

RECESS CPT-3 IN FIELD TILES

INSTALL CPT-3 HERRINGBONE

PATTERN AS SHOWN.

SCHLUTER RENO-TK SATIN

NICKEL-AT SHALL BE USED AS

BORDER.

CPT-3
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FIRST FLOOR - EXTENTS DETAILS VESTIBULES V101 & V102

SCALE: 1/2" = 1'-0"
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VERIFY ALL MEASUREMENTS.
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SCALE: 1/2" = 1'-0"
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FIRST FLOOR - EXTENTS DETAILS LOBBY AREA RUG NORTH

SCALE: 1/2" = 1'-0"
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FIRST FLOOR - TILE EXPANSION JOINT

SCALE: N.T.S.
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TYPICAL RESIDENTIAL FLOOR EXTENTS DETAILS - CORRIDORS (FLOORS 2-16)

SCALE: N.T.S.

1

ID3.3

***NOTE: CONTRACTOR TO FIELD

VERIFY ALL MEASUREMENTS.

N

C
A

P
S

T
O

N
E

B
U

I
L

D
I
N

G
 
#

:
 
0

3
9

P
R

O
J
E

C
T

 
N

O
.

#
H

2
7

-
Z

3
8

4

CPT-7A

CPT-7B

DRIFTWOOD, 104858 TEAK, 9.84" X 39.38"

CPT-7A

CPT-7B

DRIFTWOOD, 104860 CHESTNUT, 9.84" X 39.38"

AutoCAD SHX Text
DN

AutoCAD SHX Text
UP

AutoCAD SHX Text
DN

AutoCAD SHX Text
UP

AutoCAD SHX Text
SHAFT

AutoCAD SHX Text
ELEV.

AutoCAD SHX Text
X01

AutoCAD SHX Text
X01A

AutoCAD SHX Text
X02

AutoCAD SHX Text
X02A

AutoCAD SHX Text
X03

AutoCAD SHX Text
X04

AutoCAD SHX Text
X04A

AutoCAD SHX Text
X05

AutoCAD SHX Text
X06

AutoCAD SHX Text
X06A

AutoCAD SHX Text
X07

AutoCAD SHX Text
X07A

AutoCAD SHX Text
X08

AutoCAD SHX Text
X09

AutoCAD SHX Text
X09A

AutoCAD SHX Text
X10

AutoCAD SHX Text
X11A

AutoCAD SHX Text
X11

AutoCAD SHX Text
X12

AutoCAD SHX Text
X12A

AutoCAD SHX Text
X13

AutoCAD SHX Text
X14

AutoCAD SHX Text
X14A

AutoCAD SHX Text
X15

AutoCAD SHX Text
X16

AutoCAD SHX Text
X16A

AutoCAD SHX Text
X17

AutoCAD SHX Text
X17A

AutoCAD SHX Text
X18

AutoCAD SHX Text
X19

AutoCAD SHX Text
X19A

AutoCAD SHX Text
X20

AutoCAD SHX Text
HX01

AutoCAD SHX Text
HX04

AutoCAD SHX Text
HX02

AutoCAD SHX Text
HX03

AutoCAD SHX Text
EV03

AutoCAD SHX Text
EV02

AutoCAD SHX Text
EV01

AutoCAD SHX Text
X22

AutoCAD SHX Text
CUST.

AutoCAD SHX Text
X23

AutoCAD SHX Text
ELEC.

AutoCAD SHX Text
X27

AutoCAD SHX Text
X25

AutoCAD SHX Text
X24

AutoCAD SHX Text
ST04

AutoCAD SHX Text
ST03



M
I
C

R
O

F
R

I
D

G
E

DATE: 02-27-2019

F1.0

FINISH LEGEND &

FURNITURE PLANS

R
E

V
I
S

I
O

N
S

N
O

.
D

A
T

E
D

E
S

C
R

I
P

T
I
O

N

C
O

N
S

T
R

U
C

T
I
O

N
 
&

R
E

N
O

V
A

T
I
O

N
S

F
O

R
 
U

N
I
V

E
R

S
I
T

Y
 
H

O
U

S
I
N

G

1
5

2
0

 
D

E
V

I
N

E
 
S

T
R

E
E

T

C
O

L
U

M
B

I
A

,
 
S

C
 
2

9
2

0
8

MFR: INTERFACE
COLLECTION:  DRIFTWOOD
STYLE: 138940AK00
COLOR: 104858 TEAK
CONSTRUCTION: TUFTED TEXTURED LOOP PATTERN 
CONTENT: 100% SOLUTION-DYED NYLON TYPE 6
SIZE: 9.84" X 39.37"
BACKING: GLASBAC
INSTALLATION METHOD: REFER TO FINISH AND EXTENT PLANS 
FOR DETAILS.
CONTACT: BETHANY WATSON / 843-252-5762

MFR: INTERFACE
COLLECTION: DRIFTWOOD
STYLE: 138940AK00
COLOR: 104860 CHESTNUT
CONSTRUCTION: TUFTED TEXTURED LOOP PATTERN 
CONTENT: 100% SOLUTION-DYED NYLON TYPE 6
SIZE: 9.84" X 39.37"
BACKING: GLASBACK
INSTALLATION METHOD: REFER TO FINISH AND EXTENT PLANS 
FOR DETAILS.
CONTACT: BETHANY WATSON / 843-252-5762

MFR: TANDUS CENTIVA
COLLECTION: OPEN ARCHIVE COLLECTION
STYLE: MARBLED TWEED 11072
COLOR: IBIZA TWEED 27311
CONSTRUCTION: STRATATEC PATTERNED LOOP
CONTENT: TDX NYLON, 100% SOLUTION DYED
SIZE: 18" x 36"
BACKING: NON WOVEN SYNTHETIC FIBER
INSTALLATION METHOD:  VERTICAL ASHLAR
CONTACT: JESSICA KESSER / 704-127-1310 

NOT USED

MFR: FORBO
COLLECTION: FLOTEX MODULAR
STYLE: LAVA
COLOR: 145001 VESUVIUS
CONSTRUCTION: FLOTEX FLOCKED TEXTILE 100% NYLON 
CONTENT: NYLON 6,6
SIZE: 9.84" X 39.37" / 25CM X 100 CM
BACKING: RECYCLED VINYL CUSHIONED BACKING 
INSTALLATION METHOD: WEAVE-1
CONTACT: JOHN ROBERT / 803-403-6448

MFR: MILLIKEN
COLLECTION: SEPIO
STYLE: RAMPART
COLOR: RAM153-133 SHIELD
CONSTRUCTION: TUFTED, MULTI-LEVEL LOOP
CONTENT: 50% ECONYL SOLUTION-DYED NYLON TYPE 6, 50%
SOLUTION-DYED MONOFILAMENT
SIZE: 19.69"x19.69" / 50CM X 50CM
BACKING: PVC-FREE UNDERSCORE ES CUSHION 
INSTALLATION METHOD: MONOLITHIC
CONTACT: DAWN TEMPLETON / 843-528-8453 

MFR: INTERFACE
COLLECTION: ARTISTRY PLANK STANDARD COLLECTION 
STYLE: ELM
PLANK WEAR LAYER:  20MIL
COLOR: ST3241
SIZE: 4" x 36"  3MM TH
EDGE: SQUARE
FINISH TEXTURE: SMOOTH
INSTALLATION METHOD:  STRAIGHT LAY AT RESIDENT ROOMS 
CONTACT: (864) 252-5762 / BETHANY WATSTON
NOTE: EXISTING 1-2 LAYERS OF 12"X12" VCT ARE PRESENT AND 
ARE TO REMAIN IN ALL STUDENT ROOMS UNLESS OTHERWISE 
NOTED.  REMOVE ALL EXISTING WAX/FINISH, REPLACE ANY 
DAMAGED OR MISSING TILES AND SKIM COAT TO RECIEVE 
NEW LVT-1 PER MANUFACTURER SPECIFICATIONS.

NOT USED  

MFR: FLORIM USA-MILESTONE
STYLE: GALAXY 1095565
COLOR: GALAXY GRIGIO MATTE
SIZE:  12" x 24"
GROUT:  EPOXY - LATICRETE - 22 MIDNIGHT BLACK 
TRANSITION STRIPS: CONTRACTOR TO SUBMIT SCHLUTER METAL 
TRIM RENO-TK AT TO INTERIOR DESIGNER FOR APPROVAL. 
INSTALLATION PATTERN: REFER TO DRAWINGS
CONTACT: (803) 206-7156 / RICHARD OLIVER
NOTE: INSTALL SCHLUTER DITRA UNCOUPLING MEMBRANE PER 
MANUFACTURER SPECIFICATIONS UNDER ALL PORCELAIN TILE, 
SEE ID3.1B FOR DETAILS.

MFR: FLORIM USA-MILESTONE
STYLE: GALAXY 1095561
COLOR: GALAXY NERO MATTE
SIZE:  6" x 24"
GROUT:  EPOXY - LATICRETE - 22 MIDNIGHT BLACK 
TRANSITION STRIPS: CONTRACTOR TO SUBMIT SCHLUTER METAL 
TRIM RENO-TK AT TO INTERIOR DESIGNER FOR APPROVAL. 
INSTALLATION PATTERN: REFER TO DRAWINGS
CONTACT: (803) 206-7156 / RICHARD OLIVER  
NOTE:INSTALL SCHLUTER DITRA UNCOUPLING MEMBRANE PER 
MANUFACTURER SPECIFICATIONS UNDER ALL PORCELAIN TILE, 
SEE ID3.1B FOR DETAILS.

CODE
SPECIFICATION

MFR: MILLIKEN
COLLECTION: ARX
STYLE: TERGO 11C-CLOSED
COLOR: N/A
CONSTRUCTION: UV- RESISTANT CONTENT TYPE 6 NYLON,
AQUAFIL, 100% SOLUTION DYED
SIZE: 7.87" X 7.87" / 500CM X 500CM
BACKING: N/A
INSTALLATION METHOD: MONOLITHHIC
CONTACT: DAWN TEMPLETON / 843-528-8453

MFR: MILLIKEN
COLLECTION: ARX
STYLE: PRIOR 16 - OPEN CELL
STYLE: N/A
CONSTRUCTION: UV-RESISTANT PVC & MILLIKEN CERT
WEARON, TYPE 6.6
CONTENT: 100% RECYCLED CONTENT TYPE 6 NYLON. AQUAFIL,
100% SOLUTION DYED
SIZE: 7.87" X 7.87" / 500CM X 500CM
BACKING: N/A
INSTALLATION METHOD: MONOLITHIC
CONTACT: DAWN TEMPLETON / 843-528-8453

MFR: MILLIKEN
COLLECTION: ARX
STYLE: FORMA 2.0 16-OPEN CELL
COLOR: BOUNDARY FOR144-27
CONSTRUCTION: UV-RESISTANT PVC & TUFTED CUT PILE
CONTENT: 100% RECYCLED CONTENT TYPE 6 NYLON. AQUAFIL,
100% SOLUTION DYED
SIZE: 7.87" X 7.87" / 200MM X 200MM BY 16MM THICK
BACKING: N/A
INSTALLATION METHOD: MONOLITHIC
CONTACT: DAWN TEMPLETON / 843-528-8453

MFR: INTERFACE
COLLECTION: STEP REPEAT
STYLE: SR899
COLOR: 104940 IRON
CONSTRUCTION: TUFTED TEXTURED LOOP
CONTENT: 100% RECYCLED CONTENT TYPE 6 NYLON, AQUAFIL,
100% SOLUTION DYED
SIZE: 19.69" X1969" / 50CM X 50CM
BACKING: GLASBAC
INSTALLATION METHOD: MONOLITHIC
CONTACT: DAWN TEMPLETON / 843-528-8453

MFR: SHAW
COLLECTION: HAVEN
STYLE: HONEST TILE
COLOR:
CONSTRUCTION: MULTI-LEVEL PATTERN LOOP
CONTENT: ECO SOLUTION NYLON, 100% SOLUTION DYED
SIZE: 9" X 36"
BACKING: ECOWORX TILE
INSTALLATION METHOD: HERRINGBONE
CONTACT: STEVEN DAVITTE / 803-206-4672 

MFR: J+J FLOORING GROUP
COLLECTION: ONE GOOD TURN
STYLE: ONE GOOD TURN MODULAR 7075
COLOR: 2466 TURN HEADS
CONSTRUCTION: STRATATEC PATTERNED LOOP
CONTENT: ENCORE SD ULTIMA NYLON,100% SOLUTION DYED
SIZE: 24" x 24"
BACKING: NEXUS MODULAR
INSTALLATION METHOD: TILETABS
CONTACT: DAVID BALDERSON / 843-494-4043 

NOT USED

MFR: INTERFACE
COLLECTION: VISUAL CODE
STYLE: PLAIN STITCH 139250AK00
COLOR: 105916 IRON PLAIN
CONSTRUCTION: TUFTED SHEARED
CONTENT: RECYCLED CONTENT TYPE 6 NYLON, 100%
SOLUTION DYED
SIZE: 9.84" x 39.37", 25cm x 1m
BACKING: GLASBAC
INSTALLATION METHOD: REFER TO INTERFACE RENDERING ON
ID3.0B FOR DETAILS ON PATTERN FOR CPT-6A, 6B & 6C.
CONTACT: BETHANY WATSON / 864-252-5762 

MFR: INTERFACE
COLLECTION: VISUAL CODE
STYLE: STITCH COUNT 139260AK00
COLOR: 105924 IRON COUNT
CONSTRUCTION: TUFTED SHEARED
CONTENT: RECYCLED CONTENT TYPE 6 NYLON, 100%
SOLUTION DYED
SIZE: 9.84" x 39.37", 25cm x 1m
BACKING: GLASBAC
INSTALLATION METHOD: REFER TO INTERFACE RENDERING ON
ID3.0B FOR DETAILS ON PATTERN FOR CPT-6A, 6B & 6C.
CONTACT: BETHANY WATSON / 864-252-5762 

MFR: INTERFACE
COLLECTION: VISUAL CODE
STYLE: STITCHERY 139270AK00
COLOR: 105932 IRON STICHERY
CONSTRUCTION: MULTI-LEVEL PATTERN CUT/LOOP
CONTENT: ECOSOLUTION G NYLON, 100% SOLUTION DYED
SIZE: 9.84" x 39.37"
BACKING: GLASBAC
INSTALLATION METHOD: REFER TO INTERFACE RENDERING ON
ID3.0B FOR DETAILS ON PATTERN FOR CPT-6A, 6B & 6C.
CONTACT: BETHANY WATSON / 864-252-5762 

CODE
SPECIFICATION

CODE
SPECIFICATION

NOT USED

MFR: FLORIM USA-MILESTONE
STYLE: GALAXY 1095565
COLOR: GALAXY GRIGIO MATTE
SIZE: 6" x 24"
**PTB MAY NEED TO BE CUT AT CORNER GUARDS & OTHER
STRUCTURAL ELEMENTS**
GROUT: EPOXY - LATICRETE - 22 MIDNIGHT BLACK
EXPANSION JOINT: CONTRACTOR TO SUBMIT SCHLUTER
DILEX-BWA 45 GS TO INTERIOR DESIGNER FOR APPROVAL.
FINISHING TRIM: CONTRACTOR TO SUBMIT SCHLUTER
SCHIENE-RADIUS R/AE100  TO INTERIOR DESIGNER FOR
APPROVAL.
INSTALLATION PATTERN: REFER TO DRAWINGS
CONTACT: (803) 206-7156 / RICHARD OLIVER   

MFR: ROPPE
COLLECTION: 700 SERIES
STYLE: RUBBER 700 SERIES, 4 1/2"
COLOR: 123 CHARCOAL
SIZE: 4 1/2" x 120' LINEAR FT, W/ TOE
CONTACT: (336) 260-3783 / STEVE SLOAN 

MFR: ROPPE
COLLECTION: 700 SERIES
STYLE: RUBBER 700 SERIES, 4 1/2"
COLOR: 624 CHAMELEON
SIZE: 4 1/2" x 120' LINEAR FT, W/ TOE
CONTACT: 336-260-3783 / STEVE SLOAN

MFR: ROPPE
COLLECTION: MARBILEIZED
STYLE: #993 TEXTURED DESIGN
COLOR: M123 CHARCOAL
SIZE: 19 11/16" x 19 11/16"
TEXTURE: 93 TEXTURED
INSTALLATION PATTERN: STRAIGHT LAY
CONTACT: 336-260-3783 / STEVE SLOAN

MFR: ROPPE
COLLECTION: RAISED DESIGN RUBBER TREAD
STYLE: #93 TEXTURED TREAD
COLOR: M123 CHARCOAL
VISUAL STRIP COLOR: KK BLACK
SIZE: CONTRACTOR TO DETERMINE BASED ON STAIR WIDTH
TEXTURE: 93 TEXTURED
INSTALLATION PATTERN: N/A
CONTACT: 336-260-3783 / STEVE SLOAN
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FINISH LEGEND: BASIS OF DESIGN

NOTE: CONTRACTOR TO SUBMIT SEAMING DIAGRAM

AND 2 SAMPLES OF EACH CARPET TO USC HOUSING

CONSTRUCTION & RENOVATIONS FOR APPROVAL

PRIOR TO ORDERING MATERIALS.
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TYPICAL 17TH FLOOR STUDENT SUITE

SCALE: 1/8" = 1'-0"

3

F1.0

TYPICAL FLOOR STUDENT SUITE

SCALE: 1/8" = 1'-0"

2

F1.0

TYPICAL CORNER STUDENT SUITE

SCALE: 1/8" = 1'-0"

1

F1.0

NOTE: ALL FINISHES MUST MEET FLAME SPREAD

REQUIREMENTS. INSTALL ALL MATERIALS PER

MANUFACTUER RECOMMENDATIONS.

TYPICAL FURNITURE DIAGRAMS: 
FOR REFERENCE WHEN RE-INSTALLING EXISTING OR RELOCATED FURNITURE; USE DIAGRAMS FOR PLACEMENT ONLY
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