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EXISTING THERMOSTAT LOCATION FOR AHU-2
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EXISTING AHU-2 MOUNTED ON FLOOR IN MECHANICAL ROOM. DX COIL TO BE REPLACED. SEE COLLEGE BUILDING SCOPE OF WORK
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EXISTING AHU-1 MOUNTED ON FLOOR IN MECHANICAL ROOM. NO WORK UNDER THIS CONTRACT.
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EXISTING CONDENSING UNIT AHU-4. NO WORK UNDER THIS CONTRACT
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EXISTING ROOF MOUNTED ACCESS OPENING WITH 26”X52” CLEAR OPENING FOR ACCESS TO ATTIC SPACE ABOVE SECOND FLOOR
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EXISTING ATTIC ACCESS PANEL WITH 47"X34" CLEAR OPENING LOCATED IN THE CEILING OF THE SERVICE/ STORAGE ROOM


Dwight
Line

Dwight
Rectangle

Dwight
Line

Dwight
Line

Dwight
Rectangle

Dwight
Text Box
EXISTING AHU-4 LOCATED IN ATTIC ABOVE THE LOBBY. NO WORK UNDER THIS CONTRACT
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EXISTING THERMOSTAT & HUMIDISTAT LOCATION FOR AHU-4
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