ADDENDUM NUMBER TWO
for

University of South Carolina, Salkehatchie Press Box
Architect’s Project Number: U-627-06-3
ALLENDALE, SOUTH CAROLINA
PREPARED BY:

The Boudreaux Group, P.O. Box 5695 Columbia, SC 29250

DATE OF ISSUE: March 1, 2012

TO: ALL BIDDERS OF RECORD

The following items shall take precedence over the drawings and specifications for the above named
project and shall become a part of the contract documents. Where any item called for in the
specifications, or indicated on the drawings, is not supplemented hereby, the original requirements shall
remain in effect. Where any original item is amended, voided or superseded hereby, the provisions of
such item not specifically amended, voided or superseded shall remain in effect.

BIDDER SHALL ACKNOWLEDGE RECEIPT OF ADDENDUM IN THE SPACE PROVIDED ON THE BID FORM.
FAILURE TO DO SO MAY CONSTITUTE AN INFORMALITY IN THE BID.
This addendum consists of 1 page and the following attachment:

1. Revised Sheet E1.1

I SPECIFICATIONS:

A. Refer to Specification Section 061610 Cement Board Sheathing, (for cement board wall sheathing
for interior surfaces), and to paragraph 3.2.A. Cement board joints are to be taped and
mudded.

. DRAWINGS:

A. Replace drawing E1.1 in its entirety with the attached drawing E1.1. Revisions to this sheet

have been clouded and identified with revision triangle no. 1.
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