
ADDENDUM NUMBER 1

Date: May 22, 2015

Re: Computer Annex Chiller Replacement
University of South Carolina

A/E Proj. No.: 153201

Submitted By: Danny Wilds, PE
Mechanical Design, Inc.
4403 Broad River Road
Columbia, S.C.  29210
(803)731-9834    Fax: (803)731-9837

The following items take precedence over referenced portions of the Contract Documents for the
referenced project dated April 28, and, in executing a contract, shall become a part thereof.

Where any item called for in the documents is supplemented hereby, the original requirements shall remain
in effect.  All supplemental conditions shall be considered as added thereto.

Where any original item is amended, voided, or superseded hereby, the provision of such items not so
specifically amended, voided, or superseded shall remain in effect.

General: 

1. A non-mandatory Pre-Bid was held on 05/20/2014 at 10:00 am EST.  Attached is a list of the
attendees.  A site visit was made available immediately following the pre-bid meeting.

2.  A subsequent site visit is available on Tuesday 05/27 at 10:00 am EST. Interested parties must
contact Troy Nelson prior to the date and time listed above in order to schedule appropriate
personnel. 

Phone # 803-777-4674
email: tnelson@fmc.sc.edu 

2. All questions shall be submitted in writing prior to noon on May 28th. If necessary a final addendum
will be issued on May 29th. 

3. All work related to controls shall be completed by Johnson Controls, Inc. Contact Gill Holland for
information or to request a quote:

Phone # 803-237-8880
email: gill.w.holland@jci.com 

Clarifications:

1. Factory start-up and training is required under the scope of this project. Submit FACTORY start-up
sheets with closeout documents.

2. Existing chiller is installed on structural rails designed for the existing chiller. It is the contractor’s
responsibility to ensure the fitment of the new chiller. Cost associated with modifying the existing
rails, piping, power wiring, controls, etc. shall be the responsibility of the contractor.

Page 1 of  2

mailto:tnelson@fmc.sc.edu
mailto:gill.w..holland@jci.com


Specifications:

1. Under Specification Section 23 64 26, Chillers, 2.8 Controls add the following:

G. Provide bi-directional BACnet communication to the chiller control panel for communication with
the campus Johnson Controls energy management system.

H. Controls provided with the chiller shall be compatible with existing control system and provide
the same functionality and capabilities as the existing chiller without modifications to the
existing Johnson Controls control system.

END OF ADDENDUM NO. 1

Page 2 of  2






