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NEW CONTINUOUS CLEAT

n /
FASTENED AT 6" O.C. NEW SHEET-METAL PARAPET CAP

SLOPED TO DRAIN TO ROOF -- 1:12

CONTINUOUS 20 MIL PVC
MEMBRANE ON TOP OF WALL
TURNED DOWN ON BOTH SIDES

NEW GASKETED FASTENERS AT
18" O.C.

1" MINIMUM
BELOW BLOCKING

NEW FASTENERS AT 6" O.C.

NEW CONTINUOUS
WOOD SHIM

EXISTING WOOD NAILER
ATTACHED TO SUBSTRATE

PRIME MASONRY SURFACE WITH
ASPHALT PRIMER

8" MINIMUM
FLASHING HEIGHT

OPTIONAL: EXTENDED FIELD PLIES

ABOVE TOP OF CANT
MEMBRANE FLASHING SHEET
ADHERED TO BACKER PLY
NEW CANT '
NEW COVER-BOARD INSULATION —1
NEW BACKER PLY

NEW THERMAL INSULATION

NEW TWO PLY MODIFIED
EXISTING PLYWOOD ROOF DECK BITUMEN ROOF MEMBRANE

NOTES:

1. NEW THERMAL INSULATION BACK SLOPE AND SADDLE BETWEEN ROOF DRAINS INSTALLED BENEATH COVER-BOARD INSULATION NOT SHOWN
FOR CLARITY
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NEW TRI-BEAD BUTYL TAPE
SEALANT

NEW COATING OVER
PREPARED METAL ROOF
PANEL ASSEMBLY

EXISTING METAL
"ZEE" CLOSURE

NEW METAL APRON
FLASHING

EXISTING METAL PANEL
ROOFING ASSEMBLY

EXISTING PLYWOOD ROOF
DECK

CAP

NEW SHEET-METAL PARAPET

NEW ROOF ASSEMBLY

— EXISTING STRUCTURE

e

Shepard & Associates, LLC

3547 Dreher Shoals Road, Suite 6
Irmo, South Carolina 29063

Phone: (803) 407-8284 E-mail: bshep@sc.rr.com  Fax: (803) 407-8206

SHEET TITLE:

Metal Roof Panel Apron Flashing DATE 102172015

PF No. 11012.015.004

SHEET

PROJECT DESCRIPTION:

USC Aiken Campus - Concession Building

SCALE: NTS

DRAWN BY: RCP

CLIENT NAME:
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NEW 2X4 WOOD CURB
EXTENSION

NEW SEALING MATERIAL

EXISTING ROOFTOP EQUIPMENT

NEW SHEET-METAL
COUNTERFLASHING

NEW GASKETED FASTENERS
MINIMUM TWO FASTENERS
PER SIDE

FASTENERS APPROX.6" O.C.

OPTIONAL: EXTENDED FIELD
PLIES ABOVE TOP OF CANT

E NEW BACKER PLY
s|O

w
g T NEW MEMBRANE FLASHING
o SHEET ADHERED TO BACKER
HE PLY

T
=l
© g

|

L

S

L \

OO R ||
/ \—NEW TWO PLY MODIFIED
NEW CANT

BITUMEN ROOF MEMBRANE

EXISTING WOOD NEW COVER-BOARD INSULATION
EQUIPMENT CURB

NEW THERMAL INSULATION
_ EXISTING PLYWOOD
NOTES: ROOF DECK

1. NEW THERMAL INSULATION BACK SLOPE AND SADDLE BETWEEN ROOF DRAINS INSTALLED BENEATH COVER-BOARD INSULATION NOT SHOWN
FOR CLARITY.
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8" MINIMUM
FLASHING HEIGHT

<

NOTES:

1. SOFT METAL PIPE FLASHING:

-SHEET LEAD: MINIMUM OF 2-1/2 LB. PER SQUARE FOOT
PRECAUTIONS SHOULD BE TAKEN NOT TO DAMAGE THE SHEET LEAD WHEN USING HEAT-WELDED APPLICATION.
2. VENT STACKS AND OTHER PIPES SHOULD HAVE A MINIMUM OF 12 INCHES OF CLEARANCE ON ALL SIDES FROM WALLS, CURBS AND OTHER PROJECTIONS

TO FACILITATE PROPER FLASHING.

TOP OF FLASHING CAPPED OR
ROLLED INTO PIPE APPROXIMATELY
1|l

NEW LEAD PIPE FLASHING -- SEE
NOTE 1

EXISTING PLUMBING VENT STACK

NEW MODIFIED BITUMEN MEMBRANE
STRIPPING SHEET -- PRIME FLANGE
BEFORE STRIPPING

NEW COMPATIBLE ROOF CEMENT OR

COMPATIBLE SEALANT AT

PENETRATION-TO-MEMBRANE
JUNCTURE

".-4" MIN. FLANGE

APPROX. 6"

NEW TWO PLY MODIFIED
BITUMEN ROOF MEMBRANE

PRIME FLANGE UNDERSIDE AND SET
FLANGE IN COMPATIBLE ROOF
CEMENT (FOR ROOF SYSTEMS WITH
FACTORY-APPLIED GRANULE
SURFACING, THE PIPE FLASHING
FLANGE AND MEMBRANE STRIPPING
CAN BE INSTALLED BETWEEN THE
BASE PLY AND GRANULE-SURFACED
SHEET)

NEW COVER-BOARD INSULATION

NEW THERMAL INSULATION

EXISTING PLYWOOD
ROOF DECK

Shepard & Associates, LLC

3547 Dreher Shoals Road, Suite 6
Irmo, South Carolina 29063

Phone: (803) 407-8284 E-mail: bshep@sc.rr.com  Fax: (803) 407-8206

SHEET TITLE:

PF No. 11012.015.004
DATE: 10/21/2015

SHEET

Plumbing Vent Flashing

PROJECT DESCRIPTION:

USC Aiken Campus - Concession Building

SCALE: NTS
DRAWN BY: RCP
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CLIENT NAME:

CHECKED BY: WBY
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NEW MODIFIED BITUMEN ROOF
MEMBRANE CAP SHEET

NEW MODIFIED BITUMEN MEMBRANE
STRIPPING SHEET

30" SQUARE MINIMUM, 4 LB. LEAD FLASHING
SET IN COMPATIBLE ROOF CEMENT. PRIME
TOP AND BOTTOM SURFACE BEFORE
STRIPPING

NEW COVER-BOARD INSULATION
NEW THERMAL INSULATION

EXISTING DRAIN STRAINER (REPLACE
-:IF BROKEN OR DAMAGED)

NEW TAPERED
INSULATION SUMP

EXISTING CLAMPING RING /
(REPLACE IF BROKEN OR
DAMAGED)
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EXISTING CAST-IRON DRAIN
BOWL ASSEMBLY

MEMBRANE FIELD PLIES, METAL FLASHING
AND STRIPPING SHEET EXTEND UNDER
CLAMPING RING

NEW COMPATIBLE ROOF CEMENT

NEW MODIFIED BITUMEN ROOF MEMBRANE BASE PLY

Shepard & Associates, LLC | |™™ Roof Drain Flashing Do LRI | SHEET
5 e o e e oo | [scAEnTs D5
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Phone: (803) 407-8284 E-mail: bshep@sc.rr.com  Fax: (803) 407-8206 UniverSitV Of SOUth CarOIina CHECKED BY: WBY




NEW COATING OVER NEW COATING OVER

PREPARED EAVE END PREPARED METAL ROOF
METAL SNOW GUARD PANEL ASSEMBLY
NEW COATING OVER B ———
PREPARED METAL EAVE
TRIM
—/
NEW COATING OVER
PREPARED METAL WALL

PANELS AND FLASHING

/

NEW COATING OVER
PREPARED METAL WALL
PANELS AND FLASHING

s

NEW COATING OVER
PREPARED METAL SILL
FLASHING

[

EXISTING GYPSUM
CEILING

Shepard & Associates, LLC | |™Metal Wall Panel and Flashing Coating D T | SRR
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