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PLAN DETAIL REFERENCE

ROOM TAG SYMBOL

WALL SECTION / DETAIL SECTION 
REFERENCE

DOOR SYMBOL

ALTERNATE WALL SECTION REFERENCE

BUILDING SECTION REFERENCE

FIRE RATED WALL SYMBOLS

REVISION SYMBOL

DETAIL NUMBER

WHERE DETAIL IS SHOWN

DETAIL NUMBER
WHERE DETAIL IS SHOWN

WALL SECTION / DETAIL NUMBER
WHERE WALL SECTION / DETAIL IS SHOWN

ROOM NAME

ROOM NUMBER

DOOR NUMBER

FRAME TYPE

DOOR TYPE

DIMENSION TO FACE OR EDGE

DIMENSION TO CENTERLINE

ELEVATION ABOVE SEA LEVEL
ITEM IDENTIFIED

WINDOW / STOREFRONT / CURTAIN WALL / LOUVER TYPE

PARTITION TYPE

FIRE EXTINGUISHER RECESSED IN WALL CABINET

FIRE EXTINGUISHER MOUNTED ON WALL BRACKETS

FD - FLOOR DRAIN

BUILDING SECTION NUMBER
WHERE BUILDING SECTION IS SHOWN

WALL SECTION / DETAIL NUMBER
WHERE WALL SECTION / DETAIL IS SHOWN

TOP = TOP HALF OF WALL FOR PARTICULAR LEVEL

BOT = BOTTOM HALF OF WALL FOR PARTICULAR 
LEVEL

WALL SECTION / DETAIL NUMBER
WHERE WALL SECTION / DETAIL IS 
SHOWN

SIM = SIMILAR CONDITION
OH = OPPOSITE HAND CONDITION
OPP = OPPOSITE HAND CONDITION
ROT = ROTATED CONDITION

ONE-HOUR FIRE-RATED WALL ASSEMBLY

TWO-HOUR FIRE-RATED WALL ASSEMBLY

FOUR-HOUR FIRE-RATED WALL ASSEMBLY

SEE PARTITION TYPES FOR UL DESIGN NO'S.

BRICK VENEER / CMU CONTROL JOINT

TOILET / LOCKER ROOM ACCESSORY 
SYMBOL

GYPSUM BOARD CONTROL JOINT

INDICATES A CHANGE IN 
ORIENTATION OF CUT PLANE
(INTERIOR ELEVATION ONLY)

CLOUD AROUND REVISION

EXTERIOR WALL / ROOF CONSTRUCTION TYPE

TITLE
SCALE: 1'-0" = 1'-0" REF:  1/A1.1

1
A1.1

LOCATION OF DETAIL 
CUT (AS SHOWN)

1
A1.1

1
A1.1

1

BOT

TOP

SIM

001A
DX FX

S1

1A

FE-C FE-C

100
RECEPTION
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A1.1
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A1.1

1
A1.1

1
A1.1

EXPANSION JOINT TYPEA

26
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2620

85 385
77
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95

26 CAROLINA

GEORGIA

NORTH

ATLANTIC OCEAN

COLUMBIA

STATE OF
SOUTH CAROLINA

MAP
NORTH

NOTE:
DIMENSIONS AND CLEARANCES SHOWN MUST BE PROVIDED
AT ALL DOORS.  CONTRACTOR SHALL REVIEW FIELD LAYOUT
AND CONFIRM THAT ALL OF THE APPROPRIATE CLEARANCES
ARE PROVIDED.  ANY DISCREPANCIES SHALL BE BROUGHT 
TO 
THE ARCHITECT'S ATTENTION.  ANY REMEDIAL WORK THAT 
SHOULD HAVE BEEN AVOIDED BY BRINGING DISCREPANCIES
TO THE ARCHITECT'S ATTENTION SHALL BE AT THE 
CONTRACTOR'S EXPENSE.

TWO HINGED DOORS IN A SERIES

HINGE SIDE APPROACHES

FRONT APPROACHES

LATCH SIDE APPROACHES

4'- 0" MIN.

PULL SIDE

3'- 0" MIN.

3'- 6" MIN.

54
" M

IN
.

60
" M

IN
.

PULL SIDE

PUSH SIDE

PUSH SIDE

PUSH SIDE

PULL SIDE

5'-
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IN

.

1'-6" MIN

4'-
0"
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.
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3'-
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.
48
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1'- 0" MIN. IF DOOR HAS BOTH
CLOSER AND LATCH

4'-
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" M
IN

.

4'- 6" MIN.

3'-
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" M
IN

.
48

" M
IN

. IF
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OO
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R 

AN
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LA
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H

COMPACTED EARTH

POROUS FILL (STONE OR GRAVEL)

CONCRETE

CONCRETE MASONRY UNIT (CMU)

BRICK

SAND, PLASTER, CEMENT, GROUT

STEEL

WOOD (ROUGH)

WOOD (FINISHED)

PLYWOOD

BATT INSULATION

GYPSUM BOARD

RIGID INSULATION
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1

1

EX
IS

TI
NG

4' 
- 0

"
F.

V.
17

' - 
3"

A5.11

1/2" EXPANSION JOINT 
MATERIAL BETWEEN WALL 
AND POURED CONCRETE

1/2" CLR.

5

5

3

ALIGN

5' - 4" 4' - 0" 1' - 0"
F.V.

14' - 7"

4

F.
V.

6' 
- 6

"
3' 

- 0
"

5' 
- 9

"
6' 

- 0
"

FIELD VERIFY EXACT 
LOCATION OF COLUMN

5

9' - 0" 4' - 0" 11' - 6"

66

2
A5.1

6

4

4' 
- 0

"
3' 

- 0
"

9"
4' 

- 0
"

F.
V.

9' 
- 6

"

135.00°

AL
IG

N

AL
IG

N

3

A5.1

4

2' 
- 0

"

2

1

3

1

11' - 6"

3rd BASE ADDITION

1 REMOVE HANDRAILS AND GATE. STORE GATE FOR 
INSTALLATION IN NEW CONSTRUCTION PHASE.

REMOVE EXISTING CAST IRON FLOOR DRAIN, PATCH 
DISTURBED CONCRETE.

REMOVE EXISTING SLAB FOR THE EXTENTS SHOWN FOR 
INSTALLATION OF NEW FLOOR DRAIN INLET, COORDINATE WITH 
STEEL FRAMING BELOW.

REMOVE CONCRETE RISERS FOR THE EXTENTS SHOWN.

2

3

4

1

2

3

PROVIDE NEW GUARDRAILS FOR THE EXTENTS SHOWN. SEE 
SPECS AND DETAILS. 

INSTALL NEW CAST IRON FLOOR DRAIN AND INLET AS INDICATED. 
COORDINATE WITH STEEL FRAMING BELOW. REROUTE NEW CAST 
IRON PIPING BELOW AND TIE INTO NEAREST DOWN LEADER AS 
REQUIRED TO MAKE CONNECTION.

POUR NEW CONCRETE RISERS FOR THE EXTENTS SHOWN. SEE 
DETAILS.

PROVIDE NEW HANDRAILS FOR THE EXTENTS SHOWN. SEE SPECS 
AND DETAILS. MOUNT EXISTING GATE TO NEW HANDRAIL WHERE 
SHOWN.

POUR NEW CONCRETE PLATFORMS FOR THE EXTENTS SHOWN, 
SEE SPECS AND DETAILS.

INSTALL NEW 42" HIGH DRINK RAILS. SEE DETAILS AND SPECS.

4

5

6

DIMENSIONS INDICATED ON THESE DRAWINGS ARE TO FACE OF CONCRETE, 
FACE OF EXTERIOR VENEER, FACE OF STUD WALL, OR CENTERLINE OF 
COLUMN UNLESS OTHERWISE INDICATED.  COORDINATE ALL DIMENSIONS 
WITH ENLARGED PLANS, SECTION AND DETAIL DRAWINGS AND VERIFY EXACT 
LOCATIONS.  COORDINATE ALL FLOOR SLAB PENETRATIONS AND ACTUAL 
PRODUCT TO BE INSTALLED AND VERIFY LOCATIONS WITH ARCHITECTURAL 
DRAWINGS PRIOR TO INSTALLATION. NOTIFY THE ARCHITECT OF ANY 
DISCREPANCIES.

NEW AREA DRAINS TO MATCH EXISTING AREA DRAINS BY JR SMITH.

1.

2.

FINISHED FLOORINSTALL NEW FLOOR DRAIN 
FLUSH WITH FINISHED FLOOR 
SLAB

4" CAST IRON DRAIN

2

F.
V.

3' 
- 3

"
3' 

- 3
"

3' 
- 3

"
3' 

- 8
"

9' - 4" 4' - 0"
F.V.

11' - 5"

2' 
- 0

"
7' 

- 4
"

1' - 5" 3' - 1" 2' - 0"
F.V.

14' - 4"

8" 11' - 0" F.V.

1

F.
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- 8

"

1

F.
V.
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REFERENCED 
ON:

 3/8" = 1'-0"A1.1
2 3rd BASE LINE SEATING RENOVATION PLAN

Club Level Key Plan

KEYNOTES - DEMO PLAN KEYNOTES - FLOOR PLAN GENERAL NOTES - FLOOR PLAN

REFERENCED 
ON:

 3" = 1'-0"A1.1
3 AREA DRAIN DETAIL

REFERENCED 
ON:

 3/8" = 1'-0"A1.1
1 3rd BASE LINE SEATING DEMOLITION PLAN
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NEW GUARDRAILS 
TO MATCH EXISTING

EXISTING HANDRAIL TO REMAIN

EXISTING GUARDRAIL TO REMAIN, 
CUT IN FOR NEW GUARDRAIL AT 
NEAREST VERTICAL POST, INFILL 
AS REQUIRED.

EXISTING COLUMN EXISTING COLUMN

4"
4"

4"
4"

2' 
- 2

"

3' 
- 6

"

1/2" X 3" BAR, POWDER COAT

1/2" O.D. ROD, POWDER COAT

1-1/2" O.D. N.P.S. POSTS CONTINUOUS 
WELD TO STRUCTURE AT BASE, 
POWDER COAT

1/2" O.D. PICKETS 4" O.C. MAX, 
POWDER COAT

1-1/2" O.D. N.P.S. PIPE, 
POWDER COAT

A5.1
6

1-1/2" O.D. N.P.S. PIPE

SEALANT

NON-SHRINK GROUT TYP.

CORE DRILL EXISTING CONCRETE

1/
4"

3/
8"

5"

1' 
- 0

"
2' 

- 0
"

4' - 0" 17' - 3"

EXISTING RAISED SLAB

A5.1
4

DRINK RAIL DRINK RAIL HIGH TOP TABLESEXISTING SEATS

EXISTING RAILS AND SEATS

A5.1
7

3' 
- 0

"

2' 
- 0

"
3' 

- 6
"

1' - 0" 1' - 0" 1' - 0" 1' - 0"

1 1/2" O.D. N.P.S. HANDRAIL, PTD TO 
MATCH EXISTING

1' 
- 4

"
4"

4"
1' 

- 4
"

8"X8"X3/8" BASE PLATE, BOLT 
TO CONCRETE

4" CONCRETE ON FORMING 
FOAM, SEE DETAILS

3/8" STEEL PLATE 8" L. X 8" W. 
TOP AND BOTTOM, PTD.

SS-1 TOP

3' 
- 6

"

3" X 3" SQ. TUBE STEEL 6' 
MAX. O.C., POWDER COAT

2" X 2" SQ. TUBE STEEL FRAME 
W/ WIRE MESH MODESTY 
PANEL, POWDER COAT

1' - 0"

6"
1' 

- 8
"

1' 
- 4

"

TRTD WOOD SUBTOP

4" TYP.

VERTICAL BARS, EPOXY 
DOWELED INTO EXISTING SLAB

#4 BARS SPACED 7" O.C. 
EACH WAY

4" LIGHTWEIGHT 
CONCRETE ON FORMING 
FOAM, TYP.

TY
P.4"

2' 
- 8

"

4"x3"x3/8" ANGLE W/ 1/2" SCREW 
ANCHORS W/ 4" EMBEDMENT @ 
14" O.C., PTD

1/2" X 3" BAR, POWDER COAT

4"
4"

4"
4"

3' 
- 6

"

1/2" O.D. PICKETS 4" O.C. MAX, 
POWDER COAT

1-1/2" O.D. N.P.S. POSTS 
CONTINUOUS WELD TO 
STRUCTURE AT BASE, 
POWDER COAT

1-1/2" O.D. N.P.S. PIPE, 
POWDER COAT

1/2" O.D. ROD, POWDER COAT

2" 2"
VARIES - SEE FLOOR PLAN

5' - 4" 2"
VARIES - SEE FLOOR PLAN

5' - 4" 2" 2"

WELDED WIRE MESH MODESTY 
PANEL, POWDER COAT
2"X2" TUBE FRAME, POWDER COAT

6"
1' 

- 8
"

1' 
- 4

"

VARIES - SEE FLOOR PLAN
11' - 6"
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REFERENCED 
ON:

 1/2" = 1'-0"A5.1 A1.1
1 3rd BASE LINE ELEVATION

REFERENCED 
ON:

 1 1/2" = 1'-0"A5.1
5 GUARDRAIL DETAIL

REFERENCED 
ON:

 3" = 1'-0"A5.1 A5.1
6 CORE DRILL DETAIL

REFERENCED 
ON:

 1/2" = 1'-0"A5.1 A1.1
2 3rd BASE LINE SECTION

REFERENCED 
ON:

 1/2" = 1'-0"A5.1 A1.1
3 STAIR DETAIL

REFERENCED 
ON:

 1 1/2" = 1'-0"A5.1 A5.1
4 DRINK RAIL DETAIL

REFERENCED 
ON:

 1 1/2" = 1'-0"A5.1 A5.1
7 CONCRETE REINFORCEMENT & TYPICAL GUARDRAIL DETAIL

REFERENCED 
ON:

 3/4" = 1'-0"A5.1
8 VANITY PANEL DETAIL
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