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USC-AIKEN RUTH PATRICK CLASSROOM
RENOVATIONS

G0.1 INDEX
G0.2 EGRESS PLAN & CODE ANALYSIS

ARCHITECTURAL

A1.1 FIRST FLOOR PLAN - NEW WORK PLAN
A1.2 SECOND FLOOR PLAN - ADD ALTERNATE #1
A1.3 REFLECTED CEILING PLAN
A2.1 SECTIONS & DETAILS

A AMPERAGE
A/C AIR CONDITIONER
A.F.F. ABOVE FINISH FLOOR
ALT. ALTERNATE
AL. ALUMINUM
@ AT
A.T. ACOUSTICAL TILE
AWG. AVERAGE WIRE GAUGE
BD. BOARD
BOT, B/ BOTTOM
BRG. BEARING
BTUH BRITISH THERMAL 

UNIT/ HOUR
B.W. BOTH WAYS
CARP. CARPET
CFM CUBIC FEET PER MINUTE
CJ. CONSTRUCTION JOINT

CENTER LINE
CL CLEARANCE
CONT. CONTINUOUS
C.T. CERAMIC TILE
DIA. DIAMETER
DN DOWN
DTL. DETAIL
E.C. ELECTRICAL CONDUIT
EF. EXHAUST FAN
EPT. ENAMEL PAINT
E.W. EACH WAY

ABBREVIATIONS 

E.S. EACH SIDE
EWC ELECTRICAL WATER 

COOLER
EXP. EXPANSION
EXT. EXTERIOR
F.D. FLOOR DRAIN
FEC. FIRE EXTINGUISHER 
F.F.L. FINISH FLOOR LEVEL
FIN. FINISH
FLR. FLOOR
FT. FOOT
F.V. FIELD VERIFY
G. GROUND
GA. GAUGE
G.C. GENERAL 

CONTRACTOR
GPDW GYPSUM DRYWALL
GPM GALLONS PER MINUTE
H/C HANDICAP
H.M. HOLLOW METAL
H.P. HORSE POWER
HVAC HEAT'G, VENT'G & AIR 

COND.
I.D. INSIDE DIAMETER
INSUL. INSULATION
INT. INTERIOR
IN.W.C. INCHES OF WATER 

COLUMN
JT. JOINT

LGMF LIGHT GAUGE METAL 
FRAMING

M.O. MASONRY OPENING
M/R MOISTURE RESISTANT 
MTL METAL
NEC NATIONAL ELECTRICAL CODE
O.A. OUTSIDE AIR
O.C. ON CENTER
O.D. OUTSIDE DIAMETER
O.H. OVERHEAD
P POLE
PCPL PORTLAND CEMENT PLASTER
PL. PLATE
PLAM PLASTIC LAMINATE
PLYWD. PLYWOOD
P.T. PRESSURE TREATED
PVC. POLY VINYL CHLORIDE
Q.T. QUARRY TILE
R. RADIUS
R.C.P. REINFORCED CONCRETE PIPE
R.D. ROOF DRAIN
RDL. ROOF DRAIN LINE
REF. REFERENCE
REINF. REINFORCING
RPM. REVOLUTIONS PER MINUTE
S.C. SOLID CORE
S.H. SPRINKLER HEAD
SHT. SHEET

SIM. SIMILAR
S.P. STATIC PRESSURE
S.S. STAINLESS STEEL
STD. STANDARD
STL. STEEL
STR. STRUCTURAL
TEMP. TEMPERED
T/ TOP
T/F TOP OF FOOTING
THOLD. THRESHOLD
T/J TOP OF JOIST
TRANSL. TRANSLUCENT
TYP. TYPICAL
U.N.O. UNLESS NOTED 

OTHERWISE
VCT VINYL 

COMPOSITION 
TILE

W/ WITH
W/O WITHOUT
WD. WOOD
WM WATER METER
W/P WATERPROOF
WV WATER VALVE
W.W.F. WELDED WIRE 

FABRIC

PLAN NORTH

ARCHITECT:

2KM ARCHITECTS, INC.
529 GREENE ST.
PH. 706.736.3333
FX. 706.736.7100
EMAIL:  mail@2kmarchitects.com

ROBERT L. MAULDIN, NCARB, AIA

CL

CAMPUS MAP

ELECTRICAL ENGINEERS
1201 BROAD ST., SUITE 1-A
AUGUSTA, GA  30901
PH:   (706) 724-3551
FAX: (706) 724-8507

Augusta, Georgia 30901
550 11th Street

(706) 774-1020

HVAC  Plumbing  Fire Protection
ING Consulting, Inc.

www.ingconsultinginc.com

LOCATION MAP

SECOND FLOOR

KEY PLAN: FIRST FLOOR

PROJECT SCOPE:

MINOR INTERIOR RENOVATION OF EXISTING CLASSROOMS & OFFICES

ADD ALTERNATE #1:
INSTALLED WORK ASSOCIATED 
WITH LEVEL 2 CLASSROOMS

ELECTRICAL

E1.1 LEGEND NOTES AND FICTURE SCHEDULE
E2.0 LIGHTING PLAN
E3.0 POWER AND SYSTEMS PLAN
E4.0 ELECTRICAL SPECIFICATIONS

MECHANICAL

M0.1 MECHANICAL SPECIFICATIONS
M0.2 MECHANICAL DETAILS AND SCHEDULE
M1.1 MECHANICAL DEMOLITION AND NEW WORK
M1.2 MECHANICAL DEMOLITION AND NEW WORK
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32 OC

MAX TRAVEL DISTANCE / PATH

ACTUAL NUMBER OF OCCUPANTS
CAPACITY OF DOOR OR EXIT

NUMBER OF OCCUPANTS

X EXIT SIGNS

SL

S
D

28
165

F FIRE ALARM PULL

FIRE ALARM STROBE LIGHT 
W/ BATTERY PACK

SMOKE DETECTOR

2-HOUR RATED

FIRE EXTINGUISHERFE

H HORN

LEGEND:

SMOKE PARTITION

1-HOUR RATED
S
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EXHIBIT
HALL
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WORK
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EGRESS PLAN &
CODE ANALYSIS

CD

PROJECT 50003278

CODE ANALYSIS
A. PROJECT SCOPE SUMMARY:

1. THE PURPOSE OF THIS PROJECT IS TO CREATE A SEPARATE SOUND ATTENUATED CLASSROOMS ON THE 
FIRST FLOOR AND TO REPURPOSE 2ND FLOOR AREAS FROM STORAGE TO CLASSROOMS.

2. THE MAJORITY OF THE AREA OF WORK IS TO ADD SOUND WALL, CREATE CLASSROOM SEPARATION.
3. NEITHER EXISTING BUILDING OCCUPANCY NOR EXISTING COMPONENTS OF MEANS OF EGRESS 

ARE AFFECTED BY THE WORK.

B. GROSS RENOVATION AREA:
1. AREA AFFECTED

C. OCCUPANCY (NFPA 101-2012)
1. CLASSIFICATION (6.1.5)

D. CONSTRUCTION (NFPA 101-2012)
1. NUMBER OF FLOORS
2. TYPE OF CONSTRUCTION

(TABLE 19.1.6.1)
3. OCCUPANT LOAD (AFFECTED AREA)

(TABLE 7.3.1.2)

E. MEANS OF EGRESS (NFPA 101-2012)
1. CLEAR CORRIDOR WIDTH (18.2.3.4)
2. DOORS IN THE MEANS OF EGRESS (18.2.3.7)
3. STAIRS
4. FIRE BARRIERS (TABLE 18.3.2.1)
5. ARRANGEMENT OF MEAN OF EGRESS
6. DEAD END CORRIDOR LIMIT (TBL. A.7.6)
7. TRAVEL DISTANCE TO EXITS (TBL. A.7.6)

(200' MAX, SPRINKLERED)

F. PROTECTION FROM HAZARDS (18.3.2)

G. SPRINKLERS (NFPA 101-2012)

H. FIRE ALARMS (NFPA 101-2012)

J. PORTABLE FIRE EXTINGUISHERS (NFPA 
101-2012)

K. OCCUPANCY CLASSIFICATION AND HAZARD 
OF CONTENTS  (NFPA 101- 2012)

L. CONSTRUCTION TYPE (IBC 2012/ NFPA 
101-2012)

M. INTERIOR FINISH (TBL A10.2.2)
1. EXITS - CLASS A OR B
2. ACCESS TO EXITS - CLASS A OR B
3. OTHER SPACES - CLASS A OR B
4. FLOOR FINISH - CLASS I OR II

B. 3,366 S.F.

C.1. EXISTING CLASSROOM

D.1. TWO (EXISTING)
D.2. TYPE II (222), NONE SPRINKLED

(NFPA 101 - TABLE 20/21.3)
D.3. BY AREA = 42 OCCUPANTS

BY USE = 44 OCCUPANTS
3051 (BUSINESS) / 100 = 31
2989 (INPATIENT TREATMENT) / 240 = 13)

E.1. NOT AFFECTED (EXISTING = 96")
E.2. 32" CLR MIN.
E.3. NOT AFFECTED
E.4. NOT AFFECTED
E.5. NOT AFFECTED
E.6. NOT AFFECTED
E.7. NOT AFFECTED (156'-0" FROM MOST REMOTE 

POINT IN A ROOM TO AN EXIT)

F. NOT AFFECTED

G. N/A

H. EXISTING

J. PROVIDED

K. CLASSROOM / EDUCATIONAL (6.2.2.3)/ ORDINARY
HAZARD

L. IBC = TYPE 1-B (TBL-601)
NFPA = TYPE II (222) (TBL.18.1.6.1) AND
(TBL A.8.2.1.2)

M.1. NOT AFFECTED
M.2. NOT AFFECTED
M.3. NOT AFFECTED
M.4. NOT AFFECTED

APPLICABLE CODE W/ SOUTH CAROLINA AMENDMENTS

IBC 2015 INTERNATIONAL BUILDING CODE WITH SOUTH CAROLINA MODIFICATIONS.
IECC 2009 INTERNATIONAL ENERGY CONSERVATION CODE.
IFC 2015 INTERNATIONAL FIRE CODE WITH SOUTH CAROLINA MODIFICATIONS. 
IFGC 2015 INTERNATIONAL FUEL GAS CODE WITH SOUTH CAROLINA MODIFICATIONS.  
IMC 2012 INTERNATIONAL MECHANICAL CODE.
IPC 2012 INTERNATIONAL PLUMBING CODE.
IRC 2012 INTERNATIONAL RESIDENTIAL CODE (2014, 2015 AMENDMENTS)
NFPA 70 2014 NATIONAL ELECTRIC CODE (NEC) (PER 120-3-3) (PER DCA)

SECOND FLOOR

KEY PLAN: FIRST FLOOR

SCALE:  3/32" = 1'-0"A2.1
1 FIRST FLOOR EGRESS PLAN

SCALE:  3/32" = 1'-0"A2.1
2 SECOND FLOOR EGRESS PLAN
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SOLARIUM
100

EXHIBIT
HALL
101

EXHIBIT
HALL
102

WORK
AREA/

RECEPTIONIST
104

DIRECTOR'S
OFFICE

105

ASSISTANT
DIRECTOR'S

OFFICE
106

WASH
ROOM

107

CIRCULATION
108

PHYSICAL
SCIENCE

WORKSHOP
109

LIFE
SCIENCE

WORKSHOP
110

TOILET
113

TOILET
114

AUDITORIUM
115

ELEVATOR

109

8.8728.872

9.910

8.710

9.910

PT-1A

PT-1A

7.950

1
A2.1

A2.1
3

A2.1
4

A2.1
4

SIM.

26.510

7.950

26.511
26.512

26.510
26.511
26.512

9.652

9.652

23.311 23.311

9.910
9.910 9.512
9.512

26.510
26.510

B

C

A

21 3

OBSERVATORY / 
CLASSROOM BUILDING

UP

DN

DIVISION 9 - FINISHES 

PRIME AND PAINT GPDW OR CMU WALLS, DOOR FRAMES, 
& TRIM. CLEAN ALL PAINT SURFACES W/ SYNTHETIC TSP 
SOLUTION FOR NEW PAINT SURFACE PREPARATION.

9.910

DIVISION 8 - DOORS & WINDOWS

8.872 INSTALL NEW REFLECTIVE SOLAR FILM ON DOOR GLASS.

23.311 REWORK DUCTS ON SUPPLY IN ROOM #109.

DIVISION 23 - HVAC

DIVISION 7 - THERMAL & MOISTURE PROTECTION

7.950 ACCOUSTICAL SEAL AROUND SUPPLY & RETURN DUCTS.

9.652 INSTALL NEW 4" COVED RUBBER BASE ON NEW WALLS. 
(MATCH EXISTING COLOR)

8.710 INSTALL NEW DOOR & FRAME AND LEVER HARDWARE.

26.510 RELAMP OR REPLACE FIXTURES FOR LED PER ELECTRICAL PLANS.

DIVISION 26 - ELECTRICAL

26.511 ADD NOTIFICATION DEVICES IN SPACE.

26.512 ADD EGRESS LIGHTING ABOVE DOOR.

9.512 REPLACE EXISTING ATC TILE WITH NEW ATC TILE.

FLOOR WALLS
1 PRIME & PAINT (EGGSHELL), 2 FINISH COATS

2 PRIME & PAINT (SEMI-GLOSS), 2 FINISH COATS

BASE
A 4" RUBBER

CEILINGS
A SOUND ACCOUSTICAL TILE CEILING

AREA OF WORK 
2222 SF

SEE
PLAN

SEE
PLAN

PT-1A

5/8" SOUND ATTENUATED GPDW

SOUND BATT 
INSULATION

3-5/8" METAL 
STUDS, 20 GA.

PAINT (SEE SCHEDULE)

-
-

3 5/8" PARTITION

- BRACE TO STRUCTURE @ 48" O.C
- SOUND ATTENUATED
- SEAL BOTTOM WITH NON-HARDENING,

PERMANENT, RESILIENT ACOUSTICAL
SEALANT

EXTEND TO ROOF DECK AND SEAL
S
EE

 S
C
H

ED
U

LE

SCHDL.

SEE

S
EE

 S
C
H

ED
U

LE

SCHDL.

SEE

10"x10"
VIEW PANEL

GLASS IN
MTL. STOPS

S
EE

 S
C
H

ED
U

LE
2" SCHDL.

SEE

2"

SOLID CORE
WOOD VENEER

DOOR

SOLID CORE
WOOD VENEER

DOOR

HOLLOW METAL
FRAME

A B 1

8"

EQ EQ

SEE  PLAN FOR 
PARTITION 
TYPE

DOOR, SEE
SCHEDULE

NOTE #1

8.211

DOOR, SEE
SCHEDULE

2"

NOTE #1

1. 6" FRAME FOR 3 5/8" LGMF.
8 1/2" FRAME FOR 6" LGMF.
SEE PARTITION TYPES FOR SIZE.

2. ADD TO FRAME SIZE WHERE  
MULTIPLE LAYERS OF GPDW ARE 
INDICATED ON PARTITION TYPES.

NOTES:

8.211

HEAD DETAIL
1

JAMB DETAIL
2

SEE  PLAN FOR 
PARTITION 
TYPE KM
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FIRST FLOOR PLAN -
NEW WORK PLAN

CD

PROJECT 50003278

SCALE:  1/8" = 1'-0"A2.1
1 FIRST FLOOR PLAN - NEW WORK PLAN

CONSTRUCTION NOTESFINISH SCHEDULE - LEVEL 1

ROOM NO. SPACE

FL
O

O
R

B
A

S
E

W
A

LL
S

C
EI

LI
N

G

CLG. HT. NOTES

109 PHYSICAL SCIENCE WORKSHOP - A 1 - EXIS. NEW WALL TO MATCH EXISTING
110 LIFE SCIENCE WORKSHOP - A 1 - EXIS. NEW WALL TO MATCH EXISTING

MATERIAL SCHEDULE

NOTE:
EXISTING VCT TO REMAIN

PARTITION TYPES

DOOR AND FRAME TYPES

DOOR AND FRAME TYPES

DOOR SCHEDULE
DOOR
NO.

DOOR GLASS FRAME FRAME DETAILS
LABEL SET REMARKS

WIDTH HEIGHT THICK TYPE FINISH SIZE G.
TYPE

F.
TYPE MATERIAL HEAD JAMB SILL

109 3'-0" 7'-0" 1 3/4" B STAIN 10x10 TEMP. 1 H.M. 1 2 - - 1
201A 3'-0" 7'-0" 1 3/4" A STAIN - - 1 H.M. 1 2 - - 2 ADD ALT. #1
201B 3'-0" 7'-0" 1 3/4" A STAIN - - 1 H.M. 1 2 - - 2 ADD ALT. #1
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SL

CLASSROOM
203

CLASSROOM
202

CORRIDOR
200

ELEVATOR

2
A2.1

201A

201B

1
A2.1

PT-1A

PT-1A

PT-1A

8.710

26.510
26.511
26.512

26.510
26.511
26.512

8.710

9.6529.652
9.910 9.910

PT-1A 
ABOVE CMU

PT-1A 
ABOVE CMU

B

C

A

21 3

MECHANICAL
ROOM

201

OPENOPEN

OPEN
7.9507.950

FLOOR WALLS
1 PRIME & PAINT (EGGSHELL), 2 FINISH COATS

2 PRIME & PAINT (SEMI-GLOSS), 2 FINISH COATS

BASE
A 4" RUBBER

CEILINGS
A SOUND ACCOUSTICAL TILE CEILING

DIVISION 9 - FINISHES 

PRIME AND PAINT GPDW OR CMU WALLS, DOOR FRAMES, 
& TRIM. CLEAN ALL PAINT SURFACES W/ SYNTHETIC TSP 
SOLUTION FOR NEW PAINT SURFACE PREPARATION.

9.910

DIVISION 8 - DOORS & WINDOWS

8.872 INSTALL NEW REFLECTIVE SOLAR FILM ON DOOR GLASS.

23.311 REWORK DUCTS ON SUPPLY IN ROOM #109.

DIVISION 23 - HVAC

DIVISION 7 - THERMAL & MOISTURE PROTECTION

7.950 ACCOUSTICAL SEAL AROUND SUPPLY & RETURN DUCTS.

9.652 INSTALL NEW 4" COVED RUBBER BASE ON NEW WALLS. 
(MATCH EXISTING COLOR)

8.710 INSTALL NEW DOOR & FRAME AND LEVER HARDWARE.

26.510 RELAMP OR REPLACE FIXTURES FOR LED PER ELECTRICAL PLANS.

DIVISION 26 - ELECTRICAL

26.511 ADD NOTIFICATION DEVICES IN SPACE.

26.512 ADD EGRESS LIGHTING ABOVE DOOR.

9.512 REPLACE EXISTING ATC TILE WITH NEW ATC TILE.

AREA OF WORK 
1144 SF
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SECOND FLOOR
PLAN - ADD
ALTERNATE #1

CD

PROJECT 50003278

SCALE:  1/8" = 1'-0"A2.1
1 SECOND FLOOR PLAN - ADD ATL. #1

CONSTRUCTION NOTES

MATERIAL SCHEDULE

FINISH SCHEDULE - LEVEL 2

ROOM
NO. SPACE

FL
O

O
R

B
A

S
E

W
A

LL
S

C
EI

LI
N

G

CLG. HT. NOTES

202 CLASSROOM - A 1 A 9'-4"
203 CLASSROOM - A 1 A 9'-4"

ADD ALTERNATE #1

ADD ALTERNATE #1:
INSTALLED WORK ASSOCIATED 
WITH LEVEL 2 CLASSROOMS
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Date Description



CLASSROOM
202

CLASSROOM
203

OPEN TO 
BELOW

OPEN TO 
BELOW

OPEN TO 
BELOW

CORRIDOR
200

B

C

21 3

8'-4"8'-4"

DIRECTOR'S
OFFICE

105

ASSISTANT
DIRECTOR'S

OFFICE
106

PHYSICAL
SCIENCE

WORKSHOP
109

LIFE
SCIENCE

WORKSHOP
110

EXHIBIT
HALL
102

SOLARIUM
100

ELEVATOR

AUDITORIUM
115

EXHIBIT
HALL
101

CIRCULATION
108

WORK
AREA/

RECEPTIONIST
104

WASH
ROOM

107

TOILET
113

TOILET
114

B

C

A

21 3

OPEN OPEN

OPEN

RCP LEGEND:

NEW 2X2 ACOUSTICAL CEILING TILE 
& SUSPENDED GRID

GPDW CEILING/ BULKHEAD

2 X 4 LIGHT FIXTURE TYPE "A"

EXISTING WALL OUTLINE

NEW CEILING OUTLINE

HVAC SUPPLY DIFFUSER

HVAC RETURN GRILLE

EXISTING HVAC RETURN GRILLE

EXIT LIGHT

LINEAL LIGHT FIXTURE

EMERGENCY EXIT LIGHT W/ NICAD BATTERY

EXIT W/ BUG EYE LED LAMPS W/ NICAD BATTERY

SD SMOKE DETECTORS, CEILING MOUNTED, 120V, 
W/ 9V BATTER BACKUP SYNCRONIZED.

F EXIST'G FIRE PULL
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REFLECTED CEILING
PLAN

CD

PROJECT 50003278

SCALE:  1/8" = 1'-0"A2.1
2 SECOND FLOOR RCP - ADD ALT. #1

SCALE:  1/8" = 1'-0"A2.1
1 FIRST FLOOR RCP

ADD ALTERNATE #1

ALL WORK ON SECOND FLOOR

ADD ALTERNATE #1:

ADD ALTERNATE #1:
INSTALLED WORK ASSOCIATED 
WITH LEVEL 2 CLASSROOMS
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Level 2
13'-5"

CLASSROOM
202

CLASSROOM
203

2 13

9.910

9.910

8.710

201A

5/8" M/R GPDW

4" SOUND 
ATTENUATED 
INSULATION

3 5/8" 20 G.A. 
METAL STUD

3 5/8" 20 G.A. 
METAL TRACK

HVAC DUCT

2

5/8" M/R GPDW

4" SOUND 
ATTENUATED 
INSULATION

3 5/8" 20 G.A. 
METAL STUD

3 5/8" 20 G.A. 
METAL TRACK

SOUND ATTENUATED 
ACCOUSTICAL 
CEILING TILE & GRID

Level 1
0"

Level 2
13'-5"

9.910

9.6529.652

9.9109.9109.910

PHYSICAL
SCIENCE

WORKSHOP
109

CLASSROOM
202

109

A2.1
6

PLUG HOLES 
IN COLUMN

B CA

5/8" M/R GPDW

4" SOUND 
ATTENUATED 
INSULATION

3 5/8" 20 G.A. 
METAL STUD

EXIST. COLUMN

NON-HARDENING 
SOUND ATTENUATED 
SEALANT

NON-HARDENING 
SOUND ATTENUATED 
SEALANT

3 5/8" 20 G.A. 
METAL STUD

5/8" M/R GPDW

PLUG HOLES 
IN COLUMN

B

2

5/8" M/R GPDW

4" SOUND ATTENUATED 
INSULATION

3 5/8" 20 G.A. 
METAL STUD

5/8" M/R GPDW

3 5/8" 20 G.A. 
METAL STUD

EXISTING 
CMU WALL

EXISTING 
CMU WALL

4" SOUND 
ATTENUATED 
INSULATION

2

5/8" M/R GPDW

4" SOUND ATTENUATED 
INSULATION

3 5/8" 20 G.A. METAL 
STUD @ 2' O.C.

NON-HARDENING 
SOUND ATTENUATED 
SEALANT

EXISTING CMU WALL

3 5/8" 20 G.A. 
METAL TRACK

5/8" M/R GPDW

4" SOUND ATTENUATED 
INSULATION

HVAC DUCT

3 5/8" 20 G.A. 
METAL TRACK

P.T. WOOD 
BLOCKINGBOND BEAM 

W/ GROUT FILL

NEW CMU BLOCK 
ANGLE CUT TO FIT, TYP.

3 5/8" 20 G.A. METAL 
STUD @ 2' O.C.

4" SOUND 
ATTENUATED 
INSULATION

3 5/8" 20 G.A. 
METAL TRACK

EXISTING "ZEE" 
PURLIN, TYP.

BOND BEAM W/ 
GROUT FILL, TYP.

SOUND ATTENUATED 
ACCOUSTICAL 
CEILING TILE & GRID

5
A2.1

DIVISION 9 - FINISHES 

PRIME AND PAINT GPDW OR CMU WALLS, DOOR FRAMES, 
& TRIM. CLEAN ALL PAINT SURFACES W/ SYNTHETIC TSP 
SOLUTION FOR NEW PAINT SURFACE PREPARATION.

9.910

DIVISION 8 - DOORS & WINDOWS

8.872 INSTALL NEW REFLECTIVE SOLAR FILM ON DOOR GLASS.

23.311 REWORK DUCTS ON SUPPLY IN ROOM #109.

DIVISION 23 - HVAC

DIVISION 7 - THERMAL & MOISTURE PROTECTION

7.950 ACCOUSTICAL SEAL AROUND SUPPLY & RETURN DUCTS.

9.652 INSTALL NEW 4" COVED RUBBER BASE ON NEW WALLS. 
(MATCH EXISTING COLOR)

8.710 INSTALL NEW DOOR & FRAME AND LEVER HARDWARE.

26.510 RELAMP OR REPLACE FIXTURES FOR LED PER ELECTRICAL PLANS.

DIVISION 26 - ELECTRICAL

26.511 ADD NOTIFICATION DEVICES IN SPACE.

26.512 ADD EGRESS LIGHTING ABOVE DOOR.

9.512 REPLACE EXISTING ATC TILE WITH NEW ATC TILE.
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SECTIONS &
DETAILS

CD

PROJECT 50003278

SCALE:  1/4" = 1'-0"A1.2
2 SECTION

SCALE:  1" = 1'-0"A2.1
5 SECTION - ADD ALT. #1

SCALE:  1/4" = 1'-0"A1.1
1 SECTION

SCALE:  1" = 1'-0"A1.1
3 DETAIL @ COLUMN

SCALE:  1" = 1'-0"A1.1
4 DETAIL @ END WALL

SCALE:  1" = 1'-0"A2.1
6 SECTION - ADD ALT. #1
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MECHANICAL

SPECIFICATIONS

Project Status

Date Description

MECHANICAL SPECIFICATIONS: 

1. BASIC MECHANICAL MATERIALS AND METHODS 

1.1 COORDINATION 

A. ARRANGE FOR DUCT SPACES, CHASES, SLOTS, AND OPENINGS IN BUILDING STRUCTURE DURING PROGRESS OF 

CONSTRUCTION, TO ALLOW FOR MECHANICAL INSTALLATIONS. 

1.2 HVAC DEMOLITION 

A. COORDINATE WITH ARCHITECTURAL PHASING PLAN & SPECIFICATIONS TO DISCONNECT, DEMOLISH, AND REMOVE 

HVAC SYSTEMS, EQUIPMENT, AND COMPONENTS INDICATED TO BE REMOVED.  PLAN DEMO WORK ACCORDINGLY 

AND PROVIDE TEMPORARY RECONNECTION OF SERVICE TO MINIMIZE OUTAGES TO OCCUPIED AREAS. 

B. DUCTS TO BE REMOVED: REMOVE PORTION OF DUCTS INDICATED TO BE REMOVED. 

C. IF INSULATION, OR EQUIPMENT TO REMAIN IS DAMAGED IN APPEARANCE OR IS UNSERVICEABLE, REMOVE 

DAMAGED OR UNSERVICEABLE PORTIONS AND REPLACE WITH NEW PRODUCTS OF EQUAL CAPACITY AND QUALITY. 

D. INSPECT AND DISCUSS CONDITION OF CONSTRUCTION TO BE SELECTIVELY DEMOLISHED. 

E. REVIEW AND FINALIZE SELECTIVE DEMOLITION SCHEDULE AND VERIFY AVAILABILITY OF MATERIALS, DEMOLITION 

PERSONNEL, EQUIPMENT, AND FACILITIES NEEDED TO MAKE PROGRESS AND AVOID DELAYS. 

F. REVIEW REQUIREMENTS OF WORK PERFORMED BY OTHER TRADES THAT RELY ON SUBSTRATES EXPOSED BY 

SELECTIVE DEMOLITION OPERATIONS. 

G. REVIEW AREAS WHERE EXISTING CONSTRUCTION IS TO REMAIN AND REQUIRES PROTECTION. 

H. OWNER WILL OCCUPY PORTIONS OF BUILDING IMMEDIATELY ADJACENT TO SELECTIVE DEMOLITION AREA.  

CONDUCT SELECTIVE DEMOLITION SO OWNER'S OPERATIONS WILL NOT BE DISRUPTED. 

I. CONDITIONS EXISTING AT TIME OF INSPECTION FOR BIDDING PURPOSE WILL BE MAINTAINED BY OWNER AS FAR 

AS PRACTICAL. 

J. NOTIFY ARCHITECT OF DISCREPANCIES BETWEEN EXISTING CONDITIONS AND DRAWINGS BEFORE PROCEEDING 

WITH SELECTIVE DEMOLITION. 

K. HAZARDOUS MATERIALS:  IT IS NOT EXPECTED THAT HAZARDOUS MATERIALS WILL BE ENCOUNTERED IN THE 

WORK. 

L. IF SUSPECTED HAZARDOUS MATERIALS ARE ENCOUNTERED, DO NOT DISTURB; IMMEDIATELY NOTIFY ARCHITECT 

AND OWNER.  HAZARDOUS MATERIALS WILL BE REMOVED BY OWNER UNDER A SEPARATE CONTRACT. 

M. STORAGE OR SALE OF REMOVED ITEMS OR MATERIALS ON-SITE IS NOT PERMITTED. 

N. UTILITY SERVICE:  MAINTAIN EXISTING UTILITIES INDICATED TO REMAIN IN SERVICE AND PROTECT THEM AGAINST 

DAMAGE DURING SELECTIVE DEMOLITION OPERATIONS. 

O. MAINTAIN FIRE-PROTECTION FACILITIES IN SERVICE DURING SELECTIVE DEMOLITION OPERATIONS. 

1.3 MECHANICAL SYSTEMS 

A. EXISTING SERVICES/SYSTEMS TO REMAIN:  MAINTAIN SERVICES/SYSTEMS INDICATED TO REMAIN AND PROTECT 

THEM AGAINST DAMAGE. 

B. COMPLY WITH REQUIREMENTS FOR EXISTING SERVICES/SYSTEMS INTERRUPTIONS SPECIFIED. 

C. EXISTING SERVICES/SYSTEMS TO BE REMOVED, RELOCATED, OR ABANDONED:  LOCATE, IDENTIFY, DISCONNECT, 

AND SEAL OR CAP OFF INDICATED UTILITY SERVICES AND MECHANICAL/ELECTRICAL SYSTEMS SERVING AREAS TO 

BE SELECTIVELY DEMOLISHED. 

D. CONTRACTOR SHALL CONTACT OWNER TO ARRANGE FOR SHUT OFF INDICATED SERVICES/SYSTEMS WHEN 

REQUESTED BY CONTRACTOR. 

E. ARRANGE TO SHUT OFF INDICATED UTILITIES WITH UTILITY COMPANIES. 

F. IF SERVICES/SYSTEMS ARE REQUIRED TO BE REMOVED, RELOCATED, OR ABANDONED, PROVIDE TEMPORARY 

SERVICES/SYSTEMS THAT BYPASS AREA OF SELECTIVE DEMOLITION AND THAT MAINTAIN CONTINUITY OF 

SERVICES/SYSTEMS TO OTHER PARTS OF BUILDING. 

G. DISCONNECT, DEMOLISH, AND REMOVE FIRE-SUPPRESSION SYSTEMS, PLUMBING, AND HVAC SYSTEMS, 

EQUIPMENT, AND COMPONENTS INDICATED TO BE REMOVED. 

H. PIPING TO BE REMOVED:  REMOVE PORTION OF PIPING INDICATED TO BE REMOVED AND CAP OR PLUG 

REMAINING PIPING WITH SAME OR COMPATIBLE PIPING MATERIAL. 

I. PIPING TO BE ABANDONED IN PLACE:  DRAIN PIPING AND CAP OR PLUG PIPING WITH SAME OR COMPATIBLE 

PIPING MATERIAL. 

J. EQUIPMENT TO BE REMOVED:  DISCONNECT AND CAP SERVICES AND REMOVE EQUIPMENT. 

K. EQUIPMENT TO BE REMOVED AND REINSTALLED:  DISCONNECT AND CAP SERVICES AND REMOVE, CLEAN, AND 

STORE EQUIPMENT; WHEN APPROPRIATE, REINSTALL, RECONNECT, AND MAKE EQUIPMENT OPERATIONAL. 

L. EQUIPMENT TO BE REMOVED AND SALVAGED:  DISCONNECT AND CAP SERVICES AND REMOVE EQUIPMENT AND 

DELIVER TO OWNER. 

M. DUCTS TO BE REMOVED:  REMOVE PORTION OF DUCTS INDICATED TO BE REMOVED AND PLUG REMAINING DUCTS 

WITH SAME OR COMPATIBLE DUCTWORK MATERIAL. 

N. DUCTS TO BE ABANDONED IN PLACE:  CAP OR PLUG DUCTS WITH SAME OR COMPATIBLE DUCTWORK MATERIAL. 

1.4 ALL WORK SHALL COMPLY WITH 2015 INTERNATIONAL MECHANICAL CODE, BUILDING CODE AND FIRE CODE; LATEST 

AMENDMENTS AS ADOPTED BY THE STATE 

2. HANGERS AND SUPPORTS 

2.1 QUALITY ASSURANCE 

A. WELDING: QUALIFY PROCEDURES AND PERSONNEL ACCORDING TO ASME BOILER AND PRESSURE VESSEL CODE: 

SECTION IX. 

2.2 STEEL PIPE HANGERS AND SUPPORTS 

A. DESCRIPTION: MSS SP-58, TYPES 1 THRU 58, FACTORY-FABRICATED COMPONENTS. REFER TO "HANGER AND 

SUPPORT APPLICATIONS" ARTICLE FOR WHERE TO USE SPECIFIC HANGER AND SUPPORT TYPES. 

B. GALVANIZED, METALLIC COATINGS: PREGALVANIZED OR HOT DIPPED. 

C. NONMETALLIC COATINGS: PLASTIC COATING, JACKET, OR LINER. 

2.3 EQUIPMENT SUPPORTS 

A. DESCRIPTION: WELDED, SHOP- OR FIELD-FABRICATED EQUIPMENT SUPPORT MADE FROM STRUCTURAL-STEEL 

SHAPES. 

2.4 MISCELLANEOUS MATERIALS 

A. STRUCTURAL STEEL: ASTM A 36/A 36M, STEEL PLATES, SHAPES, AND BARS; BLACK AND GALVANIZED. 

2.5 HANGER AND SUPPORT APPLICATIONS 

A. USE HANGERS AND SUPPORTS WITH GALVANIZED, METALLIC COATINGS FOR EQUIPMENT THAT WILL NOT HAVE 

FIELD-APPLIED FINISH. 

B. HANGER-ROD ATTACHMENTS: UNLESS OTHERWISE INDICATED AND EXCEPT AS SPECIFIED IN OTHER SECTIONS, 

INSTALL THE FOLLOWING TYPES: 

1.) STEEL TURNBUCKLES (MSS TYPE 13): FOR ADJUSTMENT UP TO 6" FOR HEAVY LOADS. 

C. BUILDING ATTACHMENTS: UNLESS OTHERWISE INDICATED AND EXCEPT AS SPECIFIED IN OTHER SECTIONS, INSTALL 

THE FOLLOWING TYPES: 

1.) TOP-BEAM C-CLAMPS (MSS TYPE 19): FOR USE UNDER ROOF INSTALLATIONS WITH BAR-JOIST 

CONSTRUCTION TO ATTACH TO TOP FLANGE OF STRUCTURAL SHAPE. 

2.) SIDE-BEAM OR CHANNEL CLAMPS (MSS TYPE 20): FOR ATTACHING TO BOTTOM FLANGE OF BEAMS, 

CHANNELS, OR ANGLES. 

3.) CENTER-BEAM CLAMPS (MSS TYPE 21): FOR ATTACHING TO CENTER OF BOTTOM FLANGE OF BEAMS. 

4.) C-CLAMPS (MSS TYPE 23): FOR STRUCTURAL SHAPES. 

5.) SIDE-BEAM BRACKETS (MSS TYPE 34): FOR SIDES OF STEEL BEAMS. 

D. COMPLY WITH MSS SP-69 FOR TRAPEZE HANGER SELECTIONS AND APPLICATIONS THAT ARE NOT SPECIFIED IN 

OTHER SECTIONS. 

E. COMPLY WITH MFMA-102 FOR METAL FRAMING SYSTEM SELECTIONS AND APPLICATIONS THAT ARE NOT 

SPECIFIED IN OTHER SECTIONS. 

F. USE MECHANICAL-EXPANSION ANCHORS INSTEAD OF BUILDING ATTACHMENTS WHERE REQUIRED IN CONCRETE 

CONSTRUCTION. 

2.6 EQUIPMENT SUPPORTS 

A. FABRICATE STRUCTURAL-STEEL STANDS TO SUSPEND EQUIPMENT FROM STRUCTURE OVERHEAD. 

B. PROVIDE LATERAL BRACING, TO PREVENT SWAYING, FOR EQUIPMENT SUPPORTS. 

C. PROVIDE ALL THREAD ROD FASTEN TO CONCRETE STRUCTURE WITH ROD & ROD INSERTS SIZED FOR CORNER 

WEIGHT LOADS OF EQUIPMENT. 

D. PROVIDE ALL THREAD RODS FASTEN TO BEAMS WITH ROD & BEAM CLAMPS SIZED FOR CORNER WEIGHT LOADS OF 

EQUIPMENT. 

E. PROVIDE SPRING ISOLATORS, SIZED FOR CORNER WEIGHTS, AT EACH CORNER OF HORIZONTAL FAN COIL UNITS 

WITH 0.5" TO 1" MAX DEFLECTION. 

2.7 METAL FABRICATIONS 

A. SHOP WELDING: COMPLY WITH AWS D1.1 PROCEDURES FOR SHIELDED METAL ARC WELDING, APPEARANCE AND 

QUALITY OF WELDS, AND METHODS USED IN CORRECTING WELDING WORK, AND WITH THE FOLLOWING: 

1.) USE MATERIALS AND METHODS THAT MINIMIZE DISTORTION AND DEVELOP STRENGTH AND CORROSION 

RESISTANCE OF BASE METALS. 

2.) OBTAIN FUSION WITHOUT UNDERCUT OR OVERLAP. 

3.) REMOVE WELDING FLUX IMMEDIATELY. 

4.) FINISH WELDS AT EXPOSED CONNECTIONS SO NO ROUGHNESS SHOWS AFTER FINISHING AND CONTOURS OF 

WELDED SURFACES MATCH ADJACENT CONTOURS. 

3. MECHANICAL IDENTIFICATION 

3.1 QUALITY ASSURANCE 

A. ASME COMPLIANCE: COMPLY WITH ASME A13.1, "SCHEME FOR THE IDENTIFICATION OF HVAC SYSTEMS," FOR 

LETTER SIZE, LENGTH OF COLOR FIELD, COLORS, AND VIEWING ANGLES OF IDENTIFICATION DEVICES. 

3.2 EQUIPMENT IDENTIFICATION DEVICES 

A. EQUIPMENT MARKERS: ENGRAVED, COLOR-CODED LAMINATED PLASTIC. INCLUDE CONTACT-TYPE, PERMANENT 

ADHESIVE. 

1.) TERMINOLOGY: MATCH SCHEDULES AS CLOSELY AS POSSIBLE. 

2.) DATA: 

a.) NAME AND PLAN NUMBER. 

b.) EQUIPMENT SERVICE. 

c.) DESIGN CAPACITY. 

3.) SIZE: 2-1/2" BY 4" FOR CONTROL DEVICES AND DAMPERS, 4-1/2" BY 6" FOR EQUIPMENT. 

3.3 DUCT IDENTIFICATION DEVICES 

A. DUCT MARKERS: PLASTIC WITH PRESSURE-SENSITIVE, PERMANENT-TYPE, SELF-ADHESIVE BACK. 

B. INCLUDE DIRECTION OF AIRFLOW AND DUCT SERVICE (SUCH AS SUPPLY AND EXHAUST). 

4. HVAC INSULATION 

4.1 QUALITY ASSURANCE 

A. FIRE-TEST-RESPONSE CHARACTERISTICS: INSULATION AND RELATED MATERIALS SHALL HAVE FIRE-TEST-RESPONSE 

CHARACTERISTICS INDICATED, AS DETERMINED BY TESTING IDENTICAL PRODUCTS PER ASTM E 84, BY A TESTING 

AND INSPECTING AGENCY ACCEPTABLE TO AUTHORITIES HAVING JURISDICTION. FACTORY LABEL INSULATION AND 

JACKET MATERIALS AND ADHESIVE, MASTIC, TAPES, AND CEMENT MATERIAL CONTAINERS, WITH APPROPRIATE 

MARKINGS OF APPLICABLE TESTING AND INSPECTING AGENCY. 

1.) INSULATION INSTALLED INDOORS: FLAME-SPREAD INDEX OF 25 OR LESS, AND SMOKE-DEVELOPED INDEX OF 

50 OR LESS. 

4.2 SCHEDULING 

A. SCHEDULE INSULATION APPLICATION AFTER PRESSURE AND/OR LEAK TESTING SYSTEMS. INSULATION APPLICATION 

MAY BEGIN ON SEGMENTS THAT HAVE SATISFACTORY TEST RESULTS. 

4.3 INSULATION MATERIALS 

A. PRODUCTS SHALL NOT CONTAIN ASBESTOS, LEAD, MERCURY, OR MERCURY COMPOUNDS. 

B. MINERAL-FIBER BLANKET INSULATION: MINERAL OR GLASS FIBERS BONDED WITH A THERMOSETTING RESIN. 

COMPLY WITH ASTM C 553, TYPE II AND ASTM C 1290, TYPE III WITH FACTORY-APPLIED FSK JACKET. FACTORY-

APPLIED JACKET REQUIREMENTS ARE SPECIFIED IN "FACTORY-APPLIED JACKETS" ARTICLE. 

4.4 INSULATING CEMENTS 

A. MINERAL-FIBER INSULATING CEMENT: COMPLY WITH ASTM C 195. 

4.5 ADHESIVES 

A. MATERIALS SHALL BE COMPATIBLE WITH INSULATION MATERIALS, JACKETS, AND SUBSTRATES AND FOR BONDING 

INSULATION TO ITSELF AND TO SURFACES TO BE INSULATED, UNLESS OTHERWISE INDICATED. 

B. MINERAL-FIBER ADHESIVE: COMPLY WITH MIL-A-3316C, CLASS 2, GRADE A. 

C. ASJ ADHESIVE, AND FSK AND PVDC JACKET ADHESIVE: COMPLY WITH MIL-A-3316C, CLASS 2, GRADE A FOR 

BONDING INSULATION JACKET LAP SEAMS AND JOINTS. 

4.6 MASTICS 

A. MATERIALS SHALL BE COMPATIBLE WITH INSULATION MATERIALS, JACKETS, AND SUBSTRATES; COMPLY WITH MIL-

C-19565C, TYPE II. 

B. VAPOR-BARRIER MASTIC: WATER BASED; SUITABLE FOR INDOOR AND OUTDOOR USE ON BELOW AMBIENT 

SERVICES. 

1.) WATER-VAPOR PERMEANCE: ASTM E 96, PROCEDURE B, 0.013 PERM AT 43-MIL DRY FILM THICKNESS. 

4.7 FACTORY-APPLIED JACKETS 

A. INSULATION SYSTEM SCHEDULES INDICATE FACTORY- APPLIED JACKETS ON VARIOUS APPLICATIONS. WHEN 

FACTORY-APPLIED JACKETS ARE INDICATED, COMPLY WITH THE FOLLOWING: 

1.) FSK JACKET: ALUMINUM-FOIL, FIBERGLASS- REINFORCED SCRIM WITH KRAFT-PAPER BACKING; COMPLYING 

WITH ASTM C 1136, TYPE II. 

4.8 SECUREMENTS 

A. INSULATION PINS AND HANGERS: 

1.) METAL, ADHESIVELY ATTACHED, PERFORATED-BASE INSULATION HANGERS: BASEPLATE WELDED TO 

PROJECTING SPINDLE THAT IS CAPABLE OF HOLDING INSULATION, OF THICKNESS INDICATED, SECURELY IN 

POSITION INDICATED WHEN SELF-LOCKING WASHER IS IN PLACE.  

4.9 EXAMINATION 

A. EXAMINE SUBSTRATES AND CONDITIONS FOR COMPLIANCE WITH REQUIREMENTS FOR INSTALLATION AND OTHER 

CONDITIONS AFFECTING PERFORMANCE OF INSULATION APPLICATION. 

1.) VERIFY THAT SYSTEMS AND EQUIPMENT TO BE INSULATED HAVE BEEN TESTED AND ARE FREE OF DEFECTS. 

2.) VERIFY THAT SURFACES TO BE INSULATED ARE CLEAN AND DRY. 

3.) PROCEED WITH INSTALLATION ONLY AFTER UNSATISFACTORY CONDITIONS HAVE BEEN CORRECTED. 

4.10 GENERAL INSTALLATION REQUIREMENTS 

A. INSTALL INSULATION MATERIALS, ACCESSORIES, AND FINISHES WITH SMOOTH, STRAIGHT, AND EVEN SURFACES; 

FREE OF VOIDS THROUGHOUT THE LENGTH OF EQUIPMENT, DUCTS AND FITTINGS, AND PIPING INCLUDING 

FITTINGS, VALVES, AND SPECIALTIES. 

B. INSTALL INSULATION MATERIALS, FORMS, VAPOR BARRIERS OR RETARDERS, JACKETS, AND THICKNESSES REQUIRED 

FOR EACH ITEM OF EQUIPMENT AND DUCT SYSTEM, AS SPECIFIED IN INSULATION SYSTEM SCHEDULES. 

C. INSTALL ACCESSORIES COMPATIBLE WITH INSULATION MATERIALS AND SUITABLE FOR THE SERVICE. INSTALL 

ACCESSORIES THAT DO NOT CORRODE, SOFTEN, OR OTHERWISE ATTACK INSULATION OR JACKET IN EITHER WET 

OR DRY STATE. 

D. INSTALL INSULATION WITH LONGITUDINAL SEAMS AT TOP AND BOTTOM OF HORIZONTAL RUNS. 

4.11 MINERAL-FIBER INSULATION INSTALLATION 

A. BLANKET INSULATION INSTALLATION ON DUCTS AND PLENUMS: SECURE WITH ADHESIVE AND INSULATION PINS. 

1.) APPLY ADHESIVES ACCORDING TO MANUFACTURER'S RECOMMENDED COVERAGE RATES PER UNIT AREA, 

FOR 100% COVERAGE OF DUCT AND PLENUM SURFACES. 

2.) APPLY ADHESIVE TO ENTIRE CIRCUMFERENCE OF DUCTS AND TO ALL SURFACES OF FITTINGS AND 

TRANSITIONS. 

3.) INSTALL CAPACITOR-DISCHARGE WELD PINS AND SPEED WASHERS ON SIDES AND BOTTOM OF HORIZONTAL 

DUCTS AND SIDES OF VERTICAL DUCTS LARGER THAN 18". 

4.) AFTER INSULATION IS IN PLACE, JOINTS, SEAMS, AND FASTENERS SHALL BE POINTED UP WITH VAPOR 

BARRIER ADHESIVE, REINFORCED WITH GLASSFAB MEMBRANE FABRIC. WHERE VAPOR BARRIERS ARE 

INDICATED, APPLY VAPOR-BARRIER MASTIC ON SEAMS AND JOINTS AND AT ENDS ADJACENT TO DUCT AND 

FITTINGS. 

5.) REPAIR PUNCTURES, TEARS, AND PENETRATIONS WITH MASTIC AND GLASSFAB MEMBRANE FABRIC TO 

MAINTAIN VAPOR-BARRIER SEAL. 

6.) INSTALL INSULATION ON RECTANGULAR DUCT ELBOWS AND TRANSITIONS WITH A FULL INSULATION 

SECTION FOR EACH SURFACE. INSTALL INSULATION ON ROUND AND FLAT-OVAL DUCT ELBOWS WITH 

INDIVIDUALLY MITERED GORES CUT TO FIT THE ELBOW. 

7.) INSULATE DUCT STIFFENERS, HANGERS, AND FLANGES THAT PROTRUDE BEYOND INSULATION SURFACE WITH 

6" WIDE STRIPS OF SAME MATERIAL USED TO INSULATE DUCT. SECURE ON ALTERNATING SIDES OF 

STIFFENER, HANGER, AND FLANGE WITH PINS SPACED 6" O.C. 

4.12 DUCT INSULATION SCHEDULE, GENERAL 

A. DUCTS REQUIRING INSULATION: 

1.) MEDIUM & LOW PRESSURE SUPPLY, & RETURN DUCTS. 

4.13 INDOOR DUCT AND PLENUM INSULATION SCHEDULE 

A. AIR DUCT INSULATION SHALL BE THE FOLLOWING: 

1.) MINERAL-FIBER BLANKET: 2" THICK AND 0.75-LB/CU. FT. NOMINAL DENSITY. 

5. METAL DUCTS 

5.1 SYSTEM DESCRIPTION 

A. DUCT SYSTEM DESIGN, AS INDICATED, HAS BEEN USED TO SELECT SIZE AND TYPE OF AIR-MOVING AND -

DISTRIBUTION EQUIPMENT AND OTHER AIR SYSTEM COMPONENTS. CHANGES TO LAYOUT OR CONFIGURATION OF 

DUCT SYSTEM MUST BE SPECIFICALLY APPROVED IN WRITING BY ARCHITECT/ENGINEER. ACCOMPANY REQUESTS 

FOR LAYOUT MODIFICATIONS WITH CALCULATIONS SHOWING THAT PROPOSED LAYOUT WILL PROVIDE ORIGINAL 

DESIGN RESULTS WITHOUT INCREASING SYSTEM TOTAL PRESSURE. 

5.2 SHEET METAL MATERIALS 

A. COMPLY WITH SMACNA'S "HVAC DUCT CONSTRUCTION STANDARDS--METAL AND FLEXIBLE" FOR ACCEPTABLE 

MATERIALS, MATERIAL THICKNESSES, AND DUCT CONSTRUCTION METHODS, UNLESS OTHERWISE INDICATED. 

SHEET METAL MATERIALS SHALL BE FREE OF PITTING, SEAM MARKS, ROLLER MARKS, STAINS, DISCOLORATIONS, 

AND OTHER IMPERFECTIONS. 

B. GALVANIZED SHEET STEEL: LOCK-FORMING QUALITY; COMPLYING WITH ASTM A 653 AND HAVING G90 COATING 

DESIGNATION; DUCTS SHALL HAVE MILL-PHOSPHATIZED FINISH FOR SURFACES EXPOSED TO VIEW. 

C. REINFORCEMENT SHAPES AND PLATES: GALVANIZED-STEEL REINFORCEMENT WHERE INSTALLED ON GALVANIZED 

SHEET METAL DUCTS. 

D. TIE RODS: GALVANIZED STEEL, 1/4"∅ MINIMUM FOR LENGTHS 36" OR LESS; 3/8"∅ MINIMUM FOR LENGTHS 

LONGER THAN 36". 

5.3 SEALANT MATERIALS 

A. JOINT AND SEAM SEALANTS, GENERAL: THE TERM "SEALANT" IS NOT LIMITED TO MATERIALS OF ADHESIVE OR 

MASTIC NATURE BUT INCLUDES TAPES AND COMBINATIONS OF OPEN-WEAVE FABRIC STRIPS AND MASTICS. 

B. WATER-BASED JOINT AND SEAM SEALANT: FLEXIBLE, ADHESIVE SEALANT, RESISTANT TO UV LIGHT WHEN CURED, 

UL 723 LISTED, AND COMPLYING WITH NFPA REQUIREMENTS FOR CLASS 1 DUCTS. 

5.4 HANGERS AND SUPPORTS 

A. BUILDING ATTACHMENTS: CONCRETE INSERTS OR STRUCTURAL STEEL FASTENERS APPROPRIATE FOR 

CONSTRUCTION MATERIALS TO WHICH HANGERS ARE BEING ATTACHED. 

B. HANGER MATERIALS: GALVANIZED SHEET STEEL OR THREADED STEEL ROD. 

1.) STRAP AND ROD SIZES: COMPLY WITH SMACNA'S "HVAC DUCT CONSTRUCTION STANDARDS--METAL AND 

FLEXIBLE" FOR STEEL SHEET WIDTH AND THICKNESS AND FOR STEEL ROD DIAMETERS. 

C. DUCT ATTACHMENTS: SHEET METAL SCREWS, BLIND RIVETS, OR SELF-TAPPING METAL SCREWS; COMPATIBLE WITH 

DUCT MATERIALS. 

D. TRAPEZE AND RISER SUPPORTS: STEEL SHAPES COMPLYING WITH ASTM A 36. 

1.) SUPPORTS FOR GALVANIZED-STEEL DUCTS: GALVANIZED-STEEL SHAPES AND PLATES. 

5.5 SINGLE-WALL ROUND DUCTS AND FITTINGS 

A. GENERAL FABRICATION REQUIREMENTS: COMPLY WITH SMACNA'S "HVAC DUCT CONSTRUCTION STANDARDS - 

METAL AND FLEXIBLE," CHAPTER 3, "ROUND, OVAL, AND FLEXIBLE DUCT," BASED ON INDICATED STATIC-PRESSURE 

CLASS UNLESS OTHERWISE INDICATED. 

B. TRANSVERSE JOINTS: SELECT JOINT TYPES AND FABRICATE ACCORDING TO SMACNA'S "HVAC DUCT CONSTRUCTION 

STANDARDS - METAL AND FLEXIBLE," FIGURE 3-1, "ROUND DUCT TRANSVERSE JOINTS," FOR STATIC-PRESSURE 

CLASS, APPLICABLE SEALING REQUIREMENTS, MATERIALS INVOLVED, DUCT-SUPPORT INTERVALS, AND OTHER 

PROVISIONS IN SMACNA'S "HVAC DUCT CONSTRUCTION STANDARDS - METAL AND FLEXIBLE." 

C. LONGITUDINAL SEAMS: SELECT SEAM TYPES AND FABRICATE ACCORDING TO SMACNA'S "HVAC DUCT 

CONSTRUCTION STANDARDS - METAL AND FLEXIBLE," FIGURE 3-2, "ROUND DUCT LONGITUDINAL SEAMS," FOR 

STATIC-PRESSURE CLASS, APPLICABLE SEALING REQUIREMENTS, MATERIALS INVOLVED, DUCT-SUPPORT 

INTERVALS, AND OTHER PROVISIONS IN SMACNA'S "HVAC DUCT CONSTRUCTION STANDARDS - METAL AND 

FLEXIBLE." 

D. TEES AND LATERALS: SELECT TYPES AND FABRICATE ACCORDING TO SMACNA'S "HVAC DUCT CONSTRUCTION 

STANDARDS - METAL AND FLEXIBLE," FIGURE 3-5, "90° TEES AND LATERALS," AND FIGURE 3-6, "CONICAL TEES," 

FOR STATIC-PRESSURE CLASS, APPLICABLE SEALING REQUIREMENTS, MATERIALS INVOLVED, DUCT-SUPPORT 

INTERVALS, AND OTHER PROVISIONS IN SMACNA'S "HVAC DUCT CONSTRUCTION STANDARDS - METAL AND 

FLEXIBLE." 

5.6 RECTANGULAR DUCT FABRICATION 

A. FABRICATE DUCTS, ELBOWS, TRANSITIONS, OFFSETS, BRANCH CONNECTIONS, AND OTHER CONSTRUCTION 

ACCORDING TO SMACNA'S "HVAC DUCT CONSTRUCTION STANDARDS--METAL AND FLEXIBLE" AND COMPLYING 

WITH REQUIREMENTS FOR METAL THICKNESS, REINFORCING TYPES AND INTERVALS, TIE-ROD APPLICATIONS, AND 

JOINT TYPES AND INTERVALS. 

1.) LENGTHS: FABRICATE RECTANGULAR DUCTS IN LENGTHS APPROPRIATE TO REINFORCEMENT AND RIGIDITY 

CLASS REQUIRED FOR PRESSURE CLASS. 

2.) DEFLECTION: DUCT SYSTEMS SHALL NOT EXCEED DEFLECTION LIMITS ACCORDING TO SMACNA'S "HVAC DUCT 

CONSTRUCTION STANDARDS--METAL AND FLEXIBLE." 

B. TRANSVERSE JOINTS: PREFABRICATED SLIDE-ON JOINTS AND COMPONENTS CONSTRUCTED USING 

MANUFACTURER'S GUIDELINES FOR MATERIAL THICKNESS, REINFORCEMENT SIZE AND SPACING, AND JOINT 

REINFORCEMENT. 

C. FORMED-ON FLANGES: CONSTRUCT ACCORDING TO SMACNA'S "HVAC DUCT CONSTRUCTION STANDARDS- METAL 

AND FLEXIBLE," FIGURE 1-4, USING CORNER, BOLT, CLEAT, AND GASKET DETAILS. 

1.) DUCT SIZE: MAXIMUM 30" WIDE AND UP TO 2" W.G. PRESSURE CLASS. 

2.) LONGITUDINAL SEAMS: PITTSBURGH LOCK SEALED WITH NONCURING POLYMER SEALANT. 

D. CROSS BREAKING OR CROSS BEADING: CROSS BREAK OR CROSS BEAD DUCT SIDES 19" AND LARGER AND 0.0359" 

THICK OR LESS, WITH MORE THAN 10 SQ. FT. OF NONBRACED PANEL AREA UNLESS DUCTS ARE LINED. 

5.7 ROUND DUCT AND FITTING FABRICATION 

A. ROUND, LONGITUDINAL-SEAM DUCTS: FABRICATE SUPPLY DUCTS OF GALVANIZED STEEL ACCORDING TO 

SMACNA'S "HVAC DUCT CONSTRUCTION STANDARDS--METAL AND FLEXIBLE." 

B. DUCT JOINTS: DUCTS UP TO 20"∅: INTERIOR, CENTER- BEADED SLIP COUPLING, SEALED BEFORE AND AFTER 

FASTENING, ATTACHED WITH SHEET METAL SCREWS. 

C. 90° TEES AND LATERALS AND CONICAL TEES: FABRICATE TO COMPLY WITH SMACNA'S "HVAC DUCT 

CONSTRUCTION STANDARDS--METAL AND FLEXIBLE," WITH METAL THICKNESSES SPECIFIED FOR LONGITUDINAL-

SEAM STRAIGHT DUCTS. 

D. DIVERGING-FLOW FITTINGS: FABRICATE WITH REDUCED ENTRANCE TO BRANCH TAPS AND WITH NO EXCESS 

MATERIAL PROJECTING FROM FITTING ONTO BRANCH TAP ENTRANCE. 

E. FABRICATE ELBOWS USING DIE-FORMED, GORED, PLEATED, OR MITERED CONSTRUCTION. BEND RADIUS OF DIE-

FORMED, GORED, AND PLEATED ELBOWS SHALL BE 1-1/2 TIMES DUCT DIAMETER. UNLESS ELBOW CONSTRUCTION 

TYPE IS INDICATED, FABRICATE ELBOWS AS FOLLOWS: 

1.) ROUND ELBOWS 8"∅ AND LESS: FABRICATE DIE- FORMED ELBOWS FOR 45° AND 90° ELBOWS AND PLEATED 

ELBOWS FOR 30° & 60° ONLY. FABRICATE NONSTANDARD BEND-ANGLE CONFIGURATIONS OR 

NONSTANDARD DIAMETER ELBOWS WITH GORED CONSTRUCTION. 

2.) ROUND ELBOWS 9"∅ THRU 14"∅: FABRICATE GORED OR PLEATED ELBOWS FOR 30°, 45°, 60°, AND 90°. 

FABRICATE NONSTANDARD BEND-ANGLE CONFIGURATIONS OR NONSTANDARD DIAMETER ELBOWS WITH 

GORED CONSTRUCTION. 

3.) ROUND ELBOWS LARGER THAN 14"∅ AND ALL FLAT-OVAL ELBOWS: FABRICATE GORED ELBOWS. 

4.) DIE-FORMED ELBOWS FOR SIZES THRU 8"∅ AND ALL PRESSURES 0.040" THICK WITH 2-PIECE WELDED 

CONSTRUCTION. 

5.) ROUND GORED-ELBOW METAL THICKNESS: SAME AS NON-ELBOW FITTINGS SPECIFIED ABOVE. 

6.) PLEATED ELBOWS FOR SIZES THRU 14"∅ AND PRESSURES THRU 10" W.G.: 0.022". 

5.8 DUCT APPLICATIONS 

A. STATIC-PRESSURE CLASSES: UNLESS OTHERWISE INDICATED, CONSTRUCT DUCTS ACCORDING TO THE FOLLOWING: 

1.) SUPPLY DUCTS (BEFORE AIR TERMINAL UNITS): 3" W.G. 

2.) SUPPLY DUCTS (AFTER AIR TERMINAL UNITS): 1" W.G. 

3.) RETURN DUCTS (NEGATIVE PRESSURE): 1" W.G. 

5.9 DUCT INSTALLATION 

A. CONSTRUCT AND INSTALL DUCTS ACCORDING TO SMACNA'S "HVAC DUCT CONSTRUCTION STANDARDS--METAL 

AND FLEXIBLE," UNLESS OTHERWISE INDICATED. 

B. INSTALL DUCTS WITH FEWEST POSSIBLE JOINTS. 

C. INSTALL FABRICATED FITTINGS FOR CHANGES IN DIRECTIONS, SIZE, AND SHAPE AND FOR CONNECTIONS. 

D. INSTALL COUPLINGS TIGHT TO DUCT WALL SURFACE WITH A MINIMUM OF PROJECTIONS INTO DUCT. SECURE 

COUPLINGS WITH SHEET METAL SCREWS. INSTALL SCREWS AT INTERVALS OF 12", WITH A MINIMUM OF 3 SCREWS 

IN EACH COUPLING. 

E. INSTALL DUCTS, UNLESS OTHERWISE INDICATED, VERTICALLY AND HORIZONTALLY AND PARALLEL AND 

PERPENDICULAR TO CLOSEST COLUMN LINES; AVOID DIAGONAL RUNS, EXCEPT WHERE SHOWN ON DRAWINGS, OR 

REQUIRED TO MATE UP WITH EXISTING DUCTWORK. 

F. INSTALL DUCTS CLOSE TO WALLS, OVERHEAD CONSTRUCTION, COLUMNS, AND OTHER STRUCTURAL AND 

PERMANENT ENCLOSURE ELEMENTS OF BUILDING.  COORDINATE DUCT LOCATIONS WITH EXISTING OPENINGS IN 

STRUCTURAL STEEL, WHERE REQUIRED.  UNDER NO CIRCUMSTANCES ARE ANY NEW OPENINGS TO BE CUT INTO, 

NOR ARE ANY EXISTING OPENINGS TO BE ENLARGED IN, STRUCTURAL STEEL. 

G. INSTALL DUCTS WITH A CLEARANCE OF 1", PLUS ALLOWANCE FOR INSULATION THICKNESS, WHERE POSSIBLE IN 

ACCORDANCE WITH BUILDING CONDITIONS. 

H. CONCEAL DUCTS FROM VIEW IN FINISHED SPACES. DO NOT ENCASE HORIZONTAL RUNS IN SOLID PARTITIONS 

UNLESS SPECIFICALLY INDICATED. 

I. COORDINATE LAYOUT WITH SUSPENDED CEILING, LIGHTING LAYOUTS, AND SIMILAR FINISHED WORK. 

J. SEAL ALL JOINTS AND SEAMS. APPLY SEALANT TO MALE END CONNECTORS BEFORE INSERTION, AND AFTERWARD 

TO COVER ENTIRE JOINT AND SHEET METAL SCREWS. 

K. PAINT INTERIORS OF METAL DUCTS, THAT DO NOT HAVE DUCT LINER, FOR 24" UPSTREAM OF REGISTERS AND 

GRILLES. APPLY ONE COAT OF FLAT, BLACK, LATEX FINISH COAT OVER A COMPATIBLE GALVANIZED-STEEL PRIMER. 

5.10 SEAM AND JOINT SEALING 

A. SEAL DUCT SEAMS AND JOINTS ACCORDING TO SMACNA'S "HVAC DUCT CONSTRUCTION STANDARDS--METAL AND 

FLEXIBLE" FOR DUCT PRESSURE CLASS INDICATED. 

1.) SUPPLY-AIR DUCTS IN PRESSURE CLASSES 2" W.G. AND GREATER: SEAL CLASS A. 

2.) SUPPLY-AIR DUCTS IN PRESSURE CLASSES 1" W.G. AND LOWER: SEAL CLASS C. 

3.) EXHAUST DUCTS: SEAL CLASS B. U.N.O. 

B. SEAL DUCTS BEFORE EXTERNAL INSULATION IS APPLIED. 

5.11 HANGING AND SUPPORTING 

A. SUPPORT HORIZONTAL DUCTS WITHIN 24" OF EACH ELBOW AND WITHIN 48" OF EACH BRANCH INTERSECTION. 

B. ENSURE THAT ALL DUCTWORK IS ISOLATED FROM BUILDING INTERIOR WALL MEMBERS. THE USE OF WALL 

STRUCTURE TO SUPPORT DUCTWORK IS PROHIBITED. 

5.12 CONNECTIONS 

A. COMPLY WITH SMACNA'S "HVAC DUCT CONSTRUCTION STANDARDS--METAL AND FLEXIBLE" FOR BRANCH, 

OUTLET, INLET, AND EQUIPMENT CONNECTIONS. 

6. DUCT ACCESSORIES 

6.1 VOLUME DAMPERS 

A. GENERAL DESCRIPTION: FACTORY FABRICATED, WITH REQUIRED HARDWARE AND ACCESSORIES. STIFFEN DAMPER 

BLADES FOR STABILITY. INCLUDE LOCKING DEVICE TO HOLD SINGLE-BLADE DAMPERS IN A FIXED POSITION 

WITHOUT VIBRATION. CLOSE DUCT PENETRATIONS FOR DAMPER COMPONENTS TO SEAL DUCT CONSISTENT WITH 

PRESSURE CLASS. 

B. STANDARD VOLUME DAMPERS: MULTIPLE- OR SINGLE-BLADE (SINGLE IF NOT INDICATED), PARALLEL- OR OPPOSED-

BLADE (PARALLEL IF NOT INDICATED) DESIGN AS INDICATED, STANDARD LEAKAGE RATING, AND SUITABLE FOR 

HORIZONTAL OR VERTICAL APPLICATIONS. 

1.) STEEL FRAMES: HAT-SHAPED, GALVANIZED SHEET STEEL CHANNELS, MINIMUM OF 0.064" THICK, WITH 

MITERED AND WELDED CORNERS; FRAMES WITH FLANGES WHERE INDICATED FOR ATTACHING TO WALLS 

AND FLANGELESS FRAMES WHERE INDICATED FOR INSTALLING IN DUCTS. 

2.) ROLL-FORMED STEEL BLADES: 0.064" THICK, GALVANIZED SHEET STEEL. 

3.) BLADE AXLES: GALVANIZED STEEL. 

4.) BEARINGS: OIL-IMPREGNATED BRONZE. 

5.) TIE BARS AND BRACKETS: GALVANIZED STEEL. 

C. DAMPER HARDWARE: ZINC-PLATED, DIE-CAST CORE WITH DIAL AND HANDLE MADE OF 3/32" THICK ZINC-PLATED 

STEEL, AND A HEXAGON LOCKING NUT. INCLUDE CENTER HOLE TO SUIT DAMPER OPERATING-ROD SIZE. INCLUDE 

ELEVATED PLATFORM FOR INSULATED DUCT MOUNTING. 

6.2 FLEXIBLE DUCTS 

A. INSULATED-DUCT CONNECTORS: UL 181, CLASS 1, 2-PLY VINYL FILM SUPPORTED BY HELICALLY WOUND, SPRING-

STEEL WIRE; FIBROUS-GLASS INSULATION; ALUMINIZED VAPOR BARRIER FILM. 

1.) PRESSURE RATING: 10" W.G. POSITIVE AND 1.0" W.G. NEGATIVE. 

2.) MAXIMUM AIR VELOCITY: 4000 FPM. 

3.) TEMPERATURE RANGE: -10° TO +160 °F. 

B. INSULATED-DUCT CONNECTORS: UL 181, CLASS 1, MULTIPLE LAYERS OF ALUMINUM LAMINATE SUPPORTED BY 

HELICALLY WOUND, SPRING-STEEL WIRE; FIBROUS-GLASS INSULATION; ALUMINIZED VAPOR BARRIER FILM. 

1.) PRESSURE RATING: 10" W.G. POSITIVE AND 1.0" W.G. NEGATIVE. 

2.) MAXIMUM AIR VELOCITY: 4000 FPM. 

3.) TEMPERATURE RANGE: -20° TO +210 °F. 

6.3 DUCT ACCESSORY HARDWARE 

A. INSTRUMENT TEST HOLES: CAST IRON OR CAST ALUMINUM TO SUIT DUCT MATERIAL, INCLUDING SCREW CAP AND 

GASKET. SIZE TO ALLOW INSERTION OF PITOT TUBE AND OTHER TESTING INSTRUMENTS AND OF LENGTH TO SUIT 

DUCT INSULATION THICKNESS. 

B. ADHESIVES: HIGH STRENGTH, QUICK SETTING, NEOPRENE BASED, WATERPROOF, AND RESISTANT TO GASOLINE 

AND GREASE. 

6.4 APPLICATION AND INSTALLATION 

A. INSTALL DUCT ACCESSORIES ACCORDING TO APPLICABLE DETAILS IN SMACNA'S "HVAC DUCT CONSTRUCTION 

STANDARDS--METAL AND FLEXIBLE" FOR METAL DUCTS. 

B. PROVIDE DUCT ACCESSORIES OF MATERIALS SUITED TO DUCT MATERIALS; USE GALVANIZED-STEEL ACCESSORIES IN 

GALVANIZED-STEEL DUCTS. 

C. PROVIDE BALANCING DAMPERS AT POINTS ON SUPPLY AND EXHAUST SYSTEMS WHERE BRANCHES LEAD FROM 

LARGER DUCTS AS REQUIRED FOR AIR BALANCING. INSTALL AT A MINIMUM OF TWO DUCT WIDTHS FROM BRANCH 

TAKEOFF. 

D. CONNECT DIFFUSERS TO LOW PRESSURE DUCTS DIRECTLY OR WITH RIGID 45°-90° ELBOW & MAXIMUM 48" 

LENGTHS OF FLEXIBLE DUCT CLAMPED OR STRAPPED IN PLACE. 

E. CONNECT FLEXIBLE DUCTS TO METAL DUCTS WITH DRAW BANDS. 

F. INSTALL DUCT TEST HOLES WHERE REQUIRED FOR TESTING AND BALANCING PURPOSES. 

6.5 ADJUSTING 

A. ADJUST DUCT ACCESSORIES FOR PROPER SETTINGS. 

B. FINAL POSITIONING OF MANUAL-VOLUME DAMPERS IS SPECIFIED IN "TESTING, ADJUSTING, AND BALANCING." 

7. TESTING, ADJUSTING, AND BALANCING 

7.1 QUALITY ASSURANCE 

A. AABC CERTIFIED CONTRACTOR REQUIRED 

B. TAB REPORT FORMS: USE STANDARD FORMS FROM AABC STANDARDS FOR TESTING, ADJUSTING, AND BALANCING.    

C. INSTRUMENTATION CALIBRATION: CALIBRATE INSTRUMENTS AT LEAST EVERY SIX MONTHS OR MORE FREQUENTLY 

IF REQUIRED BY INSTRUMENT MANUFACTURER. 

7.2 COORDINATION 

A. NOTICE: PROVIDE SEVEN DAYS' ADVANCE NOTICE TO ARCHITECT/ENGINEER AND OWNER FOR EACH TEST. INCLUDE 

SCHEDULED TEST DATES AND TIMES. 

7.3 EXAMINATION 

A. EXAMINE THE CONTRACT DOCUMENTS TO BECOME FAMILIAR WITH PROJECT REQUIREMENTS AND TO DISCOVER 

CONDITIONS IN SYSTEMS' DESIGNS THAT MAY PRECLUDE PROPER TAB OF SYSTEMS AND EQUIPMENT. 

1.) VERIFY THAT BALANCING DEVICES, SUCH AS MANUAL VOLUME DAMPERS, ARE REQUIRED BY THE CONTRACT 

DOCUMENTS. VERIFY THAT QUANTITIES AND LOCATIONS OF THESE BALANCING DEVICES ARE ACCESSIBLE 

AND APPROPRIATE FOR EFFECTIVE BALANCING AND FOR EFFICIENT SYSTEM AND EQUIPMENT OPERATION. 

B. EXAMINE APPROVED SUBMITTAL DATA OF HVAC SYSTEMS AND EQUIPMENT. 

C. EXAMINE EQUIPMENT PERFORMANCE DATA INCLUDING FAN CURVES. RELATE PERFORMANCE DATA TO PROJECT 

CONDITIONS AND REQUIREMENTS, INCLUDING SYSTEM EFFECTS THAT CAN CREATE UNDESIRED OR UNPREDICTED 

CONDITIONS THAT CAUSE REDUCED CAPACITIES IN ALL OR PART OF A SYSTEM. 

D. EXAMINE SYSTEM AND EQUIPMENT INSTALLATIONS TO VERIFY THAT THEY ARE COMPLETE AND THAT TESTING, 

ADJUSTING, AND COMMISSIONING SPECIFIED IN INDIVIDUAL SECTIONS HAVE BEEN PERFORMED. 

E. EXAMINE SYSTEMS FOR FUNCTIONAL DEFICIENCIES THAT CANNOT BE CORRECTED BY ADJUSTING AND BALANCING. 

F. EXAMINE AUTOMATIC TEMPERATURE SYSTEM COMPONENTS TO VERIFY THE FOLLOWING: 

1.) DAMPERS, AND OTHER CONTROLLED DEVICES ARE OPERATED BY THE INTENDED CONTROLLER. 

2.) DAMPERS ARE IN THE POSITION INDICATED BY THE CONTROLLER. 

3.) INTEGRITY OF DAMPERS FOR FREE AND FULL OPERATION AND FOR TIGHTNESS OF FULLY CLOSED AND FULLY 

OPEN POSITIONS. 

4.) THERMOSTATS ARE LOCATED TO AVOID ADVERSE EFFECTS OF SUNLIGHT, DRAFTS, AND COLD WALLS. 

5.) SENSORS ARE LOCATED TO SENSE ONLY THE INTENDED CONDITIONS. 

6.) CONTROLLER SETPOINTS ARE SET AT INDICATED VALUES. 

7.) INTERLOCKED SYSTEMS ARE OPERATING. 

8.) CHANGEOVER FROM HEATING TO COOLING MODE OCCURS ACCORDING TO INDICATED VALUES. 

G. REPORT DEFICIENCIES DISCOVERED BEFORE AND DURING PERFORMANCE OF TAB PROCEDURES. OBSERVE AND 

RECORD SYSTEM REACTIONS TO CHANGES IN CONDITIONS. RECORD DEFAULT SETPOINTS IF DIFFERENT FROM 

INDICATED VALUES. 

7.4 TEMPERATURE-CONTROL VERIFICATION 

A. VERIFY THAT EXISTING CONTROLLERS ARE CALIBRATED AND COMMISSIONED.  CALIBRATE AND COMMISSION THE 

EXISTING CONTROLLERS THAT ARE NOT AND THE NEW CONTROLLER. 

B. CHECK TRANSMITTER AND CONTROLLER LOCATIONS AND NOTE CONDITIONS THAT WOULD ADVERSELY AFFECT 

CONTROL FUNCTIONS. 

C. RECORD CONTROLLER SETTINGS AND NOTE VARIANCES BETWEEN SETPOINTS AND ACTUAL MEASUREMENTS. 

D. CHECK FREE TRAVEL AND PROPER OPERATION OF CONTROL DEVICES. 

E. NOTE OPERATION OF ELECTRIC ACTUATORS USING SPRING RETURN FOR PROPER FAIL-SAFE OPERATIONS. 

7.5 TOLERANCES 

A. SET HVAC SYSTEM AIRFLOW RATES WITHIN THE FOLLOWING TOLERANCES: 

1.) AIR OUTLETS: +5 TO -5 %. 

7.6 FINAL REPORT 

A. GENERAL: COMPUTER PRINTOUT IN LETTER-QUALITY FONT, ON STANDARD BOND PAPER, IN THREE-RING BINDER. 

B. FINAL REPORT CONTENTS: IN ADDITION TO CERTIFIED FIELD REPORT DATA, INCLUDE THE FOLLOWING: 

1.) INFORMATION RELATIVE TO EQUIPMENT PERFORMANCE, BUT DO NOT INCLUDE SHOP DRAWINGS AND 

PRODUCT DATA. 

C. GENERAL REPORT DATA: IN ADDITION TO FORM TITLES AND ENTRIES, INCLUDE THE FOLLOWING DATA IN THE 

FINAL REPORT, AS APPLICABLE: 

1.) ON TITLE PAGE: 

a.) NAME AND ADDRESS OF TAB FIRM OR CONTRACTOR. 

b.) PROJECT NAME. 

c.) PROJECT LOCATION. 

d.) ENGINEER'S NAME AND ADDRESS. 

e.) REPORT DATE. 

2.) TABLE OF CONTENTS. NUMBER EACH PAGE IN THE REPORT. 

3.) DATA FOR TERMINAL UNITS, INCLUDING MANUFACTURER, TYPE SIZE, AND FITTINGS. 

4.) NOTES TO EXPLAIN WHY CERTAIN FINAL DATA IN THE BODY OF REPORTS VARIES FROM INDICATED VALUES. 

D. SYSTEM DIAGRAMS WHERE VARIATIONS OCCUR BETWEEN FINAL SYSTEMS AND CONTRACT DOCUMENTS: INCLUDE 

SCHEMATIC LAYOUTS OF AIR DISTRIBUTION SYSTEMS. PRESENT EACH SYSTEM WITH SINGLE-LINE DIAGRAM AND 

INCLUDE THE FOLLOWING: 

1.) QUANTITIES OF SUPPLY AIRFLOW (CFM). 

2.) DUCT SIZES (INCH). 

E. AIR-DEVICE REPORTS: 

1.) UNIT DATA: 

a.) AIR-DEVICE MANUFACTURER, TYPE, SIZE, AND MODEL NUMBER. 

2.) TEST DATA (INDICATED AND ACTUAL VALUES): 

a.) AIRFLOW RATE (CFM). 

b.) PRELIMINARY AIRFLOW RATE, AS NEEDED, (CFM). 

c.) FINAL AIRFLOW RATE (CFM). 

d.) SPACE TEMPERATURE (°F). 

F. SYSTEM HEATING OR COOLING COIL REPORTS: INCLUDE THE FOLLOWING: 

1.) UNIT DATA: 

2.) TEST DATA (INDICATED AND ACTUAL VALUES): 

a.) AIRFLOW RATE (CFM). 

b.) ENTERING- & LEAVING-AIR TEMPERATURE (°F). 

c.) ENTERING- & LEAVING-WATER TEMPERATURE (°F) 

d.) FLUID PRESSURE DROP THROUGH COIL (IN-WG) 

8. SUBMITTALS 

8.1 PROVIDE SUBMITTALS FOR THE FOLLOWING: 

A. TERMINAL UNITS 

B. DIFFUSERS & GRILLES 

C. DUCT SEALER 

D. INSULATIONS & MASTICS 

E. DAMPERS & TAKE-OFFS 

F. FLEX DUCT 

G. DUCTWORK 

H. AABC CONTRACTOR QUALIFICATIONS 

I. AIR TEST AND BALANCE REPORT 
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471 UNIVERSITY PKWY, AIKEN, SC 29801

MECHANICAL

DETAILS AND

SCHEDULE

Project Status

AIR DEVICE SCHEDULE

MARK MANUFACTURER MODEL MODULE SIZE BORDER TYPE OPTIONS

A TITUS OMNI 24 x 24 LAY-IN 2,3

B TITUS 50F 24 x 24 LAY-IN 1,2

OPTIONS
1- ACOUSTICALLY LINED GRILLE PLENUM 
2- MANUFACTURER'S STANDARD WHITE FINISH
3- MIN R-6 BACK PAN INSULLATION

NOT TO SCALEM0.2

1 TYPICAL DUCTWORK AND ACCESSORY INSTALLATION

NOT TO SCALEM0.2

2 RETURN/EXHAUST GRILLE
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