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SE-310 

SE-310 

INVITATION FOR DESIGN-BID-BUILD CONSTRUCTION SERVICES 

AGENCY/OWNER:  University of South Carolina School of Medicine 

PROJECT NAME:  USC SOM- Med Park 15   Replace AHU 1 and 2 

PROJECT NUMBER:   FP00000164 CONSTRUCTION COST RANGE: $ 120,000  to $ 140,000 N/A 

PROJECT LOCATION:  School of Medicine - Med Park 15 on 3555 Harden Street Extension 

DESCRIPTION OF PROJECT/SERVICES:  Replace AHU 1 and AHU 2 air handler units located in 15 mp basement. 
Replace chill water supply and return isolation valves on both units.  install new DDC chill water control valves on both units. 
Abandon all pneumatic piping associated with old AHU’s and demo back to specified location.  Add controls to tie AHU’s into 
METASYS building management system. Small and Minority business participation highly encouraged. 

BID/SUBMITTAL DUE DATE:  12/3/2019 TIME:  3:00 pm NUMBER OF COPIES:  1 

PROJECT DELIVERY METHOD:   Design-Bid-Build 

AGENCY PROJECT COORDINATOR:  Hatice Hikmet 

EMAIL:  hikmeth@mailbox.sc.edu TELEPHONE:  803-777-9994 

DOCUMENTS MAY BE OBTAINED FROM:  http://purchasing.sc.edu 

BID SECURITY IS REQUIRED IN AN AMOUNT NOT LESS THAN 5% OF THE BASE BID. 

PERFORMANCE BOND REQUIRED? Yes   No PAYMENT BOND REQUIRED? Yes No 

DOCUMENT DEPOSIT AMOUNT: $  0 IS DEPOSIT REFUNDABLE  Yes No N/A 

Bidders must obtain Bidding Documents/Plans from the above listed source(s) to be listed as an official plan holder.  Bidders that rely on copies obtained from 
any other source do so at their own risk.  All written communications with official plan holders & bidders will be via email or website posting. 

All questions & correspondence concerning this Invitation shall be addressed to the A/E. 

A/E NAME:  GMK Associates, Inc. 

A/E CONTACT:  Jody Ricard 

EMAIL:  jricard@gmka.com TELEPHONE:  803-256-0000 

PRE-BID CONFERENCE: Yes   No MANDATORY ATTENDANCE: Yes No 

PRE-BID DATE:   11/19/2019 TIME:   10:00 am 
PRE-BID PLACE:   Med Park 15 Deans Conference Room 3rd Floor 

BID OPENING PLACE:   1300 Pickens Street, Columbia, SC 29208 Conference Room C 

BID DELIVERY ADDRESSES: 

HAND-DELIVERY:  MAIL SERVICE: 

Attn: Hatice Hikmet (Bid Enclosed FP00000164) Attn: Hatice Hikmet (Bid Enclosed FP00000164) 

1300 Pickens Street  1300 Pickens Street 

Columbia, SC 29208 Columbia, SC 29208 

IS PROJECT WITHIN AGENCY CONSTRUCTION CERTIFICATION? (Agency MUST check one) Yes No 

APPROVED BY: DATE: 
(OSE Project Manager) 





USC Med Park 15  Replace AHU1 and 2
3555 Harden Street Columbia, SC 29203
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SE-330 

LUMP SUM BID FORM 
Bidders shall submit bids on only Bid Form SE-330. 

BF – 1 SE-330 

BID SUBMITTED BY: 
(Bidder's Name) 

BID SUBMITTED TO: 

(Owner’s Name) 

FOR: PROJECT  NAME:  USC Med Park 15 - Replace AHU-1 and 2 

PROJECT  NUMBER:  FP00000164 

OFFER 

§ 1. In response to the Invitation for Construction Services and in compliance with the Instructions to Bidders for the above-

named Project, the undersigned Bidder proposes and agrees, if this Bid is accepted, to enter into a Contract with the 

Owner on the terms included in the Bidding Documents, and to perform all Work as specified or indicated in the 

Bidding Documents, for the prices and within the time frames indicated in this Bid and in accordance with the other 

terms and conditions of the Bidding Documents. 

§ 2. Pursuant to SC Code § 11-35-3030(1), Bidder has submitted Bid Security as follows in the amount and form required by

the Bidding Documents: 

 Bid Bond with Power of Attorney   Electronic Bid Bond  Cashier's Check 

(Bidder check one) 

§ 3. Bidder acknowledges the receipt of the following Addenda to the Bidding Documents and has incorporated the effects

of said Addenda into this Bid: 

(Bidder, check all that apply.  Note, there may be more boxes than actual addenda.  Do not check boxes that do not apply) 

ADDENDA:  #1  #2  #3  #4  #5 

§ 4. Bidder accepts all terms and conditions of the Invitation for Bids, including, without limitation, those dealing with the

disposition of Bid Security.  Bidder agrees that this Bid, including all Bid Alternates, if any, may not be revoked or 

withdrawn after the opening of bids, and shall remain open for acceptance for a period of   60   Days following the Bid 

Date, or for such longer period of time that Bidder may agree to in writing upon request of the Owner.  

§ 5. Bidder herewith offers to provide all labor, materials, equipment, tools of trades and labor, accessories, appliances,

warranties and guarantees, and to pay all royalties, fees, permits, licenses and applicable taxes necessary to complete the 

following items of construction work: 

§ 6.1 BASE BID WORK (as indicated in the Bidding Documents and generally described as follows):   Replace AHU  1 and AHU

2 air handler units located in 15 mp basement.  Replace chill water supply and return isolation valves on both units. 

install new DDC chill water control valves on both units.  Abandon all pneumatic piping associated with old AHU’s and 

demo back to specified location.  Add controls to tie AHU’s into METASYS building management system. 

$ , which sum is hereafter called the Base Bid. 

(Bidder to insert Base Bid Amount on line above) 
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SE-330 

LUMP SUM BID FORM 

BF – 1A SE-330 

§ 6.2 BID ALTERNATES as indicated in the Bidding Documents and generally described as follows:

ALTERNATE # 1 (Brief Description): 

 ADD TO or  DEDUCT FROM BASE BID:  $ 

(Bidder to mark appropriate box to clearly indicate the price adjustment offered for each Alternate) 

ALTERNATE # 2 (Brief Description): 

 ADD TO or  DEDUCT FROM BASE BID:  $ 

(Bidder to mark appropriate box to clearly indicate the price adjustment offered for each Alternate) 

ALTERNATE # 3 (Brief Description): 

 ADD TO or  DEDUCT FROM BASE BID:  $ 

(Bidder to mark appropriate box to clearly indicate the price adjustment offered for each Alternate) 

§ 6.3 UNIT PRICES:

BIDDER offers for the Agency’s consideration and use, the following UNIT PRICES.  The UNIT PRICES offered by 
BIDDER indicate the amount to be added to or deducted from the CONTRACT SUM for each item-unit combination. 
UNIT PRICES include all costs to the Agency, including those for materials, labor, equipment, tools of trades and labor, 
fees, taxes, insurance, bonding, overhead, profit, etc.  The Agency reserves the right to include or not to include any of 
the following UNIT PRICES in the Contract and to negotiate the UNIT PRICES with BIDDER. 

UNIT OF 

No.  ITEM  MEASURE ADD DEDUCT 

1. N/A  $  $ 

 2.  $  $ 

 3.  $  $ 

 4.  $  $ 

 5.  $  $ 

 6.  $  $ 



2018 Edition 

SE-330 

LUMP SUM BID FORM 

BF – 2 SE-330 

§ 7. LISTING OF PROPOSED SUBCONTRACTORS PURSUANT TO SECTION 3020(b)(i), CHAPTER

35, TITLE 11 OF THE SOUTH CAROLINA CODE OF LAWS, AS AMENDED 
(See Instructions on the following page BF-2A) 

Bidder shall use the below-listed Subcontractors in the performance of the Subcontractor Specialty Classification work listed:

(A) 

SUBCONTRACTOR 

SPECIALTY 

(Completed by Owner) 

(B) 

CLASSIFICATION or 

SUBCLASSIFICATION 

ABBREVIATION 

(Completed by Owner) 

(C) 

SUBCONTRACTOR'S or 

PRIME CONTRACTOR'S 

NAME 

(Required - must be completed by Bidder) 

(D) 

SUBCONTRACTOR'S or 

PRIME CONTRACTOR'S 

SC LICENSE NUMBER 

(Requested, but not Required) 

BASE BID 

None Required 

ALTERNATE #1 

ALTERNATE #2 

ALTERNATE #3 

If a Bid Alternate is accepted, Subcontractors listed for the Bid Alternate shall be used for the work of both the Alternate and 
the Base Bid work. 

 .
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SE-330 

LUMP SUM BID FORM 

BF – 2A SE-330 

INSTRUCTIONS FOR 

SUBCONTRACTOR LISTING 

1. Section 7 of the Bid Form sets forth an Owner-developed list of contractor/subcontractor specialties by contractor license
classification or subclassification for which Bidder is required to identify the entity (subcontractor(s) and/or himself)
Bidder will use to perform the work of each listed specialty.

a. Columns A & B:  The Owner fills out these columns to identify the contractor/subcontractor specialty and related
license abbreviation for which the Bidder must list either a subcontractor or himself as the entity that will perform this
work.  In Column A, the subcontractor specialty is identified by name and in Column B, the related contractor license
abbreviation (per Title 40 of the SC Code of Laws) is listed.  Abbreviations of licenses can be found at:
http://www.llr.state.sc.us/POL/Contractors/PDFFiles/CLBClassificationAbbreviations.pdf .  If the owner has not
identified a specialty, the Bidder does not list a subcontractor. 

b. Columns C and D:  In these columns, the Bidder identifies the subcontractors it will use for the work of each
specialty and license listed by the Owner in columns A & B.  Bidder must identify only the subcontractor(s) who will
perform the work and no others.  Bidders should make sure that their identification of each subcontractor is clear and
unambiguous.  A listing that could be any number of different entities may be cause for rejection of the bid as non-
responsive.  For example, a listing of M&M without additional information may be problematic if there are multiple
different licensed contractors in South Carolina whose names start with M&M.

2. Subcontractor Defined:  For purposes of subcontractor listing, a subcontractor is an entity who will perform work or
render service to the prime contractor to or about the construction site pursuant to a contract with the prime contractor.
Bidder should not identify sub-subcontractors in the spaces provided on the bid form but only those entities with which
Bidder will contract directly.  Likewise, do not identify material suppliers, manufacturers, and fabricators that will not
perform physical work at the site of the project but will only supply materials or equipment to the Bidder or proposed
subcontractor(s).

3. Subcontractor Qualifications:  Bidder must only list subcontractors who possess a South Carolina contractor’s license
that includes the license classification and/or subclassification identified by the Owner in columns A & B.  The
subcontractor license must also be within the appropriate license group for the work of the specialty.  If Bidder lists a
subcontractor who is not qualified to perform the work, the Bidder will be rejected as non-responsible.

4. Use of Own forces:  If, under the terms of the Bidding Documents and SC Contractor Licensing laws, Bidder is qualified
to perform the work of a listed specialty and Bidder does not intend to subcontract such work but to use Bidder’s own
employees to perform such work, the Bidder must insert its own name in the space provided for that specialty.

5. Use of Multiple Subcontractors:

a. If Bidder intends to use multiple subcontractors to perform the work of a single specialty listing, Bidder must insert
the name of each subcontractor Bidder will use, preferably separating the name of each by the word “and”.  If Bidder
intends to use both his own employees to perform a part of the work of a single specialty listing and to use one or
more subcontractors to perform the remaining work for that specialty listing, Bidder must insert his own name and the
name of each subcontractor, preferably separating the name of each with the word “and”.  Bidder must use each
entity listed for the work of a single specialty listing in the performance of that work.

b. Optional Listing Prohibited:  Bidder may not list multiple subcontractors for a specialty listing, in a form that
provides the Bidder the option, after bid opening or award, to choose one or more but not all the listed subcontractors
to perform the work for which they are listed.  A listing, which on its face requires subsequent explanation to
determine whether it is an optional listing, is non-responsive.  If Bidder intends to use multiple entities to perform the
work for a single specialty listing, Bidder must clearly set forth on the bid form such intent.  Bidder may accomplish
this by simply inserting the word “and” between the names of each entity listed for that specialty.  Agency will reject
as non-responsive a listing that contains the names of multiple subcontractors separated by a blank space, the word
“or”, a virgule (that is a /), or any separator that the Agency may reasonably interpret as an optional listing.

6. If Bidder is awarded the contract, Bidder must, except with the approval of the Agency for good cause shown, use the
listed entities to perform the work for which they are listed.

7. If Bidder is awarded the contract, Bidder will not be allowed to substitute another entity as subcontractor in place of a
subcontractor listed in Section 7 of the Bid except for one or more of the reasons allowed by the SC Code of Laws.

8. Bidder’s failure to identify an entity (subcontractor or himself) to perform the work of a subcontractor specialty listed in
columns A & B will render the Bid non-responsive.
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SE-330 

LUMP SUM BID FORM 

BF 3 SE-330 

§ 8. LIST OF MANUFACTURERS, MATERIAL SUPPLIERS, AND SUBCONTRACTORS OTHER

THAN SUBCONTRACTORS LISTED IN SECTION 7 ABOVE (FOR INFORMATION ONLY): 

Pursuant to instructions in the Invitation for Construction Services, if any, Bidder will provide to Owner upon the 

Owner’s request and within 24 hours of such request, a listing of manufacturers, material suppliers, and subcontractors, 

other than those listed in Section 7 above, that Bidder intends to use on the project.  Bidder acknowledges and agrees 

that this list is provided for purposes of determining responsibility and not pursuant to the subcontractor listing 

requirements of SC Code § 11-35-3020(b)(i). 

§ 9. TIME OF CONTRACT PERFORMANCE AND LIQUIDATED DAMAGES

a) CONTRACT TIME

Bidder agrees that the Date of Commencement of the Work shall be established in a Notice to Proceed to be issued

by the Owner.  Bidder agrees to substantially complete the Work within     90   Calendar Days

from the Date of Commencement, subject to adjustments as provided in the Contract Documents.

b) LIQUIDATED DAMAGES

Bidder further agrees that from the compensation to be paid, the Owner shall retain as Liquidated Damages the

amount of $    200   for each Calendar Day the actual construction time required to achieve

Substantial Completion exceeds the specified or adjusted time for Substantial Completion as provided in the

Contract Documents.  This amount is intended by the parties as the predetermined measure of compensation for

actual damages, not as a penalty for nonperformance.

§ 10. AGREEMENTS

a) Bidder agrees that this bid is subject to the requirements of the laws of the State of South Carolina.

b) Bidder agrees that at any time prior to the issuance of the Notice to Proceed for this Project, this Project may be

canceled for the convenience of, and without cost to, the State.

c) Bidder agrees that neither the State of South Carolina nor any of its agencies, employees or agents shall be

responsible for any bid preparation costs, or any costs or charges of any type, should all bids be rejected or the

Project canceled for any reason prior to the issuance of the Notice to Proceed.

§ 11. ELECTRONIC BID BOND

By signing below, the Principal is affirming that the identified electronic bid bond has been executed and that the 

Principal and Surety are firmly bound unto the State of South Carolina under the terms and conditions of the AIA 

Document A310, Bid Bond, included in the Bidding Documents. 

ELECTRONIC BID BOND NUMBER: 

SIGNATURE AND TITLE: 
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LUMP SUM BID FORM 

BF 4 SE-330 

CONTRACTOR'S CLASSIFICATIONS AND SUBCLASSIFICATIONS WITH LIMITATION 

SC Contractor's License Number(s): 

Classification(s) & Limits: 

Subclassification(s) & Limits: 

By signing this Bid, the person signing reaffirms all representation and certification made by both 

the person signing and the Bidder, including without limitation, those appearing in Article 2 of the 

SCOSE Version of the AIA A701, Instructions to Bidders, is expressly incorporated by reference. 

BIDDER’S LEGAL NAME: 

ADDRESS: 

TELEPHONE: 

EMAIL: 

SIGNATURE: DATE: 

PRINT NAME: 

TITLE: 



AIA Document A101

Standard Form of Agreement Between Owner and Contractor

The Form of the Contract shall be the SCOSE Version of the AIA Document A101-2007, Standard 
Form of Agreement Between Owner and Contractor where the basis of payment is a Stipulated Sum, 
which is incorporated herein by reference. Samples of these documents may be viewed at 
http://procurement.sc.gov/manual, Appendix J.2 

http://procurement.sc.gov/construction/ose-news
http://procurement.sc.gov/construction/ose-news




USC Med Park 15  Replace AHU1 and 2
3555 Harden Street Columbia, SC 29203
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SE-355 

PERFORMANCE BOND 

1 of 2 SE-355 

KNOW ALL MEN BY THESE PRESENTS, that (Insert full name or legal title and address of Contractor) 

Name: 

Address: 

hereinafter referred to as “Contractor”, and (Insert full name and address of principal place of business of Surety) 

Name: 

Address: 

hereinafter called the “surety”, are jointly and severally held and firmly bound unto (Insert full name and address of Agency) 

Name: University of South Carolina 

Address: 1300 Pickens Street 

Columbia, SC 29208 

hereinafter referred to as “Agency”, or its successors or assigns, the sum of         ($     ), being the sum 
of the Bond to which payment to be well and truly made, the Contractor and Surety bind themselves, their heirs, executors, 
administrators, successors and assigns, jointly and severally, firmly by these presents. 

WHEREAS, Contractor has by written agreement dated  entered into a contract with Agency to construct 

State Project Name: USC Med Park 15 - Replace AHU-1 and 2 

State Project Number: FP00000164
Brief Description of Awarded Work: Replace AHU  1 and AHU 2 air handler units located in 15 mp basement.  Replace chill 
water supply and return isolation valves on both units.  install new DDC chill water control valves on both units.  Abandon all 
pneumatic piping associated with old AHU’s and demo back to specified location.  Add controls to tie AHU’s into METASYS 
building management system. 
in accordance with Drawings and Specifications prepared by (Insert full name and address of A/E) 

Name: GMK Associates, Inc.  

Address: 1201 Main Street, Suite 2100 

Columbia, SC 29201 

which agreement is by reference made a part hereof, and is hereinafter referred to as the Contract. 

IN WITNESS WHEREOF, Surety and Contractor, intending to be legally bound hereby, subject to the terms stated herein, do 
each cause this Performance Bond to be duly executed on its behalf by its authorized officer, agent or representative. 

DATED this         day of , 2 BOND NUMBER 
(shall be no earlier than Date of Contract) 

CONTRACTOR SURETY 

By:  

(Seal) 

By: 

(Seal) 

Print Name: Print Name: 

Print Title: Print Title:   
(Attach Power of Attorney) 

Witness:  Witness: 

(Additional Signatures, if any, appear on attached page) 
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SE-355 

PERFORMANCE BOND 

2 of 2 SE-355 

NOW, THEREFORE, THE CONDITION OF THIS OBLIGATION IS SUCH THAT: 

1. The Contractor and the Surety, jointly and severally, bind
themselves, their heirs, executors, administrators, successors and
assigns to the Agency for the full and faithful performance of the
contract, which is incorporated herein by reference.
2. If the Contractor performs the contract, the Surety and the
Contractor have no obligation under this Bond, except to
participate in conferences as provided in paragraph 3.1.
3. The Surety's obligation under this Bond shall arise after:
3.1 The Agency has notified the Contractor and the Surety at the

address described in paragraph 10 below, that the Agency is 
considering declaring a Contractor Default and has requested 
and attempted to arrange a conference with the Contractor 
and the Surety to be held not later than 15 days after receipt 
of such notice to discuss methods of performing the Contract. 
If the Agency, the Contractor and the Surety agree, the 
Contractor shall be allowed a reasonable time to perform the 
Contract, but such an agreement shall not waive the Agency's 
right, if any, subsequently to declare a Contractor Default; or 

3.2 The Agency has declared a Contractor Default and formally 
terminated the Contractor's right to complete the Contract. 

4. The Surety shall, within 15 days after receipt of notice of the
Agency's declaration of a Contractor Default, and at the Surety's
sole expense, take one of the following actions:
4.1 Arrange for the Contractor, with consent of the Agency, to

perform and complete the Contract; or 
4.2 Undertake to perform and complete the Contract itself, 

through its agents or through independent contractors; or 
4.3 Obtain bids or negotiated proposals from qualified 

contractors acceptable to the Agency for a contract for 
performance and completion of the Contract, arrange for a 
contract to be prepared for execution by the Agency and the 
contractor selected with the Agency's concurrence, to be 
secured with performance and payment bonds executed by a 
qualified surety equivalent to the Bonds issued on the 
Contract, and pay to the Agency the amount of damages as 
described in paragraph 7 in excess of the Balance of the 
Contract Sum incurred by the Agency resulting from the 
Contractor Default; or 

4.4 Waive its right to perform and complete, arrange for 
completion, or obtain a new contractor, and: 
4.4.1 After investigation, determine the amount for which it 
may be liable to the Agency and, within 60 days of waiving 
its rights under this paragraph, tender payment thereof to the 
Agency; or 
4.4.2 Deny liability in whole or in part and notify the 
Agency, citing the reasons therefore. 

5. Provided Surety has proceeded under paragraphs 4.1, 4.2, or
4.3, the Agency shall pay the Balance of the Contract Sum to
either:
5.1 Surety in accordance with the terms of the Contract; or
5.2 Another contractor selected pursuant to paragraph 4.3 to

perform the Contract. 
5.3 The balance of the Contract Sum due either the Surety or 

another contractor shall be reduced by the amount of 
damages as described in paragraph 7. 

6. If the Surety does not proceed as provided in paragraph 4
with reasonable promptness, the Surety shall be deemed to be in
default on this Bond 15 days after receipt of written notice from the
Agency to the Surety demanding that the Surety perform its
obligations under this Bond, and the Agency shall be entitled to
enforce any remedy available to the Agency.

6.1 If the Surety proceeds as provided in paragraph 4.4 and the 
Agency refuses the payment tendered or the Surety has denied 
liability, in whole or in part, then without further notice the 
Agency shall be entitled to enforce any remedy available to the 
Agency. 

6.2 Any dispute, suit, action or proceeding arising out of or 
relating to this Bond shall be governed by the Dispute 
Resolution process defined in the Contract Documents and the 
laws of the State of South Carolina. 

7. After the Agency has terminated the Contractor's right to
complete the Contract, and if the Surety elects to act under
paragraph 4.1, 4.2, or 4.3 above, then the responsibilities of the
Surety to the Agency shall be those of the Contractor under the
Contract, and the responsibilities of the Agency to the Surety shall
those of the Agency under the Contract.  To a limit of the amount of
this Bond, but subject to commitment by the Agency of the Balance
of the Contract Sum to mitigation of costs and damages on the
Contract, the Surety is obligated to the Agency without duplication
for:
7.1 The responsibilities of the Contractor for correction of

defective Work and completion of the Contract; and 
7.2 Additional legal, design professional and delay costs resulting 

from the Contractor's Default, and resulting from the actions or 
failure to act of the Surety under paragraph 4; and 

7.3 Damages awarded pursuant to the Dispute Resolution 
Provisions of the Contract. Surety may join in any Dispute 
Resolution proceeding brought under the Contract and shall be 
bound by the results thereof; and  

7.4 Liquidated Damages, or if no Liquidated Damages are 
specified in the Contract, actual damages caused by delayed 
performance or non-performance of the Contractor. 

8. The Surety shall not be liable to the Agency or others for
obligations of the Contractor that are unrelated to the Contract, and
the Balance of the Contract Sum shall not be reduced or set-off on
account of any such unrelated obligations.  No right of action shall
accrue on this Bond to any person or entity other than the Agency
or its heirs, executors, administrators, or successors.
9. The Surety hereby waives notice of any change, including
changes of time, to the contract or to related subcontracts, purchase
orders and other obligations.
10. Notice to the Surety, the Agency or the Contractor shall be
mailed or delivered to the address shown on the signature page.
11. Definitions
11.1 Balance of the Contract Sum: The total amount payable by the

Agency to the Contractor under the Contract after all proper 
adjustments have been made, including allowance to the 
Contractor of any amounts to be received by the Agency in 
settlement of insurance or other Claims for damages to which 
the Contractor si entitled, reduced by all valid and proper 
payments made to or on behalf of the Contractor under the 
Contract. 

11.2 Contractor Default: Failure of the Contractor, which has 
neither been remedied nor waived, to perform the Contract or 
otherwise to comply with the terms of the Contract. 
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LABOR & MATERIAL PAYMENT BOND 

1 of 2 SE-357 

KNOW ALL MEN BY THESE PRESENTS, that (Insert full name or legal title and address of Contractor) 

Name: 

Address: 

hereinafter referred to as “Contractor”, and (Insert full name and address of principal place of business of Surety) 

Name: 

Address: 

hereinafter called the “surety”, are jointly and severally held and firmly bound unto (Insert full name and address of Agency) 

Name: University of South Carolina 

Address: 1300 Pickens Street 

Columbia, SC 29208 

hereinafter referred to as “Agency”, or its successors or assigns, the sum of         ($     ), being the sum 
of the Bond to which payment to be well and truly made, the Contractor and Surety bind themselves, their heirs, executors, 
administrators, successors and assigns, jointly and severally, firmly by these presents. 

WHEREAS, Contractor has by written agreement dated  entered into a contract with Agency to construct 

State Project Name: USC Med Park 15 - Replace AHU-1 and 2 

State Project Number: FP00000164 

Brief Description of Awarded Work: Replace AHU  1 and AHU 2 air handler units located in 15 mp basement.  Replace 
chill water supply and return isolation valves on both units.  install new DDC chill water control valves on both units. 
Abandon all pneumatic piping associated with old AHU’s and demo back to specified location.  Add controls to tie AHU’s 
into METASYS building management system. 

in accordance with Drawings and Specifications prepared by (Insert full name and address of A/E) 

Name: GMK Associates, Inc. 

Address: 1201 Main Street, Suite 2100 

Columbia, SC 29201 

which agreement is by reference made a part hereof, and is hereinafter referred to as the Contract. 

IN WITNESS WHEREOF, Surety and Contractor, intending to be legally bound hereby, subject to the terms stated herein, do 
each cause this Labor & Material Payment Bond to be duly executed on its behalf by its authorized officer, agent or 
representative. 

DATED this         day of , 2 BOND NUMBER 
(shall be no earlier than Date of Contract) 

CONTRACTOR SURETY 

By: 

(Seal) 

By: 

(Seal) 

Print Name: Print Name: 

Print Title: Print Title:   
(Attach Power of Attorney) 

Witness:  Witness: 

(Additional Signatures, if any, appear on attached page) 
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LABOR & MATERIAL PAYMENT BOND 

2 of 2 SE-357 

NOW, THEREFORE, THE CONDITION OF THIS OBLIGATION IS SUCH THAT: 

1. The Contractor and the Surety, jointly and severally, bind
themselves, their heirs, executors, administrators, successors and
assigns to the Agency to pay for all labor, materials and equipment
required for use in the performance of the Contract, which is
incorporated herein by reference.
2. With respect to the Agency, this obligation shall be null and
void if the Contractor:
2.1 Promptly makes payment, directly or indirectly, for all sums

due Claimants; and 
2.2 Defends, indemnifies and holds harmless the Agency from all 

claims, demands, liens or suits by any person or entity who 
furnished labor, materials or equipment for use in the 
performance of the Contract. 

3. With respect to Claimants, this obligation shall be null and
void if the Contractor promptly makes payment, directly or
indirectly, for all sums due.
4. With respect to Claimants, and subject to the provisions of
Title 29, Chapter 5 and the provisions of §11-35-3030(2)(c) of the
SC Code of Laws, as amended, the Surety’s obligation under this
Bond shall arise as follows:
4.1 Every person who has furnished labor, material or rental

equipment to the Contractor or its subcontractors for the work 
specified in the Contract, and who has not been paid in full 
therefore before the expiration of a period of ninety (90) days 
after the date on which the last of the labor was done or 
performed by him or material or rental equipment was 
furnished or supplied by him for which such claim is made, 
shall have the right to sue on the payment bond for the 
amount, or the balance thereof, unpaid at the time of 
institution of such suit and to prosecute such action for the 
sum or sums justly due him. 

4.2 A remote claimant shall have a right of action on the payment 
bond upon giving written notice by certified or registered mail 
to the Contractor within ninety (90) days from the date on 
which such person did or performed the last of the labor or 
furnished or supplied the last of the material or rental 
equipment upon which such claim is made. 

4.3 Every suit instituted upon a payment bond shall be brought in 
a court of competent jurisdiction for the county or circuit in 
which the construction contract was to be performed, but no 
such suit shall be commenced after the expiration of o ne year 
after the day on which the last of the labor was performed or 
material or rental equipment was supplied by the person 
bringing suit. 

5. When the Claimant has satisfied the conditions of paragraph 4,
the Surety shall promptly and at the Surety’s expense take the
following actions:
5.1 Send an answer to the Claimant, with a copy to the Agency,

within sixty (60) days after receipt of the claim, stating the 
amounts that are undisputed and the basis for challenging any 
amounts that are disputed. 

5.2 Pay or arrange for payment of any undisputed amounts. 
5.3 The Surety’s failure to discharge its obligations under this 

paragraph 5 shall not be deemed to constitute a waiver of 
defenses the Surety or Contractor may have or acquire as to a 
claim.  However, if the Surety fails to discharge its obligations 
under this paragraph 5, the Surety shall indemnify the 
Claimant for the reasonable attorney’s fees the Claimant 
incurs to recover any sums found to be due and owing to the 
Claimant. 

6. Amounts owed by the Agency to the Contractor under the
Contract shall be used for the performance of the Contract and to
satisfy claims, if any, under any Performance Bond.  By the
Contractor furnishing and the Agency accepting this Bond, they
agree that all funds earned by the contractor in the performance of
the Contract are dedicated to satisfy obligations of the Contractor
and the Surety under this Bond, subject to the Agency’s prior right
to use the funds for the completion of the Work.
7. The Surety shall not be liable to the Agency, Claimants or
others for obligations of the Contractor that are unrelated to the
Contract.  The Agency shall not be liable for payment of any costs
or expenses of any claimant under this bond, and shall have under
this Bond no obligations to make payments to, give notices on
behalf of, or otherwise have obligations to Claimants under this
Bond.
8. The Surety hereby waives notice of any change, including
changes of time, to the Contract or to related Subcontracts,
purchase orders and other obligations.
9. Notice to the Surety, the Agency or the Contractor shall be
mailed or delivered to the addresses shown on the signature page.
Actual receipt of notice by Surety, the Agency or the contractor,
however accomplished, shall be sufficient compliance as of the
date received at the address shown on the signature page.
10. By the Contractor furnishing and the Agency accepting this
Bond, they agree that this Bond has been furnished to comply with
the statutory requirements of the South Carolina Code of Laws, as
amended, and further, that any provision in this Bond conflicting
with said statutory requirements shall be deemed deleted herefrom
and provisions conforming to such statutory or other legal
requirement shall be deemed incorporated herein.  The intent is that
this Bond shall be construed as a statutory Bond and not as a
common law bond.
11. Upon request of any person or entity appearing to be a potential
beneficiary of this bond, the Contractor shall promptly furnish a
copy of this Bond or shall permit a copy to be made.
12. Any dispute, suit, action or proceeding arising out of or relating
to this Bond shall be governed by the laws of the State of South
Carolina.
13. DEFINITIONS

13.1 Claimant:  An individual or entity having a direct contract
with the Contractor or with a Subcontractor of the Contractor 
to furnish labor, materials, or equipment for use in the 
performance of the Contract.  The intent of this Bond shall 
be to include without limitation in the terms “labor, materials 
or equipment” that part of water, gas, power, light, heat, oil, 
gasoline, telephone service or rental equipment used in the 
Contract, architectural and engineering services required for 
performance of the Work of the Contractor and the 
Contractor’s Subcontractors, and all other items for which a 
mechanic’s lien might otherwise be asserted. 

13.2 Remote Claimant:  A person having a direct contractual 
relationship with a subcontractor of the Contractor or 
subcontractor, but no contractual relationship expressed or 
implied with the Contractor. 

13.3 Contract:  The agreement between the Agency and the 
Contractor identified on the signature page, including all 
Contract Documents and changes thereto. 
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SE-380 CHANGE ORDER NO.:    

CHANGE ORDER TO DESIGN-BID-BUILD CONSTRUCTION CONTRACT 

AGENCY: University of South Carolina School of Medicine 

PROJECT NAME: USC Med Park 15 - Replace AHU-1 and 2 

PROJECT NUMBER: FP00000164 

CONTRACTOR: CONTRACT DATE: 

This Contract is changed as follows: (Insert description of change in space provided below) 

ADJUSTMENTS IN THE CONTRACT SUM: 

1. Original Contract Sum: $ 

2. Change in Contract Sum by previously approved Change Orders:

3. Contract Sum prior to this Change Order $    0.00 

4. Amount of this Change Order:

5. New Contract Sum, including this Change Order: $    0.00 

ADJUSTMENTS IN THE CONTRACT TIME: 

1. Original Substantial Completion Date:

2. Sum of previously approved increases and decreases in Days: Days 

3. Change in Days for this Change Order Days 

4. New Substantial Completion Date:

CONTRACTOR ACCEPTANCE: 

BY: Date: 
(Signature of Representative) 

Print Name of Representative:    

A/E RECOMMENDATION FOR ACCEPTANCE: 

BY: Date: 
(Signature of Representative) 

Print Name or Representative:    

AGENCY ACCEPTANCE AND CERTIFICATION: 

BY: Date: 
(Signature of Representative) 

Print Name of Representative: 

Change is within Agency Construction Contract Change Order Certification of: $ Yes No 

AUTHORIZED BY: DATE: 
(OSE Project Manager) 

SUBMIT THE FOLLOWING TO OSE 

1. SE-380, fully completed and signed by the Contractor, A/E and Agency;
2. Detailed back-up information, with OH&P shown, from the Contractor/Subcontractor(s) that justifies the costs and schedule changes shown. 
3. If any item exceeds Agency certification, OSE will authorize the SE-380 and return to Agency. 
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USC SUPPLEMENTAL GENERAL CONDITIONS 

FOR CONSTRUCTION PROJECTS 

WORK AREAS 

1. The Contractor shall maintain the job site in a safe manner at all times. This includes (but is not

limited to) the provision and/or maintenance of lighting, fencing, barricades around obstructions,

and safety and directional signage.

2. Contractor’s employees shall take all reasonable means not to interrupt the flow of student traffic

in building corridors, lobbies, stairs and exterior walks. All necessary and reasonable safety

precautions shall be taken to prevent injury to building occupants while transporting materials and

equipment through the work area. Providing safe, accessible, plywood-shielded pedestrian ways

around construction may be required if a suitable alternative route is not available.

3. At the beginning of the project, the USC Project Manager will establish the Contractor’s lay-down

area. This area will also be used for the Contractor’s work vehicles. The lay-down area will be

clearly identified to the contractor by the Project Manager, with a sketch or drawing provided to

USC Parking Services. In turn, Parking Services will mark off this area with a sign containing the

project name, Project Manager’s name, Contractor name and contact number, and end date. Where

this area is subject to foot traffic, protective barriers will be provided as specified by the Project

Manager. The area will be maintained in a neat and orderly fashion.

4. Work vehicles parked in the lay down area (or designated parking areas) will be clearly marked and

display a USC-furnished placard for identification. No personal vehicles will be allowed in this

area, or in any areas surrounding the construction site. Personal vehicles must be parked in the

perimeter parking lots or garages. Temporary parking permits can be obtained at the Contractor’s

expense at the USC Parking Office located in the Pendleton Street parking garage.  Refer to the

CAMPUS VEHICLE EXPECTATIONS (below) for additional information.

5. Contractor is responsible for removal of all debris from the site, and is required to provide the

necessary dumpsters which will be emptied on a regular basis. Construction waste must not be

placed in University dumpsters. The construction site must be thoroughly cleaned with all trash

picked up and properly disposed of on a daily basis and the site must be left in a safe and sanitary

condition each day. The University will inspect job sites regularly and will fine any contractor

found to be in violation of this requirement an amount of up to $1,000 per violation.

6. The Contractor shall be responsible for erosion and sediment control measures where ground

disturbances are made.

PROJECT FENCING 

7. All construction projects with exterior impacts shall have construction fencing at the perimeter.

Fencing shall be 6’ chain link with black or green privacy fabric (80-90% blockage). For fence

panels with footed stands, sandbag weights shall be placed on the inside of the fence.  Ripped

sandbags shall be replaced immediately.

8. For projects with long fencing runs and/or high profile locations, decorative USC banners shall be

used on top of privacy fabric; banners should be used at a ratio of one banner for every five fence

panels. USC Project Manager will make arrangements for banner delivery for Contractor to hang.

9. The use of plastic safety fencing is discouraged and shall only be used on a temporary basis (less

than four weeks) where absolutely necessary. Safety fencing shall be a neon yellow-green, high-
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visibility fencing equal to ‘Kryptonight’ by Tenax. Safety fencing shall be erected and maintained 

in a neat and orderly fashion throughout the project. 

10. Vehicles and all other equipment shall be contained within a fenced area if they are on site for more

than 3 consecutive calendar days.

BEHAVIOR 

11. Fraternization between Contractor’s employees and USC students, faculty or staff is strictly

prohibited.

12. USC will not tolerate rude, abusive or degrading behavior on the job site.  Heckling and cat-calling

directed toward students, faculty or staff or any other person on USC property is strictly prohibited.

Any contractor whose employees violate this requirement will be assessed a fine of up to $500 per

violation.

13. Contractor’s employees must adhere to the University’s policy of maintaining a drug-free and

tobacco-free campus.

HAZARDOUS MATERIALS & SAFETY COMPLIANCE 

14. A USC Permit to Work must be signed prior to any work being performed by the general contractor

or sub-contractor(s).

15. The contractor will comply with all regulations set forth by OSHA and SCDHEC. Contractor must

also adhere to USC's internal policies and procedures (available by request). Upon request, the

contractor will submit all Safety Programs and Certificates of Insurance to the University for

review.

16. Contractor must notify the University immediately upon the discovery of suspect material which

may contain asbestos or other such hazardous materials. These materials must not be disturbed until

approved by the USC Project Manager.

17. In the event of an OSHA inspection, the Contractor shall immediately call the Facilities Call

Center, 803-777-4217, and report that an OSHA inspector is on site. An employee from USC’s

Safety Unit will arrive to assist in the inspection.

LANDSCAPE & TREE PROTECTION 

18. In conjunction with the construction documents, the USC Arborist shall direct methods to minimize

damage to campus trees. Tree protection fencing is required to protect existing trees and other

landscape features to be affected by a construction project. The location of this fence will be

evaluated for each situation with the USC Arborist, Landscape Architect and Project Manager. Tree

protection fencing may be required along access routes as well as within the project area itself.

Fence locations may have to be reset throughout the course of the project.

19. The tree protection fence shall be 6' high chain link fence with 80-90% privacy screening unless

otherwise approved by USC Arborist and/or Landscape Architect. If the tree protection fence is

completely within a screened jobsite fence perimeter, privacy fabric is not required.  In-ground

fence posts are preferred in most situations for greater protection. If utility or pavement conflicts

are present, fence panels in footed stands are acceptable. See attached detail for typical tree

protection fencing.

20. No entry, vehicle parking, or materials storage will be allowed inside the tree protection zone. A 4"
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layer of mulch shall be placed over the tree protection area to maintain moisture in the root zone. 

21. Where it is necessary to cross walks, tree root zones (i.e., under canopy) or lawns the following

protective measures shall be taken:

a. For single loads up to 9,000 lbs., a 3/4" minimum plywood base shall be placed over 4” of

mulch.

b. For single loads over 9,000 lbs., two layers of 3/4" plywood shall be placed over 4” of

mulch.

c. Plywood sheets shall be replaced as they deteriorate or delaminate with exposure.

d. For projects requiring heavier loads, a construction entry road consisting of 10' X 16' oak

logging mats on 12" coarse, chipped, hardwood base. Mulch and logging mats shall be

supplemented throughout the project to keep matting structurally functional.

22. Damage to any trees during construction shall be assessed by the USC Arborist, who will stipulate

what action will be taken for remediation of damage. The cost of any and all remediation will be

assumed by the contractor at no additional cost to the project. Compensation for damages may be

assessed up to $500 per caliper inch of tree (up to 8”) and $500 per inch of diameter at breast height

(for trees over 8”).

23. Damage to trunks and limbs, as well as disturbance of the root zone under the dripline of tree,

including compaction of soil, cutting or filling, or storage of materials, shall qualify as damage and

subject to remediation.

24. Any damage to existing pavements or landscaping (including lawn areas and irrigation) will be

remediated before final payment is made.

TEMPORARY FACILITIES 

25. Contractor will be responsible for providing its own temporary toilet facilities, unless prior

arrangements are made with the USC Project Manager.

26. Use of USC communications facilities (telephones, computers, etc.) by the Contractor is prohibited,

unless prior arrangements are made with the USC Project Manager.

CAMPUS KEYS 

27. Contractor must sign a Contractor Key Receipt/Return form before any keys are issued. Keys must

be returned immediately upon the completion of the work.  The Contractor will bear the cost of any

re-keying necessary due to the loss of or failure to return keys.

WELDING 

28. A welding (hot work) permit must be issued by the University Fire Marshall before any welding

can begin inside a building. The USC Project Manager will coordinate.

PROJECT EVALUATION & CLOSE-OUT 

29. For all projects over $100,000, including IDCs, a Contractor Performance Evaluation (SE 397) will

be reviewed with the GC at the beginning of the project and a copy given to the GC. At the end of

the project the form will be completed by the USC Project Manager and a Construction

Performance rating will be established.

30. Contractor must provide all O&M manuals, as-built drawings, and training of USC personnel on

new equipment, controls, etc. prior to Substantial Completion. Final payment will not be made until



4/2015 

Page 4 of 5 

M:\Facilities Resources\Procurement\Memos & Form Letters\USC Suppl Conditions Updated 04-

2015.doc 

this is completed. 

CAMPUS VEHICLE EXPECTATIONS 

31. Personal vehicles must be parked in the perimeter parking lots or garages. Temporary parking

permits can be obtained at the Contractor’s expense at the USC Parking Office located in the

Pendleton Street parking garage.

32. All motorized vehicle traffic on USC walkways and landscape areas must be approved by the USC

Project Manager and Parking Division, have a USC parking placard, and be parked within the

approved laydown area. Violators may be subject to ticketing, towing and fines.

33. All motorized vehicles that leak or drip liquids are prohibited from traveling or parking on walks or

landscaped areas.

34. Drivers of equipment or motor vehicles that damage university hardscape or landscape will be held

responsible for damages and restoration expense.

35. All vehicles parked on landscape, hardscape, or in the process of service delivery, must display

adequate safety devices, i.e. flashing lights, cones, signage, etc.

36. All drivers of equipment and vehicles shall be respectful of University landscape, equipment,

structures, fixtures and signage.

37. All incidents of property damage shall be reported to Parking Services or the Work Management

Center.





Project Name: USC SOM- Med Park 15 Replace AHU 1 & 2 

Project Number: FP00000164

University of South Carolina 

CONTRACTOR’S ONE YEAR GUARANTEE 

STATE OF ___________________________________________________________________________ 

COUNTY OF _________________________________________________________________________ 

WE__________________________________________________________________________ 

as General Contractor on the above-named project, do hereby guarantee that all work executed under the  

requirements of the Contract Documents shall be free from defects due to faulty materials and /or  

workmanship for a period of one (1) year from date of acceptance of the work by the Owner and/or  

Architect/Engineer; and hereby agree to remedy defects due to faulty materials and/or workmanship, and 

pay for any damage resulting wherefrom, at no cost to the Owner, provided; however, that the 

following are excluded from this guarantee; 

 Defects or failures resulting from abuse by Owner. 

 Damage caused by fire, tornado, hail, hurricane, acts of God, wars, riots, or civil commotion. 

_________________________________________ 

[Name of Contracting Firm] 

*By________________________________

Title_______________________________

*Must be executed by an office of the Contracting

Firm.

SWORN TO before me this  

__________ day of ___________, 2____ (seal) 

_________________________State  

My commission expires __________________ 
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SECTION 01 2000 - PRICE AND PAYMENT PROCEDURES
PART 1  GENERAL
1.01 SECTION INCLUDES

A. Procedures for preparation and submittal of applications for progress payments.
B. Documentation of changes in Contract Sum and Contract Time.
C. Coordinate the Schedule of Values and Applications for Payment with the Contractor's

Construction Schedule, List of Subcontracts, and Submittal Schedule.
D. The Contractor's Construction Schedule and Submittal Schedule are included in other sections

of Division 1.
E. See also the payment requirements in Supplementary Conditions.
F. Change procedures.
G. Correlation of Contractor submittals based on changes.
H. Procedures for preparation and submittal of application for final payment.

1.02 SCHEDULE OF VALUES
A. Electronic media printout including equivalent information will be considered in lieu of standard

form specified; submit draft to Architect for approval.
B. Forms filled out by hand will not be accepted.
C. Submit a printed schedule on AIA Form G703 - Application and Certificate for Payment

Continuation Sheet. Contractor's standard form or electronic media printout will be considered.
D. Submit Schedule of Values in duplicate within 15 days after date of Owner-Contractor

Agreement.
E. Format:  Utilize the Table of Contents of this Project Manual. Identify each line item with

number and title of the specification section.  Identify site mobilization.
1. Provide minimum of 1% of the Construction Cost for Project Record Drawings.
2. Provide minimum of 1% of the Construction Cost for Operating and Maintenance Data.
3. Provide a breakdown of the Contract Sum in sufficient detail to facilitate continued

evaluation of Applications for Payment and progress reports.  Break principal subcontract
amounts down into several line items.

F. Correlate line items in the Schedule of Values with other required administrative schedules and
forms, including:
1. Contractor's construction schedule.
2. Application for Payment form.
3. List of Subcontractors.
4. Schedule of allowances.
5. List of principal suppliers and fabricators.
6. Schedule of submittals.

G. Sub-Schedules:  Where the Work is separated into phases that require separately phased
payments, provide sub-schedules showing values correlated with each phase of payment.

H. Identification:  Include the following Project identification on the Schedule of Values:
1. Project name, State project number, A/E project number and location.
2. Name of the Architect.
3. Contractor's name and address.
4. Date of submittal.

I. Round amounts off to the nearest whole dollar; the total shall equal the Contract Sum.
J. Include within each line item, a direct proportional amount of Contractor's overhead and profit.
K. For each part of the Work where an Application for Payment may include materials or

equipment, purchased or fabricated and stored, but not yet installed, provide separate line
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items on the Schedule of Values for initial cost of the materials, for each subsequent stage of
completion, and for total installed value of that part of the Work.

L. Margins of Cost:  Show line items for indirect costs, and margins on actual costs, only to the
extent that such items will be listed individually in Applications for Payment.  Each item in the
Schedule of Values and Applications for Payment shall be complete including its total cost and
proportionate share of general overhead and profit margin.

M. Temporary facilities and other major cost items that are not direct cost of actual work-in-place
may be shown as separate line items in the Schedule of Values.

N. Revise schedule to list approved Change Orders, with each Application For Payment.
1.03 APPLICATIONS FOR PROGRESS PAYMENTS

A. Payment Period:  Submit at intervals stipulated in the Agreement.
B. Electronic media printout including equivalent information will be considered in lieu of standard

form specified; submit sample to Architect for approval.
C. Forms filled out by hand will not be accepted.
D. Present required information in typewritten form.
E. Initial Application for Payment:  Administrative actions and submittals that must precede or

coincide with submittal of the first Application for Payment include the following:
1. List of Subcontractors.  Subcontractors listed on the bid form shall match those submitted

under this section.
2. List of principal suppliers and fabricators.
3. Schedule of Values.
4. Contractor's Construction Schedule (preliminary if not final).
5. Schedule of principal products.
6. List of Contractor's staff assignments.
7. List of Contractor's principal consultants.
8. Copies of building permits.
9. Copies of authorizations and licenses from governing authorities for performance of the

Work.
10. Initial progress report.
11. Report of pre-construction meeting.
12. Certificates of insurance and insurance policies.
13. Performance and payment bonds (if required).
14. Data needed to acquire Owner's insurance.
15. Initial settlement survey and damage report, if required.

F. Form:  AIA G702 Application and Certificate for Payment and AIA G703 - Continuation Sheet
including continuation sheets when required.

G. For each item, provide a column for listing each of the following:
1. Item Number.
2. Description of work.
3. Scheduled Values.
4. Previous Applications.
5. Work in Place and Stored Materials under this Application.
6. Authorized Change Orders.
7. Total Completed and Stored to Date of Application.
8. Percentage of Completion.
9. Balance to Finish.
10. Retainage.

H. Execute certification by signature of authorized officer.
1. Incomplete applications will be returned without action.
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I. Use data from approved Schedule of Values.  Provide dollar value in each column for each line
item for portion of work performed and for stored products.

J. List each authorized Change Order as a separate line item, listing Change Order number and
dollar amount as for an original item of work.

K. Submit one electronic and three hard-copies of each Application for Payment.
L. Waiver Forms:  Submit waivers of lien on forms, and executed in a manner, acceptable to

Owner.
M. Include the following with the application:

1. Transmittal letter as specified for submittals in Section 01 3000.
2. Construction progress schedule, revised and current as specified in Section 01 3216.
3. Partial release of liens from major subcontractors and vendors.

N. Waiver Delays:  Submit each Application for Payment with the Contractor's waiver of
mechanics lien for the period of construction covered by the application.

O. When an application shows completion of an item, submit final or full waivers.
P. When Architect requires substantiating information, submit data justifying dollar amounts in

question.  Provide one copy of data with cover letter for each copy of submittal. Show
application number and date, and line item by number and description.

Q. Application for Payment at Substantial Completion:  Following issuance of the Certificate of
Substantial Completion, submit an Application for Payment; this application shall reflect any
Certificates of Partial Substantial Completion issued previously for Owner occupancy of
designated portions of the Work.

R. Administrative actions and submittals that shall proceed or coincide with this application
include:
1. Occupancy permits and similar approvals.
2. Warranties (guarantees) and maintenance agreements.
3. Test/adjust/balance records.
4. Meter readings.
5. Start-up performance reports.
6. Change-over information related to Owner's occupancy, use, operation and maintenance.
7. Final cleaning.
8. Application for reduction of retainage, and consent of surety.
9. Advice on shifting insurance coverages.

S. List of incomplete Work, recognized as exceptions to  Architect's Certificate of Substantial
Completion.

T. Contractor is required to assemble and complete information required by SC Department of
Health and Environmental Control for project close-out.  Copies of these regulations and
guidelines are available from SCDHEC or will be given to successful bidder upon start of work. 
Three copies of all information is required.

1.04 MODIFICATION PROCEDURES
A. Submit name of the individual authorized to receive change documents and who will be

responsible for informing others in Contractor's employ or subcontractors of changes to the
Contract Documents.

B. For minor changes not involving an adjustment to the Contract Price or Contract Time,
Architect will issue instructions directly to Contractor.

C. Architect will advise of minor changes in the Work not involving an adjustment to Contract Sum
or Contract Time as authorized by the Conditions of the Contract by issuing supplemental
instructions on AIA Form G710.

D. For other required changes, Architect will issue a document signed by Owner instructing
Contractor to proceed with the change, for subsequent inclusion in a Change Order.
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1. The document will describe the required changes and will designate method of
determining any change in Contract Sum or Contract Time.

2. Promptly execute the change.
E. For changes for which advance pricing is desired, Architect will issue a document that includes

a detailed description of a proposed change with supplementary or revised drawings and
specifications, a change in Contract Time for executing the changewith a stipulation of any
overtime work required and the period of time during which the requested price will be
considered valid.  Contractor shall prepare and submit a fixed price quotation within 14 days.

F. Contractor may propose a change by submitting a request for change to Architect, describing
the proposed change and its full effect on the work, with a statement describing the reason for
the change, and the effect on the Contract Sum and Contract Time with full documentation. 
Document any requested substitutions in accordance with Section 01 6000.

G. Computation of Change in Contract Amount:  As specified in the Agreement and Conditions of
the Contract.
1. For change requested by Architect for work falling under a fixed price contract, the amount

will be based on Contractor's price quotation.
2. For change requested by Contractor, the amount will be based on the Contractor's

request for a Change Order as approved by Architect.
3. For pre-determined unit prices and quantities, the amount will based on the fixed unit

prices.
4. For change ordered by Architect without a quotation from Contractor, the amount will be

determined by Architect based on the Contractor's substantiation of costs as specified for
Time and Material work.

H. Substantiation of Costs:  Provide full information required for evaluation.
1.  Provide following data:

a. Quantities of products, labor, and equipment.
b. Taxes, insurance, and bonds.
c. Overhead and profit.
d. Justification for any change in Contract Time.
e. Credit for deletions from Contract, similarly documented.

2. Support each claim for additional costs with additional information:
a. Origin and date of claim.
b. Dates and times work was performed, and by whom.
c. Time records and wage rates paid.
d. Invoices and receipts for products, equipment, and subcontracts, similarly

documented.
3. For Time and Material work, submit itemized account and supporting data after

completion of change, within time limits indicated in the Conditions of the Contract.
I. Execution of Change Orders:  Architect will issue Change Orders for signatures of parties as

provided in the Conditions of the Contract.
J. After execution of Change Order, promptly revise Schedule of Values and Application for

Payment forms to record each authorized Change Order as a separate line item and adjust the
Contract Sum.

K. Promptly revise progress schedules to reflect any change in Contract Time, revise
sub-schedules to adjust times for other items of work affected by the change, and resubmit.

L. Promptly enter changes in Project Record Documents.
1.05 APPLICATION FOR FINAL PAYMENT

A. Submit final Application for Payment with or preceded by final waivers from every entity
involved with performance of Work covered by the application who could lawfully be entitled to
a lien.
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B. Prepare Application for Final Payment as specified for progress payments, identifying total
adjusted Contract Sum, previous payments, and sum remaining due.

PART 2  PRODUCTS - NOT USED
PART 3  EXECUTION - NOT USED

END OF SECTION
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SECTION 01 3000 - ADMINISTRATIVE REQUIREMENTS
PART 1  GENERAL
1.01 SECTION INCLUDES

A. Preconstruction meeting.
B. Progress meetings.
C. Construction progress schedule.
D. Coordination drawings.
E. Submittals for review, information, and project closeout.
F. Number of copies of submittals.
G. Submittal procedures.

PART 2  PRODUCTS - NOT USED
PART 3  EXECUTION
3.01 PRECONSTRUCTION MEETING

A. Contractor will schedule a meeting after Notice of Award.
B. Attendance Required:

1. Owner.
2. Architect.
3. Contractor.
4. OSE representative.
5. State Agency representative.
6. Building Inspector.
7. All applicable special inspectors as indicated in the contract.

C. Agenda:
1. Execution of Owner-Contractor Agreement.
2. Distribution of Contract Documents.
3. Submission of list of subcontractors, list of products, schedule of values, and progress

schedule.
4. Designation of personnel representing the parties to Contract, Owner, and Architect.
5. Procedures and processing of field decisions, submittals, substitutions, applications for

payments, proposal request, Change Orders, and Contract closeout procedures.
6. Scheduling.
7. Scheduling activities of a Geotechnical Engineer.

D. Contractor to record minutes and distribute copies within two days after meeting to participants,
with two copies to Architect, Owner, participants, and those affected by decisions made.

3.02 PROGRESS MEETINGS
A. Schedule and administer meetings throughout progress of the Work at maximum weekly

intervals on day and time convenient for all parties involved.
B. Make arrangements for meetings, prepare agenda with copies for participants prior to

meetings, preside at meetings.
C. Attendance Required:  Job superintendent, major Subcontractors and suppliers as appropriate

to agenda topics for each meeting. The Architect and Owner may attend.
D. Agenda:

1. Review minutes of previous meetings.
2. Review of work progress.
3. Field observations, problems, and decisions.
4. Identification of problems that impede, or will impede, planned progress.
5. Review of submittals schedule and status of submittals.
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6. Review of status of Request for Information (RFI).
7. Review of status of Architectural Supplemental Instructions (ASI).
8. Review of status of proposal requests (PR).
9. Review of status of Change Orders (CO).
10. Review of off-site fabrication and delivery schedules.
11. Maintenance of progress schedule.
12. Corrective measures to regain projected schedules.
13. Planned progress during succeeding work period.
14. Coordination of projected progress.
15. Maintenance of quality and work standards.
16. Effect of proposed changes on progress schedule and coordination.
17. Other business relating to work.

E. Record minutes and distribute copies within five days after meeting to participants, with three
copies to Architect, one copy to Owner, participants, and those affected by decisions made.

3.03 CONSTRUCTION PROGRESS SCHEDULE
A. Within 10 days after date of the Agreement, submit preliminary schedule defining planned

operations for the first 60 days of work, with a general outline for remainder of work. defining
planned operations for the first 60 days of work, with a general outline for remainder of work.

B. If preliminary schedule requires revision after review, submit revised schedule within 10 days.
C. Within 20 days after review of preliminary schedule, submit draft of proposed complete

schedule for review.
1. Include written certification that major contractors have reviewed and accepted proposed

schedule.
D. Within 10 days after joint review, submit complete schedule.
E. Submit updated schedule every 30 days.

3.04 COORDINATION DRAWINGS
A. Review drawings prior to submission to Architect.

3.05 SUBMITTALS FOR REVIEW
A. When the following are specified in individual sections, submit them for review:

1. Product data.
a. When product data submittals are prepared specifically for this project (in the

absence of standard printed information) submit such information as shop drawings
and not as product data submittals.

b. Content:
1) Identify the particular product being submitted; submit only pertinent pages.
2) Show compliance with properties specified.
3) Identify which options and accessories are applicable.
4) Show compliance with the specific standards referenced.
5) Show compliance with specified testing agency listings; show the limitations of

their labels or seals, if any.
6) Identify dimensions which have been verified by field measurement.
7) Show special coordination requirements for the product.

2. Shop drawings.
a. Original drawings, prepared by Contractor,   Subcontractor,  supplier or distributor,

which illustrate  portion of the work, showing fabrication, layout, setting and erection
details.

b. Do not reproduce the Contract Drawings for the shop drawing submittals. Electronic
media of the Construction Documents are not available for the Contractor's
Subcontractor's, or material suppliers use.

c. Identify details by reference to drawing sheet number(s) and pertinent detail
number(s).
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d. Shop drawings shall not include the phrase  by others, except when relating to
materials, products or equipment not included under the total Contract.

3. Samples for selection.
4. Samples for verification.
5. Samples.

a. Provide samples that are the same as proposed product.
b. Where products are to match a sample prepared by other entities, prepare sample to

match.
c. Preparation:

1) Attach a description to each sample.
2) Attach name of manufacturer or source to each sample.
3) Where compliance with specified properties is required, attach documentation

showing compliance.
4) Where selection is required, the first submittal may be a single set of all options;

after return of submittal with selection indicated, submit standard number of sets
of selected item.

d. Keep final sample set(s) at the project site, available for use during progress of the
work.

e. Contractor shall be responsible for submitting all interior and exterior materials
samples that require a color and/or finish selection or is required to be part of a mock
up assembly  at the same time.  The Contractor shall include the color, finish,
material selection schedule in the shop drawing submittal schedule. The Architect will
provide final color, finish, and material selections only when they have all been
submitted by the Contractor.

B. Submit to Architect for review for the limited purpose of checking for conformance with
information given and the design concept expressed in the contract documents.

C. Samples will be reviewed for aesthetic, color, or finish selection.
D. After review, provide copies and distribute in accordance with SUBMITTAL PROCEDURES

article below and for record documents purposes described in Section 01 7800 - Closeout
Submittals.

3.06 SUBMITTALS FOR INFORMATION
A. When the following are specified in individual sections, submit them for information:

1. Design data.
2. Certificates.
3. Test reports.
4. Inspection reports.
5. Manufacturer's instructions.
6. Manufacturer's field reports.
7. Other types indicated.

B. Submit for Architect's knowledge as contract administrator or for Owner.
3.07 SUBMITTALS FOR PROJECT CLOSEOUT

A. Submit Correction Punch List for Substantial Completion.
B. Submit Final Correction Punch List for Substantial Completion.
C. When the following are specified in individual sections, submit them at project closeout in

conformance to requirements of Section 01 7800 - Closeout Submittals:
1. Project record documents.
2. Operation and maintenance data.
3. Warranties.
4. Bonds.
5. Other types as indicated.

D. Submit for Owner's benefit during and after project completion.
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3.08 SUBMITTAL PROCEDURES
A. General Requirements:
B. Shop Drawing Procedures:

1. Prepare accurate, drawn-to-scale, original shop drawing documentation by  interpreting
the Contract Documents and coordinating related Work.

2. Generic, non-project specific information submitted as shop drawings do not meet the
requirements for shop drawings.

C. Transmit each submittal with a copy of approved submittal form.
D. Transmit each submittal with AIA Form G810, in duplicate.

1. Submittals received without a transmittal form will be returned without review or action.
2. Fill out a separate transmittal form for each submittal; also include the following:

a. Other relevant information.
b. Requests for additional information.

3. Sequentially number the transmittal form.  Revise submittals with original number and a
sequential alphabetic suffix.

E. Identify Project name and numbers, Contractor's, Subcontractor's or supplier's name and
address, Architect's name and address, Manufacturer's name ; pertinent drawing and detail
number, and specification section number, as appropriate on each copy.

F. Apply Contractor's stamp, signed or initialed certifying that review, approval, verification of
Products required, field dimensions, quantities, adjacent construction Work, and coordination of
information is in accordance with the requirements of the Work and Contract Documents.
1. Contractor’s responsibility regarding errors and omissions in submittals is not relieved by

Architect’s review of submittals.
2. Contractor’s responsibility regarding deviations in submittals from requirements of

Contract Documents is not relieved by Architect’s review submittals, unless Architect
gives written acceptance of specific deviations as approved by Owner.

3. When work is directly related and involves more than one trade, shop drawings shall be
coordinated by the submitting Contractor/Subcontractor with other trades prior submission
and related work submitted under one cover.
a. After shop drawing has been submitted for review, no changes may be made to that

Drawing other than changes resulting from review notes made by the Architect
unless such changes are clearly identified and circled before being resubmitted.  Any
failure to comply with this requirement shall nullify and invalidate the Architect’s
review.

4. Submittals without Contractor’s stamp of review will not be reviewed and will be returned
for resubmission.

G. Submittals will be accepted from the Contractor only.  Submittals received from other entities
will be returned without review or action.

H. Do not submit substitute items that have not been approved by means of the procedure
specified elsewhere.

I. Do not include requests for substitution (either direct or indirect) on submittals; comply with
procedures for substitutions specified elsewhere.

J. Deliver submittals to Architect at business address.
K. Schedule submittals to expedite the Project, and coordinate submission of related items.

1. Prepare and submit, in accordance with the approved Project Construction Schedule, a
separate document listing dates by which shop drawings, product data and samples must
be submitted for each material, product or equipment item requiring submittal.

2. The schedule shall reflect an orderly sequence so as to cause no delay in the Work.
3. Coordinate submittals and activities that must be performed in sequence, so that the

Architect has enough information to properly review the submittals.
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4. Coordinate submittals of different types for the same product or system so that the
Architect has enough information to properly review each submittal.

5. The dates indicated shall allow reasonable time for the review process of checking,
correcting and resubmitting and reasonable time for procurement.

6. No extension of time will be granted to the  Contractor/Subcontractor  because of failure to
expeditiously submit shop drawings and samples in reasonable time to allow for review
process.

7. For each submittal for review, allow 15 days excluding delivery time to and from the
Contractor. Architect shall review with reasonable promptness.

L. Identify variations from Contract Documents and Product or system limitations that may be
detrimental to successful performance of the completed Work.

M. Provide space for Contractor and Architect review stamps. Submittals to receive Architect's
action marking:  Provide blank space on the label or on the submittal itself for action marking; 4
inches wide by 6 inches high.

N. Do not commence work which requires review of any submittals until receipt of returned
submittals with an acceptable action.
1. Stamped Reviewed, no corrections or resubmissions required, fabrication may proceed.
2. Stamped Revise and Resubmit.

a. If Contractor/Subcontractor complies with noted corrections, fabrication may proceed.
3. If for any reason the Contractor/Subcontractor cannot comply with the noted corrections,

fabrication shall not proceed and Contractor/Subcontractor shall resubmit, following
procedures outlined herein before.

4. Stamped Revise and Resubmit or Resubmit.
a. Contractor/Subcontractor shall revise and resubmit for review.  Fabrication shall not

proceed.
O. When revised for resubmission, identify all changes made since previous submission.
P. Distribute reviewed submittals as appropriate.  Instruct parties to promptly report any inability to

comply with requirements.
Q. Submittals not requested will not be recognized or processed.

END OF SECTION
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SECTION 01 3216 - CONSTRUCTION PROGRESS SCHEDULE
PART 1  GENERAL
1.01 SECTION INCLUDES

A. Preliminary schedule.
B. Construction progress schedule, bar chart type.
C. Reports.

1.02 SUBMITTALS
A. Within 10 days after date of Agreement, submit preliminary schedule.
B. If preliminary schedule requires revision after review, submit revised schedule within 3 working

days.
C. Within 10 days after date established in Notice to Proceed, submit draft of proposed complete

schedule for review.
1. Include written certification that major contractors have reviewed and accepted proposed

schedule.
D. Within 3 days after Architect's review, submit complete schedule.
E. Submit Daily Construction Reports every week.
F. Submit updated schedule and Progress Reports with each Application for Payment.
G. Submit the number of opaque reproductions that Contractor requires, plus three copies that will

be retained by Architect.
H. Submit under transmittal letter form specified in Section 01 3000 - Administrative

Requirements.
1.03 QUALITY ASSURANCE

A. Scheduler:  Contractor's personnel or specialist Consultant specializing in CPM scheduling with
one years minimum experience in scheduling construction work of a complexity comparable to
this Project, and having use of computer facilities capable of delivering a detailed graphic
printout within 48 hours of request.

1.04 SCHEDULE FORMAT
A. Listings:  In chronological order according to the start date for each activity.  Identify each

activity with the applicable specification section number.
B. Diagram Sheet Size:  Maximum 22 x 17 inches.
C. Sheet Size:  Multiples of 8-1/2 x 11 inches.
D. Scale and Spacing:  To allow for notations and revisions.

1.05 COORDINATION
A. In preparation of schedules, take into account the time allowed or required for the Architect's

administrative procedures.
PART 2  PRODUCTS - NOT USED
PART 3  EXECUTION
3.01 PRELIMINARY SCHEDULE

A. Prepare preliminary schedule in the form of a horizontal bar chart.
3.02 CONTENT

A. Show complete sequence of construction by activity, with dates for beginning and completion of
each element of construction.

B. Identify each item by specification section number.
C. Identify work of separate stages and other logically grouped activities.
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D. Provide sub-schedules to define critical portions of the entire schedule.
E. Include conferences and meetings in schedule.
F. Show accumulated percentage of completion of each item, and total percentage of Work

completed, as of the first day of each month.
G. Provide separate schedule of submittal dates for shop drawings, product data, and samples,

owner-furnished products, products identified under Allowances, and dates reviewed submittals
will be required from Architect.  Indicate decision dates for selection of finishes.

H. Indicate delivery dates for owner-furnished products.
I. Coordinate content with schedule of values specified in Section 01 2000 - Price and Payment

Procedures.
J. Provide legend for symbols and abbreviations used.
K. Use the same terminology as that used in the Contract Documents.

3.03 BAR CHARTS
A. Include a separate bar for each major portion of Work or operation.
B. Identify the first work day of each week.
C. Coordinate each element on the schedule with other construction activities.
D. Show activities in proper sequence.
E. Include cost bar at top of chart, showing estimated and actual costs of work performed at the

date of each application for payment.
F. Use vertical lines to mark the time scale at not more than one week intervals.

3.04 CONTRACTOR'S CONSTRUCTION SCHEDULE
A. Provide construction schedule in the form of bar charts:

1. Use the same items of work as shown in the schedule of values.
2. Where related activities must be performed in sequence, show relationship graphically.
3. Incorporate the submittal schedule specified elsewhere.
4. Incorporate the quality control activities schedule specified elsewhere.
5. Show dates of:

a. Each activity that influences the construction time.
b. Preconstruction meeting.
c. Ordering dates for products requiring long lead time.
d. Completion of demolition.
e. Completion of mechanical work.
f. Completion of electrical work.
g. Instruction of the Owner's personnel in operation and maintenance of equipment and

systems.
h. Substantial and final completion, with time frames for the Architect's completion

procedures.
6. In developing the schedule take into account:

a. Continued occupancy of areas adjacent to the work area as well as throughout the
building.

b. Interruption of services to occupied facilities
c. Site limitations

3.05 UPDATING SCHEDULE
A. Maintain schedules to record actual start and finish dates of completed activities.
B. Indicate progress of each activity to date of revision, with projected completion date of each

activity. 
C. Annotate diagrams to graphically depict current status of Work.
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D. Identify activities modified since previous submittal, major changes in Work, and other
identifiable changes.

E. Indicate changes required to maintain Date of Substantial Completion.
F. Submit progress reports required to support recommended changes.

3.06 DISTRIBUTION OF SCHEDULE
A. Distribute copies of updated schedules and reports to Contractor's project site file, to

Subcontractors, suppliers, Architect, Owner, and other concerned parties.
B. Instruct recipients to promptly report, in writing, problems anticipated by projections indicated in

schedules.
3.07 REPORTS

A. Daily Construction Logs:  Every day, record the following information concerning events at the
site:
1. Approximate number of persons at the site.
2. Visitors to the site.
3. Modifications to the contract received; modifications implemented.
4. Changes in occupancy.
5. Delays; reasons for delay.
6. Emergencies and accidents.
7. Equipment and system start-ups and tests.
8. Losses of material and property.
9. Meetings held and significant decisions made there.
10. Names of Subcontractors at site.
11. Orders and requests of representatives of governing authorities.
12. Unusual events.
13. Utility service disconnections and connections.

B. Progress Reports:  Prepare a narrative report describing the general state of completion of the
work and describing in detail the following:
1. Actual and anticipated delays, their impact on the schedule, and corrective actions taken

or proposed.
2. Actual and potential problems.
3. Status of change order work.
4. Effect of delays, problems, and changes on the schedules of Subcontractors.
5. Outstanding change proposal requests.
6. Status of corrective work ordered by the Architect

END OF SECTION
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SECTION 01 4000 - QUALITY REQUIREMENTS
PART 1  GENERAL
1.01 SECTION INCLUDES

A. Submittals.
B. Mock-ups.
C. Control of installation.
D. Tolerances.
E. Testing and inspection agencies and services.
F. Control of installation.
G. Mock-ups.
H. Tolerances.
I. Manufacturers' field services.
J. Defect Assessment.

1.02 SUBMITTALS
A. See Section 01 3000 - Administrative Requirements, for submittal procedures.
B. Design Data:  Submit for Architect's and Owner's knowledge information for the limited purpose

of assessing conformance with information given and the design concept expressed in the
contract documents.

C. Certificates:  When specified in individual specification sections, submit certification by the
manufacturer and Contractor or installation/application subcontractor to the Owner and
Architect, in quantities specified for Product Data.
1. Indicate material or product conforms to or exceeds specified requirements.  Submit

supporting reference data, affidavits, and certifications as appropriate.
2. Certificates may be recent or previous test results on material or product, but must be

acceptable to Architect.
D. Manufacturer's Instructions:  When specified in individual specification sections, submit printed

instructions for delivery, storage, assembly, installation, start-up, adjusting, and finishing, for
the Owner's information.  Indicate special procedures, perimeter conditions requiring special
attention, and special environmental criteria required for application or installation.

E. Manufacturer's Field Reports:  Submit reports to the Owner and the Architect.
1. Submit report  within 10 days of observation to Owner and Architect for information.
2. Submit for information for the limited purpose of assessing conformance with information

given and the design concept expressed in the contract documents.
F. Erection Drawings:  Submit drawings for Owner and Architect's benefit.

1. Submit for information for the limited purpose of assessing conformance with information
given and the design concept expressed in the contract documents.

2. Data indicating inappropriate or unacceptable Work may be subject to action by Architect
or Owner.

1.03 TESTING AND INSPECTION AGENCIES AND SERVICES
A. Owner will employ and pay for services of an independent testing agency to perform other

specified testing.
B. Employment of agency in no way relieves Contractor of obligation to perform Work in

accordance with requirements of Contract Documents.
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PART 2  PRODUCTS - NOT USED
PART 3  EXECUTION
3.01 CONTROL OF INSTALLATION

A. Monitor quality control over suppliers, manufacturers, products, services, site conditions, and
workmanship, to produce Work of specified quality.

B. Comply with manufacturers' instructions, including each step in sequence.
C. Should manufacturers' instructions conflict with Contract Documents, request clarification from

Architect before proceeding.
D. Comply with specified standards as minimum quality for the Work except where more stringent

tolerances, codes, or specified requirements indicate higher standards or more precise
workmanship.

E. Have Work performed by persons qualified to produce required and specified quality.
F. Verify that field measurements are as indicated on shop drawings or as instructed by the

manufacturer.
G. Secure products in place with positive anchorage devices designed and sized to withstand

stresses, vibration, physical distortion, and disfigurement.
H. See additional requirements in Quality Assurance sections following this section.

3.02 MOCK-UPS
A. Tests will be performed under provisions identified in this section and identified in the

respective product specification sections as well as the other Quality Assurance sections
following this section.

B. Assemble and erect specified items with specified attachment and anchorage devices,
flashings, seals, and finishes.

C. Accepted mock-ups shall be a comparison standard for the remaining Work.
D. Where mock-up has been accepted by Architect, Owner and Testing/Inspection Agency and is

specified in product specification sections to be removed, remove mock-up and clear area
when directed to do so.

3.03 TOLERANCES
A. Monitor fabrication and installation tolerance control of products to produce acceptable Work. 

Do not permit tolerances to accumulate.
B. Comply with manufacturers' tolerances.  Should manufacturers' tolerances conflict with

Contract Documents, request clarification from Architect before proceeding.
C. Adjust products to appropriate dimensions; position before securing products in place.

3.04 TESTING AND INSPECTION
A. See individual specification sections for testing and inspection required.
B. Testing Agency Duties:

1. Test samples of mixes submitted by Contractor.
2. Provide qualified personnel at site.  Cooperate with Architect and Contractor in

performance of services.
3. Perform specified sampling and testing of products in accordance with specified

standards.
4. Ascertain compliance of materials and mixes with requirements of Contract Documents.
5. Promptly notify Architect and Contractor of observed irregularities or non-conformance of

Work or products.
6. Perform additional tests and inspections required by Architect.
7. Submit reports of all tests/inspections specified.
8. See additional requirements in Quality Assurance sections following this section.
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C. Limits on Testing/Inspection Agency Authority:
1. Agency may not release, revoke, alter, or enlarge on requirements of Contract

Documents.
2. Agency may not approve or accept any portion of the Work.
3. Agency may not assume any duties of Contractor.
4. Agency has no authority to stop the Work.
5. See additional requirements in Quality Assurance sections following this section.

D. Contractor Responsibilities:
1. Deliver to agency at designated location, adequate samples of materials proposed to be

used that require testing, along with proposed mix designs.
2. Cooperate with laboratory personnel, and provide access to the Work and to

manufacturers' facilities.
3. Provide incidental labor and facilities:

a. To provide access to Work to be tested/inspected.
b. To obtain and handle samples at the site or at source of Products to be

tested/inspected.
c. To facilitate tests/inspections.
d. To provide storage and curing of test samples.

4. Notify Architect and laboratory 24 hours prior to expected time for operations requiring
testing/inspection services.

5. Employ services of an independent qualified testing laboratory and pay for additional
samples, tests, and inspections required by Contractor beyond specified requirements.

6. Arrange with Owner's agency and pay for additional samples, tests, and inspections
required by Contractor beyond specified requirements.

E. Re-testing required because of non-conformance to specified requirements shall be performed
by the same agency on instructions by Architect.

F. Re-testing required because of non-conformance to specified requirements shall be paid for by
Contractor.
1. See additional requirements in Quality Assurance sections following this section.

3.05 MANUFACTURERS' FIELD SERVICES
A. When specified in individual specification sections, require material or product suppliers or

manufacturers to provide qualified staff personnel to observe site conditions, conditions of
surfaces and installation, quality of workmanship, start-up of equipment, test, adjust and
balance of equipment  as applicable, and to initiate instructions when necessary.

B. Submit qualifications of observer to Architect 30 days in advance of required observations.
1. Observer subject to approval of Architect.
2. Observer subject to approval of Owner.

C. Report observations and site decisions or instructions given to applicators or installers that are
supplemental or contrary to manufacturers' written instructions.

3.06 DEFECT ASSESSMENT
A. Replace Work or portions of the Work not conforming to specified requirements.
B. If, in the opinion of Architect, it is not practical to remove and replace the Work, Architect will

direct an appropriate remedy or adjust payment.
END OF SECTION



01 5000 - 1 TEMPORARY FACILITIES AND CONTROLS

SECTION 01 5000 - TEMPORARY FACILITIES AND CONTROLS
PART 1  GENERAL
1.01 SECTION INCLUDES

A. Temporary telecommunications services.
B. Temporary sanitary facilities.
C. Temporary Controls:  Barriers, enclosures, and fencing.
D. Security requirements.
E. Vehicular access and parking.
F. Waste removal facilities and services.

1.02 REFERENCE STANDARDS
1.03 TEMPORARY UTILITIES

A. Owner will provide the following:
1. Electrical power , consisting of connection to existing facilities.
2. Water supply, consisting of connection to existing facilities.

B. Existing facilities may be used.
1.04 TELECOMMUNICATIONS SERVICES

A. Provide, maintain, and pay for telecommunications services to field office at time of project
mobilization.

1.05 TEMPORARY SANITARY FACILITIES
A. Provide and maintain required facilities and enclosures.  Provide at time of project mobilization.
B. Use of existing facilities is not permitted.
C. Maintain daily in clean and sanitary condition.

1.06 BARRIERS
A. Provide ramboard protection for all elevator finishes and floors, walls, ceilings for the debris

haul route. Debris haul route is located along entire path from project site location in building to
debris removal site.

B. Temporary partitions shall be located to protect the lights in all corridors.
C. Provide barriers to prevent unauthorized entry to construction areas, to prevent access to areas

that could be hazardous to workers or the public, to allow for owner's use of site and to protect
existing facilities and adjacent properties from damage from construction operations and
demolition.

D. Provide barricades and covered walkways required by governing authorities for public
rights-of-way and for public access to existing building.

E. Provide protection for plants designated to remain.  Replace damaged plants.
F. Protect non-owned vehicular traffic, stored materials, site, and structures from damage.

1.07 VEHICULAR ACCESS AND PARKING
A. Comply with regulations relating to use of streets and sidewalks, access to emergency

facilities, and access for emergency vehicles.
B. Coordinate access and haul routes with governing authorities and Owner.
C. Provide and maintain access to fire hydrants, free of obstructions.
D. Provide means of removing mud from vehicle wheels before entering streets.
E. Owner to provide Contractor with (5) parking hang tags.

1.08 WASTE REMOVAL
A. The debris removal site is to be at the brick pavers near the rear onto rampon at floor grade.
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B. Provide waste removal facilities and services as required to maintain the site in clean and
orderly condition.

C. Provide containers with lids.  Remove trash from site daily.
D. Open free-fall chutes are not permitted.  Terminate closed chutes into appropriate containers

with lids.
E. Debris haul route to remain clean and in orderly condition daily as well as free from debris.

PART 2  PRODUCTS - NOT USED
PART 3  EXECUTION - NOT USED

END OF SECTION
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SECTION 01 6000 - PRODUCT REQUIREMENTS
PART 1  GENERAL
1.01 SECTION INCLUDES

A. General product requirements.
B. Transportation, handling, storage and protection.
C. Product option requirements.
D. Substitution limitations.
E. Procedures for Owner-supplied products.
F. Maintenance materials, including extra materials, spare parts, tools, and software.

1.02 REFERENCE STANDARDS
A. NFPA 70 - National Electrical Code.

1.03 SUBMITTALS
A. Proposed Products List:  Submit list of major products proposed for use, with name of

manufacturer, trade name, and model number of each product.
1. Submit within 15 days after date of Agreement.
2. For products specified only by reference standards, list applicable reference standards.

B. Product Data Submittals:  Submit manufacturer's standard published data.  Mark each copy to
identify applicable products, models, options, and other data.  Supplement manufacturers'
standard data to provide information specific to this Project.

C. Shop Drawing Submittals:  Prepared specifically for this Project; indicate utility and electrical
characteristics, utility connection requirements, and location of utility outlets for service for
functional equipment and appliances.

D. Sample Submittals:  Illustrate functional and aesthetic characteristics of the product, with
integral parts and attachment devices. Coordinate sample submittals for interfacing work.
1. For selection from standard finishes, submit samples of the full range of the

manufacturer's standard colors, textures, and patterns.
E. Indicate utility and electrical characteristics, utility connection requirements, and location of

utility outlets for service for functional equipment and appliances.
PART 2  PRODUCTS
2.01 NEW PRODUCTS

A. Provide new products unless specifically required or permitted by the Contract Documents.
B. Provide interchangeable components of the same manufacture for components being replaced.
C. Wiring Terminations:  Provide terminal lugs to match branch circuit conductor quantities, sizes,

and materials indicated.  Size terminal lugs to NFPA 70, include lugs for terminal box.
D. Cord and Plug:  Provide minimum 6 foot cord and plug including grounding connector for

connection to electric wiring system.  Cord of longer length is specified in individual
specification sections.

2.02 PRODUCT OPTIONS
A. Products Specified by Reference Standards or by Description Only:  Use any product meeting

those standards or description.
B. Products Specified by Naming One or More Manufacturers:  Use a product of one of the

manufacturers named and meeting specifications, no options or substitutions allowed.
C. Products Specified by Naming One or More Manufacturers with a Provision for Substitutions: 

Submit a request for substitution for any manufacturer not named.
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2.03 MAINTENANCE MATERIALS
A. Furnish extra materials, spare parts, tools, and software of types and in quantities specified in

individual specification sections.
B. Deliver to Project site; obtain receipt prior to final payment.

PART 3  EXECUTION
3.01 SUBSTITUTION LIMITATIONS

A. See Section 01 2500 - Substitution Procedures.
B. Instructions to Bidders specifies time restrictions for submitting requests for substitutions during

the bidding period and the documents required.  Refer to AIA A701 as amended by OSE 00201
Modifications 2.13 & 2.14.

C. Substitutions may be considered when a product becomes unavailable through no fault of the
Contractor.

D. Document each request with complete data substantiating compliance of proposed substitution
with Contract Documents.

E. A request for substitution constitutes a representation that the submitter:
1. Has investigated proposed product and determined that it meets or exceeds the quality

level of the specified product.
2. Agrees to provide the same warranty for the substitution as for the specified product.
3. Agrees to coordinate installation and make changes to other Work that may be required

for the Work to be complete with no additional cost to Owner.
4. Waives claims for additional costs or time extension that may subsequently become

apparent.
5. Agrees to reimburse Owner and Architect for review or redesign services associated with

re-approval by authorities.
F. Substitutions will not be considered when they are indicated or implied on shop drawing or

product data submittals, without separate written request, or when acceptance will require
revision to the Contract Documents.

G. Substitution Request Form:
1. SUBSTITUTIONS WILL BE CONSIDERED ONLY WHEN THE ATTACHED  FORM  IS

COMPLETED AND INCLUDED WITH THE SUBMITTAL WITH ALL BACK-UP DATA.
3.02 OWNER-SUPPLIED PRODUCTS

A. See Section 01 1000 - Summary for identification of Owner-supplied products.
B. Owner's Responsibilities:

1. Arrange for and deliver Owner reviewed shop drawings, product data, and samples, to
Contractor.

2. Arrange and pay for product delivery to site.
3. On delivery, inspect products jointly with Contractor.
4. Submit claims for transportation damage and replace damaged, defective, or deficient

items.
5. Arrange for manufacturers' warranties, inspections, and service.

C. Contractor's Responsibilities:
1. Review Owner reviewed shop drawings, product data, and samples.
2. Receive and unload products at site; inspect for completeness or damage jointly with

Owner.
3. Handle, store, install and finish products.
4. Repair or replace items damaged after receipt.

3.03 TRANSPORTATION AND HANDLING
A. Package products for shipment in manner to prevent damage; for equipment, package to avoid

loss of factory calibration.
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B. If special precautions are required, attach instructions prominently and legibly on outside of
packaging.

C. Coordinate schedule of product delivery to designated prepared areas in order to minimize site
storage time and potential damage to stored materials.

D. Transport and handle products in accordance with manufacturer's instructions.
E. Transport materials in covered trucks to prevent contamination of product and littering of

surrounding areas.
F. Promptly inspect shipments to ensure that products comply with requirements, quantities are

correct, and products are undamaged.
G. Provide equipment and personnel to handle products by methods to prevent soiling,

disfigurement, or damage, and to minimize handling.
H. Arrange for the return of packing materials, such as wood pallets, where economically feasible.

3.04 STORAGE AND PROTECTION
A. Designate receiving/storage areas for incoming products so that they are delivered according

to installation schedule and placed convenient to work area in order to minimize waste due to
excessive materials handling and misapplication.

B. Store and protect products in accordance with manufacturers' instructions.
C. Store with seals and labels intact and legible.
D. Store sensitive products in weather tight, climate controlled, enclosures in an environment

favorable to product.
E. For exterior storage of fabricated products, place on sloped supports above ground.
F. Provide off-site storage and protection when site does not permit on-site storage or protection.
G. Protect products from damage or deterioration due to construction operations, weather,

precipitation, humidity, temperature, sunlight and ultraviolet light, dirt, dust, and other
contaminants.

H. Comply with manufacturer's warranty conditions, if any.
I. Cover products subject to deterioration with impervious sheet covering.  Provide ventilation to

prevent condensation and degradation of products.
J. Store loose granular materials on solid flat surfaces in a well-drained area.  Prevent mixing with

foreign matter.
K. Prevent contact with material that may cause corrosion, discoloration, or staining.
L. Provide equipment and personnel to store products by methods to prevent soiling,

disfigurement, or damage.
M. Arrange storage of products to permit access for inspection. Periodically inspect to verify

products are undamaged and are maintained in acceptable condition.
END OF SECTION
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SECTION 01 7000 - EXECUTION AND CLOSEOUT REQUIREMENTS
PART 1  GENERAL
1.01 SECTION INCLUDES

A. Examination, preparation, and general installation procedures.
B. Requirements for alterations work, including selective demolition, except removal, disposal,

and/or remediation of hazardous materials and toxic substances.
C. Pre-installation meetings.
D. Cutting and patching.
E. Surveying for laying out the work.
F. Cleaning and protection.
G. Starting of systems and equipment.
H. Demonstration and instruction of Owner personnel.
I. General requirements for maintenance service.

1.02 SUBMITTALS
A. See Section 01 3000 - Administrative Requirements, for submittal procedures.
B. Survey work:  Submit name, address, and telephone number of Surveyor before starting survey

work.
1. On request, submit documentation verifying accuracy of survey work.
2. Submit a copy of site drawing signed by the Land Surveyor, that the elevations and

locations of the work are in conformance with Contract Documents.
3. Submit surveys and survey logs for the project record.

C. Cutting and Patching:  Submit written request in advance of cutting or alteration that affects:
1. Structural integrity of any element of Project.
2. Integrity of weather exposed or moisture resistant element.
3. Efficiency, maintenance, or safety of any operational element.
4. Visual qualities of sight exposed elements.
5. Work of Owner or separate Contractor.
6. Include in request:

a. Identification of Project.
b. Location and description of affected work.
c. Necessity for cutting or alteration.
d. Description of proposed work and products to be used.
e. Alternatives to cutting and patching.
f. Effect on work of Owner or separate Contractor.
g. Written permission of affected separate Contractor.
h. Date and time work will be executed.

D. Project Record Documents:  Accurately record actual locations of capped and active utilities.
1.03 QUALIFICATIONS

A. For survey work, employ a land surveyor registered in South Carolina  and acceptable to
Architect.  Submit evidence of Surveyor's Errors and Omissions insurance coverage in the form
of an Insurance Certificate.

1.04 PROJECT CONDITIONS
A. Grade site to drain.  Maintain excavations free of water.  Provide, operate, and maintain

pumping equipment.
B. Protect site from puddling or running water.  Provide water barriers as required to protect site

from soil erosion.
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C. Ventilate enclosed areas to assist cure of materials, to dissipate humidity, and to prevent
accumulation of dust, fumes, vapors, or gases.

D. Erosion and Sediment Control:  Plan and execute work by methods to control surface drainage
from cuts and fills, from borrow and waste disposal areas.  Prevent erosion and sedimentation.
1. Minimize amount of bare soil exposed at one time.
2. Provide temporary measures such as berms, dikes, and drains, to prevent water flow.
3. Construct fill and waste areas by selective placement to avoid erosive surface silts or

clays.
4. Periodically inspect earthwork to detect evidence of erosion and sedimentation; promptly

apply corrective measures.
E. Pest and Rodent Control:  Provide methods, means, and facilities to prevent pests and insects

from damaging the work.
F. Rodent Control:  Provide methods, means, and facilities to prevent rodents from accessing or

invading premises.
G. Pollution Control:  Provide methods, means, and facilities to prevent contamination of soil,

water, and atmosphere from discharge of noxious, toxic substances, and pollutants produced
by construction operations.  Comply with federal, state, and local regulations.

H. Patch or replace surfaces that are damaged, lifted, discolored, or showing other imperfections
due to patching work.  Repair substrate prior to patching finish.  Finish patches to produce
uniform finish and texture over entire area.  When finish cannot be matched, refinish entire
surface to nearest intersections.

1.05 PRE-CONSTRUCTION
A. Meet with management staff of the area of construction for required infection control practices

in that department and comply with the Owner's policies.
PART 2  PRODUCTS
2.01 PATCHING MATERIALS

A. New Materials:  As specified in product sections; match existing products and work for patching
and extending work.

B. Type and Quality of Existing Products:  Determine by inspecting and testing products where
necessary, referring to existing work as a standard.

C. Product Substitution:  For any proposed change in materials, submit request for substitution
described in Section 01 6000 - Product Requirements.

PART 3  EXECUTION
3.01 EXAMINATION

A. Verify that existing site conditions and substrate surfaces are acceptable for subsequent work.
B. Verify that existing substrate is capable of structural support or attachment of new work being

applied or attached.
C. Examine and verify specific conditions described in individual specification sections.
D. Take field measurements before confirming product orders or beginning fabrication, to

minimize waste due to over-ordering or misfabrication.
E. Verify that utility services are available, of the correct characteristics, and in the correct

locations.
F. Prior to Cutting:  Examine existing conditions prior to commencing work, including elements

subject to damage or movement during cutting and patching.  After uncovering existing work,
assess conditions affecting performance of work.  Beginning of cutting or patching means
acceptance of existing conditions.
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3.02 PREPARATION
A. Clean substrate surfaces prior to applying next material or substance.
B. Seal cracks or openings of substrate prior to applying next material or substance.
C. Apply manufacturer required or recommended substrate primer, sealer, or conditioner prior to

applying any new material or substance in contact or bond.
3.03 PREINSTALLATION MEETINGS

A. When required in individual specification sections, convene a preinstallation meeting at the site
prior to commencing work of the section.

B. Require attendance of parties directly affecting, or affected by, work of the specific section.
C. Notify Architect four days in advance of meeting date.
D. Prepare agenda and preside at meeting:

1. Review conditions of examination, preparation and installation procedures.
2. Review coordination with related work.

E. Record minutes and distribute copies within two days after meeting to participants, with two
copies to Architect, Owner, participants, and those affected by decisions made.

3.04 LAYING OUT THE WORK
A. Verify locations of survey control points prior to starting work.
B. Promptly notify Architect of any discrepancies discovered.
C. Protect survey control points prior to starting site work; preserve permanent reference points

during construction.
D. Promptly report to Architect the loss or destruction of any reference point or relocation required

because of changes in grades or other reasons.
E. Replace dislocated survey control points based on original survey control.  Make no changes

without prior written notice to  Architect.
F. Utilize recognized engineering survey practices.
G. Establish elevations, lines and levels.  Locate and lay out by instrumentation and similar

appropriate means:
1. Site improvements including pavements; stakes for grading, fill and topsoil placement;

utility locations, slopes, and invert elevations.
2. Grid or axis for structures.
3. Building foundation, column locations, ground floor elevations.

H. Periodically verify layouts by same means.
I. Maintain a complete and accurate log of control and survey work as it progresses.

3.05 GENERAL INSTALLATION REQUIREMENTS
A. Install products as specified in individual sections, in accordance with manufacturer's

instructions and recommendations, and so as to avoid waste due to necessity for replacement.
B. Make vertical elements plumb and horizontal elements level, unless otherwise indicated.
C. Install equipment and fittings plumb and level, neatly aligned with adjacent vertical and

horizontal lines, unless otherwise indicated.
D. Make consistent texture on surfaces, with seamless transitions, unless otherwise indicated.
E. Make neat transitions between different surfaces, maintaining texture and appearance.  

3.06 ALTERATIONS
A. Drawings showing existing construction and utilities are based on casual field observation and

existing record documents only.
1. Verify that construction and utility arrangements are as indicated.
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2. Report discrepancies to Architect before disturbing existing installation.
3. Beginning of alterations work constitutes acceptance of existing conditions.

B. Keep areas in which alterations are being conducted separated from other areas that are still
occupied.
1. Provide, erect, and maintain temporary dustproof partitions of construction specified in

Section 01 5000 in locations indicated on drawings.
C. Remove existing work as indicated and as required to accomplish new work.

1. Remove rotted wood, corroded metals, and deteriorated masonry and concrete; replace
with new construction specified.

2. Remove items indicated on drawings.
3. Relocate items indicated on drawings.
4. Where new surface finishes are to be applied to existing work, perform removals, patch,

and prepare existing surfaces as required to receive new finish; remove existing finish if
necessary for successful application of new finish.

5. Where new surface finishes are not specified or indicated, patch holes and damaged
surfaces to match adjacent finished surfaces as closely as possible.

D. Services (Including but not limited to HVAC, Plumbing, Fire Protection, Electrical, and
Telecommunications):  Remove, relocate, and extend existing systems to accommodate new
construction.
1. Maintain existing active systems that are to remain in operation; maintain access to

equipment and operational components; if necessary, modify installation to allow access
or provide access panel.

2. Where existing systems or equipment are not active and Contract Documents require
reactivation, put back into operational condition; repair supply, distribution, and equipment
as required.

3. Where existing active systems serve occupied facilities but are to be replaced with new
services, maintain existing systems in service until new systems are complete and ready
for service.
a. Disable existing systems only to make switchovers and connections; minimize

duration of outages.
b. See Section 01 1000 for other limitations on outages and required notifications.
c. Provide temporary connections as required to maintain existing systems in service.

4. Verify that abandoned services serve only abandoned facilities.
5. Remove abandoned pipe, ducts, conduits, and equipment, including those above

accessible ceilings; remove back to source of supply where possible, otherwise cap stub
and tag with identification; patch holes left by removal using materials specified for new
construction.

E. Protect existing work to remain.
1. Prevent movement of structure; provide shoring and bracing if necessary.
2. Perform cutting to accomplish removals neatly and as specified for cutting new work.
3. Repair adjacent construction and finishes damaged during removal work.
4. Patch as specified for patching new work.

F. Adapt existing work to fit new work:  Make as neat and smooth transition as possible.
G. When existing finished surfaces are cut so that a smooth transition with new work is not

possible, terminate existing surface along a straight line at a natural line of division and make
recommendation to Architect.

H. Where removal of partitions or walls results in adjacent spaces becoming one, rework floors,
walls, and ceilings to a smooth plane without breaks, steps, or bulkheads.

I. Where a change of plane of 1/4 inch or more occurs in existing work, submit recommendation
for providing a smooth transition for Architect review and request instructions.

J. Trim existing wood doors as necessary to clear new floor finish.  Refinish trim as required.
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K. Patching:  Where the existing surface is not indicated to be refinished, patch to match the
surface finish that existed prior to cutting.  Where the surface is indicated to be refinished,
patch so that the substrate is ready for the new finish.

L. Refinish existing surfaces as indicated:
M. Where rooms or spaces are indicated to be refinished, refinish all visible existing surfaces to

remain to the specified condition for each material, with a neat transition to adjacent finishes.
N. If mechanical or electrical work is exposed accidentally during the work, re-cover and refinish to

match.
1. Patch as specified for patching new work.

O. Clean existing systems and equipment.
P. Remove demolition debris and abandoned items from alterations areas and dispose of off-site;

do not burn or bury.
Q. Do not begin new construction in alterations areas before demolition is complete.
R. Comply with all other applicable requirements of this section.

3.07 CUTTING AND PATCHING
A. Whenever possible, execute the work by methods that avoid cutting or patching.
B. See Alterations article above for additional requirements.
C. Perform whatever cutting and patching is necessary to:

1. Complete the work.
2. Fit products together to integrate with other work.
3. Provide openings for penetration of mechanical, electrical, and other services.
4. Match work that has been cut to adjacent work.
5. Repair areas adjacent to cuts to required condition.
6. Repair new work damaged by subsequent work.
7. Remove samples of installed work for testing when requested.
8. Remove and replace defective and non-conforming work.

D. Execute cutting and patching including excavation and fill to complete the work, to uncover
work in order to install improperly sequenced work, to remove and replace defective or
non-conforming work, to remove samples of installed work for testing when requested, to
provide openings in the work for penetration of mechanical and electrical work, to execute
patching to complement adjacent work, and to fit products together to integrate with other work.

E. Execute work by methods that avoid damage to other work and that will provide appropriate
surfaces to receive patching and finishing.  

F. Employ original installer to perform cutting for weather exposed and moisture resistant
elements, and sight exposed surfaces.

G. Cut rigid materials using masonry saw or core drill.  Pneumatic tools not allowed without prior
approval.

H. Restore work with new products in accordance with requirements of Contract Documents.
I. Fit work air tight to pipes, sleeves, ducts, conduit, and other penetrations through surfaces.
J. At penetrations of fire rated walls, partitions, ceiling, or floor construction, completely seal voids

with fire rated material in accordance with Section 07 8400, to full thickness of the penetrated
element.

K. Patching:
1. Finish patched surfaces to match finish that existed prior to patching.  On continuous

surfaces, refinish to nearest intersection or natural break.  For an assembly, refinish entire
unit.

2. Match color, texture, and appearance.
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3. Repair patched surfaces that are damaged, lifted, discolored, or showing other
imperfections due to patching work. If defects are due to condition of substrate, repair
substrate prior to repairing finish.

L. Refinish surfaces to match adjacent finish.  For continuous surfaces, refinish to nearest
intersection or natural break.  For an assembly, refinish entire unit.

M. Make neat transitions.  Patch work to match adjacent work in texture and appearance.  Where
new work abuts or aligns with existing, perform a smooth and even transition.

N. Meet with management staff of the area of construction for required infection control practices
in that department and comply with the Owner's policies.

3.08 PROGRESS CLEANING
A. Conduct cleaning and disposal operations to comply with codes, ordinances, regulations, and

anti-pollution laws.
B. Contractor shall assess the amount of air borne dust and debris for construction and apprise

the Owner of the need to change the air filtration filters in the air handling system at an
increased frequency.

C. Maintain areas free of waste materials, debris, and rubbish.  Maintain site in a clean and
orderly condition.

D. Remove debris and rubbish from pipe chases, plenums, attics, crawl spaces, and other closed
or remote spaces, prior to enclosing the space.

E. Broom and vacuum clean interior areas prior to start of surface finishing, and continue cleaning
to eliminate dust.

F. Collect and remove waste materials, debris, and rubbish from site periodically and dispose
off-site.

G. Do not dispose of volatile wastes such as mineral spirits, oil or paint thinner in storm or sanitary
drains.

3.09 PROTECTION OF INSTALLED WORK
A. Protect installed work from damage by construction operations.
B. Provide special protection where specified in individual specification sections.
C. Provide temporary and removable protection for installed products. Control activity in

immediate work area to prevent damage.
D. Provide protective coverings at walls, projections, jambs, sills, and soffits of openings.
E. Protect finished floors, stairs, and other surfaces from traffic, dirt, wear, damage, or movement

of heavy objects, by protecting with durable sheet materials.
F. Remove protective coverings when no longer needed; reuse or recycle coverings if possible.

3.10 SYSTEM STARTUP
A. Coordinate schedule for start-up of various equipment and systems.
B. Notify Architect and owner seven days prior to start-up of each item.
C. Verify that each piece of equipment or system has been checked for proper lubrication, drive

rotation, belt tension, control sequence, and for conditions that may cause damage.
D. Verify tests, meter readings, and specified electrical characteristics agree with those required

by the equipment or system manufacturer.
E. Verify that wiring and support components for equipment are complete and tested.
F. Execute start-up under supervision of applicable Contractor personnel and manufacturer's

representative in accordance with manufacturers' instructions.
G. Submit a written report that equipment or system has been properly installed and is functioning

correctly.
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3.11 DEMONSTRATION AND INSTRUCTION
A. Demonstrate operation and maintenance of products to Owner's personnel two weeks prior to

date of Substantial Completion.
B. Demonstrate start-up, operation, control, adjustment, trouble-shooting, servicing, maintenance,

and shutdown of each item of equipment at scheduled time, at equipment location.
C. For equipment or systems requiring seasonal operation, perform demonstration for other

season within six months.
D. Provide a qualified person who is knowledgeable about the Project to perform demonstration

and instruction of owner personnel.
E. Utilize operation and maintenance manuals as basis for instruction.  Review contents of

manual with Owner's personnel in detail to explain all aspects of operation and maintenance.
F. Prepare and insert additional data in operations and maintenance manuals when need for

additional data becomes apparent during instruction.
G. The amount of time required for instruction on each item of equipment and system is that

specified in individual sections.
3.12 ADJUSTING

A. Adjust operating products and equipment to ensure smooth and unhindered operation.
B. Testing, adjusting, and balancing HVAC systems:  See Section 23 0593 - Testing, Adjusting,

and Balancing for HVAC.
3.13 FINAL CLEANING

A. Employ skilled workmen for final cleaning.
B. Materials:

1. Use only those cleaning materials which will not create hazards to health or property and
which will not damage surfaces.

2. Use only those cleaning materials and methods recommended by manufacturer of the
surface material to be cleaned.

3. Use cleaning materials only on surfaces recommended by cleaning material
manufacturer.

4. Sweeping compounds used in cleaning operations shall leave no residue on concrete
floor surfaces that may effect installation of finish flooring materials.

C. Execute final cleaning prior to final project assessment.
1. Clean areas to be occupied by Owner prior to final completion before Owner occupancy.

D. Use cleaning materials that are nonhazardous.
E. Clean interior and exterior glass, surfaces exposed to view; remove temporary labels, stains

and foreign substances, polish transparent and glossy surfaces, vacuum carpeted and soft
surfaces.

F. Remove grease, mastic, adhesives, dust, dirt, stains, fingerprints, labels, and other foreign
materials from sight-exposed interior surfaces.

G. Clean equipment and fixtures to a sanitary condition with cleaning materials appropriate to the
surface and material being cleaned.

H. Dust cabinetwork and remove markings.
I. Prior to final completion, or Owner occupancy, the Contractor shall conduct an inspection of

sight-exposed interior surfaces, and all work areas, to verify that the entire Work is clean
J. Tunnels and closed off spaces shall be cleaned of packing boxes, wood frame members and

other waste materials used in the construction.
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K. The entire system of piping and equipment shall be cleaned internally.  The Contractor
installing those items shall open all dirt pockets and strainers, completely blowing down as
required and clean strainer screens of all accumulated debris.

L. Tanks, fixtures and pumps shall be drained and proved free of sludge and accumulated matter.
M. Temporary labels, stickers, etc., shall be removed from fixtures and equipment.  (Do not

remove permanent name plates, equipment model numbers, ratings, etc.)
N. Heating and air conditioning equipment, tanks, pumps and traps shall be thoroughly cleaned

and new filters or filter media installed.
O. Before being placed in service, domestic water distribution systems, including those for cold

water, drinking water and the hot water system shall be chlorinated.  The method to be used
shall be at the option of the Contractor installing the systems, and one of the methods set forth
in the AWWA Standard specifications, latest edition, including all amendments thereto.  The
treatment shall consist of a solution of not less than 50 parts per million of available chlorine. 
The chlorinating material shall be either liquid chlorine or sodium hypochloride.  After
sterilization the system shall be flushed with clear water until the chlorine residual is not greater
than 0.2 per million.

P. Clean filters of operating equipment.
Q. Remove waste, surplus materials, trash/rubbish, and construction facilities from the site;

dispose of in legal manner; do not burn or bury.
3.14 MAINTENANCE

A. Provide service and maintenance of components indicated in specification sections.
B. Maintenance Period:  As indicated in specification sections or, if not indicated, not less than

one year from the Date of Substantial Completion or the length of the specified warranty,
whichever is longer.

C. Examine system components at a frequency consistent with reliable operation.  Clean, adjust,
and lubricate as required.

D. Include systematic examination, adjustment, and lubrication of components.  Repair or replace
parts whenever required.  Use parts produced by the manufacturer of the original component.

E. Maintenance service shall not be assigned or transferred to any agent or subcontractor without
prior written consent of the Owner.

END OF SECTION
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SECTION 01 7800 - CLOSEOUT SUBMITTALS
PART 1  GENERAL
1.01 SECTION INCLUDES

A. Project Record Documents.
B. Operation and Maintenance Data.
C. Warranties and bonds.

1.02 SUBMITTALS
A. Project Record Documents:  Submit documents to Architect prior to claim for final Application

for Payment.
B. Operation and Maintenance Data:

1. Submit two copies of preliminary draft or proposed formats and outlines of contents before
start of Work.  Architect will review draft and return one copy with comments.

2. For equipment, or component parts of equipment put into service during construction and
operated by Owner, submit completed documents within ten days after acceptance.

3. Submit one copy of completed documents 15 days prior to final inspection.  This copy will
be reviewed and returned after final inspection, with Architect comments.  Revise content
of all document sets as required prior to final submission.

4. Submit two sets of revised final documents in final form within 10 days after final
inspection.

C. Warranties and Bonds:
1. For equipment or component parts of equipment put into service during construction with

Owner's permission, submit documents within 15 days after acceptance.
2. Make other submittals within 10 days after Date of Substantial Completion, prior to final

Application for Payment. If the Architect's Certificate of Substantial Completion designates
a commencement date for warranties other than the date of Substantial Completion for
the Work, or a designated portion of the Work, submit written warranties upon request of
the Architect.

3. For items of Work for which acceptance is delayed beyond Date of Substantial
Completion, submit within 10 days after acceptance, listing the date of acceptance as the
beginning of the warranty period.

4. When a special warranty is required to be executed by the Contractor, or the Contractor
and a subcontractor, supplier or manufacturer, prepare a written document that contains
appropriate terms and identification, ready for execution by the required parties.  Submit a
draft to the Owner through the Architect for approval prior to final execution.

5. Refer to individual Sections of Divisions-2 through -16 for specific content  requirements,
and particular requirements for submittal of special warranties.

6. Form of Submittal:  At Final Completion compile two copies of each required warranty and
bond properly executed by the Contractor, or by the Contractor,subcontractor, supplier, or
manufacturer. Organize the warranty documents into an orderly sequence based on the
table of contents of the Project Manual.

7. Bind warranties and bonds in two (or more) duplicate heavy-duty, commercial quality,
durable 3-hole punch tab binders, thickness as necessary to accommodate contents, and
sized to receive 8-1/2" by 11" paper.

8. Provide heavy paper dividers with celluloid covered tabs for each separate warranty. 
Mark the tab to identify the product or installation.  Provide a typed description of the
product or installation, including the name of the product, and the name, address and
telephone number of the installer.

9. Identify each binder on the front and the spine with the typed or printed title
"WARRANTIES AND BONDS," the Project title or name, and the name of the Contractor.

10. When operating and maintenance manuals are required for warranted construction,
provide additional copies of each required warranty, as necessary, for inclusion in each
required manual.
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PART 2  PRODUCTS - NOT USED
PART 3  EXECUTION
3.01 PROJECT RECORD DOCUMENTS

A. Maintain on site one set of the following record documents; record actual revisions to the Work:
1. Drawings.
2. Specifications.
3. Addenda.
4. Change Orders and other modifications to the Contract.
5. Reviewed shop drawings, product data, and samples.
6. Manufacturer's instruction for assembly, installation, and adjusting.

B. Ensure entries are complete and accurate, enabling future reference by Owner.
C. Store record documents separate from documents used for construction.
D. Record information concurrent with construction progress.
E. Specifications:  Legibly mark and record at each product section description of actual products

installed, including the following:
1. Manufacturer's name and product model and number.
2. Product substitutions or alternates utilized.
3. Changes made by Addenda and modifications.

F. Record Drawings and Shop Drawings:  Legibly mark each item to record actual construction
including:
1. Measured locations of internal utilities and appurtenances concealed in construction,

referenced to visible and accessible features of the Work.
2. Field changes of dimension and detail.
3. Details not on original Contract drawings.

3.02 OPERATION AND MAINTENANCE DATA
A. Source Data:  For each product or system, list names, addresses and telephone numbers of

Subcontractors and suppliers, including local source of supplies and replacement parts.
B. Product Data:  Mark each sheet to clearly identify specific products and component parts, and

data applicable to installation.  Delete inapplicable information.
C. Drawings:  Supplement product data to illustrate relations of component parts of equipment and

systems, to show control and flow diagrams.  Do not use Project Record Documents as
maintenance drawings.

D. Typed Text:  As required to supplement product data.  Provide logical sequence of instructions
for each procedure, incorporating manufacturer's instructions.

E. Manuals:
1. Purpose:

a. Operation and maintenance manuals will be used for training of, and use by, Owner’s
personnel in operation and maintenance of mechanical and electrical systems and
equipment.  A separate manual or chapter within a manual shall be prepared for each
class of equipment or system.

b. For additional requirements refer to various specification sections.
F. Instructions of Owner’s Personnel

1. Fully instruct Owner’s designated operating and maintenance personnel in operating,
adjustments and maintenance of all mechanical and electrical systems and equipment as
required by respective and pertinent sections, after all final inspection, tests and repairs
have been completed.

2. Operating and maintenance manuals shall constitute the basis of instructions.  Contents
of manual shall be reviewed in full detail, explaining all aspects of operations and
maintenance.
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3. Prepare and include additional data when need for such data becomes apparent during
instruction and training and sessions.

4. Training sessions shall be jointly arranged with Owner during Contractor’s normal week
and daily hours.  The Owner shall have the responsibility of scheduling its shift work
personnel accordingly.

5. Owner and Contractor shall coordinate and cooperate to keep training sessions to a
reasonable minimum.

3.03 OPERATION AND MAINTENANCE DATA FOR MATERIALS AND FINISHES
A. For Each Product, Applied Material, and Finish:

1. Product data, with catalog number, size, composition, and color and texture designations.
2. Information for re-ordering custom manufactured products.

B. Instructions for Care and Maintenance:  Manufacturer's recommendations for cleaning agents
and methods, precautions against detrimental cleaning agents and methods, and
recommended schedule for cleaning and maintenance.

C. Moisture protection and weather-exposed products:  Include product data listing applicable
reference standards, chemical composition, and details of installation.  Provide
recommendations for inspections, maintenance, and repair.

D. Additional information as specified in individual product specification sections.
E. Where additional instructions are required, beyond the manufacturer's standard printed

instructions, have instructions prepared by personnel experienced in the operation and
maintenance of the specific products.

F. Provide a listing in Table of Contents for design data, with tabbed fly sheet and space for
insertion of data.

3.04 OPERATION AND MAINTENANCE DATA FOR EQUIPMENT AND SYSTEMS
A. For Each Item of Equipment and Each System:

1. Description of unit or system, and component parts.
2. Identify function, normal operating characteristics, and limiting conditions.
3. Include performance curves, with engineering data and tests.
4. Complete nomenclature and model number of replaceable parts.

B. Where additional instructions are required, beyond the manufacturer's standard printed
instructions, have instructions prepared by personnel experienced in the operation and
maintenance of the specific products.

C. Panelboard Circuit Directories:  Provide electrical service characteristics, controls, and
communications; typed.

D. Include color coded wiring diagrams as installed.
E. Operating Procedures:  Include start-up, break-in, and routine normal operating instructions

and sequences.  Include regulation, control, stopping, shut-down, and emergency instructions. 
Include summer, winter, and any special operating instructions.

F. Maintenance Requirements:  Include routine procedures and guide for preventative
maintenance and trouble shooting; disassembly, repair, and reassembly instructions; and
alignment, adjusting, balancing, and checking instructions.

G. Provide servicing and lubrication schedule, and list of lubricants required.
H. Include manufacturer's printed operation and maintenance instructions.
I. Include sequence of operation by controls manufacturer.
J. Provide original manufacturer's parts list, illustrations, assembly drawings, and diagrams

required for maintenance.
K. Provide control diagrams by controls manufacturer as installed.
L. Provide Contractor's coordination drawings, with color coded piping diagrams as installed.
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M. Provide charts of valve tag numbers, with location and function of each valve, keyed to flow and
control diagrams.

N. Provide list of original manufacturer's spare parts, current prices, and recommended quantities
to be maintained in storage.

O. Include test and balancing reports.
P. Safety instructions.
Q. Additional Requirements:  As specified in individual product specification sections.

3.05 ASSEMBLY OF  OPERATION AND MAINTENANCE MANUALS
A. Assemble operation and maintenance data into durable manuals for Owner's personnel use,

with data arranged in the same sequence as, and identified by, the specification sections.
B. Where systems involve more than one specification section, provide separate tabbed divider

for each system.
C. Prepare instructions and data by personnel experienced in maintenance and operation of

described products.
D. Prepare data in the form of an instructional manual.
E. Binders:  Commercial quality, 8-1/2 by 11 inch three D side ring binders with durable plastic

covers; 2 inch maximum ring size.  When multiple binders are used, correlate data into related
consistent groupings.

F. Cover:  Identify each binder on the front and the spine with typed or printed title OPERATION
AND MAINTENANCE INSTRUCTIONS; identify title of Project; identify subject matter of
contents.

G. Project Directory:  Title and address of Project; names, addresses, and telephone numbers of
Architect, Consultants,Contractorand subcontractors, with names of responsible parties.

H. Tables of Contents:  List every item separated by a divider, using the same identification as on
the divider tab; where multiple volumes are required, include all volumes Tables of Contents in
each volume, with the current volume clearly identified.

I. Provide heavy duty paper tabbed dividers for each separate product and system, with typed
description of product and major component parts of equipment.

J. Text:  Manufacturer's printed data, or typewritten data on 24 pound paper.
K. Drawings:  Provide with reinforced punched binder tab.  Bind in with text; fold larger drawings

to size of text pages.
L. Arrange content by systems under section numbers and sequence of Table of Contents of this

Project Manual.
M. Contents:  Prepare a Table of Contents for each volume, with each product or system

description identified, in three parts as follows:
1. Part 1:  Directory, listing names, addresses, and telephone numbers of Architect,

Contractor, Subcontractors, and major equipment suppliers.
2. Part 2:  Operation and maintenance instructions, arranged by system and subdivided by

specification section.  For each category, identify names, addresses, and telephone
numbers of Subcontractors and suppliers.  Identify the following:
a. Significant design criteria.
b. List of equipment.
c. Parts list for each component.
d. Operating instructions.
e. Maintenance instructions for equipment and systems.
f. Maintenance instructions for special finishes, including recommended cleaning

methods and materials, and special precautions identifying detrimental agents.
3. Part 3:  Project documents and certificates, including the following:

a. Shop drawings and product data.
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b. Air and water balance reports.
c. Certificates.

N. Provide a listing in Table of Contents for design data, with tabbed dividers and space for
insertion of data.

O. Table of Contents:  Provide title of Project; names, addresses, and telephone numbers of
Architect, Consultants, and Contractor with name of responsible parties; schedule of products
and systems, indexed to content of the volume.

3.06 WARRANTIES AND BONDS
A. Obtain warranties and bonds, executed in duplicate by responsible Subcontractors, suppliers,

and manufacturers, within 10 days after completion of the applicable item of work.  Except for
items put into use with Owner's permission, leave date of beginning of time of warranty until
Date of Substantial completion is determined.

B. Verify that documents are in proper form, contain full information, and are notarized.
C. Co-execute submittals when required.
D. Retain warranties and bonds until time specified for submittal.
E. Manual:  Bind in commercial quality 8-1/2 by 11 inch three D side ring binders with durable

plastic covers.
F. Cover:  Identify each binder on the front and the spine with typed or printed title WARRANTIES

AND BONDS, with title of Project; name, address and telephone number of Contractor and
equipment supplier; and name of responsible company principal.

G. Table of Contents:  Neatly typed, in the sequence of the Table of Contents of the Project
Manual, with each item identified with the number and title of the specification section in which
specified, and the name of product or work item.

H. Separate each warranty or bond with index tab sheets keyed to the Table of Contents listing. 
Provide full information, using separate typed sheets as necessary.  List Subcontractor,
supplier, and manufacturer, with name, address, and telephone number of responsible
principal.

I. See all provisions under "3.5 WARRANTY:" in General Conditions.
J. Related Damages and Losses:  When correcting warranted Work that has failed, remove and

replace other Work that has been damaged as a result of such failure or that must be removed
and replaced to provide access for correction of warranted Work.

K. Reinstatement of Warranty:   When Work covered by a warranty has failed and been corrected
by replacement or rebuilding, guarantee the corrected work with a new warranty equal to the
original.

L. Replacement Cost:  Upon determination that Work covered by a warranty has failed, replace or
rebuild the Work to an acceptable condition complying with requirements of Contract
Documents. The Contractor is responsible for the cost of replacing or rebuilding defective Work
regardless of whether the Owner has benefited from use of the Work through a portion of its
anticipated useful service life.

M. Owner's Recourse:  Written warranties made to the Owner are in addition to implied warranties,
and shall not limit the duties, obligations, right and remedies otherwise available under the law,
nor shall warranty periods be interpreted as limitations on time in which the Owner can enforce
such other duties, obligations, rights, or remedies.

N. Rejection of Warranties:  The Owner reserves the right to reject warranties and to limit
selections to products with warranties not in conflict with requirements of the Contract
Documents.
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O. The Owner reserves the right to refuse to accept Work for the Project where a special warranty,
certification, or similar commitment is required on such Work or part of the Work, until evidence
is presented that entities required to countersign such commitments are willing to do so.

END OF SECTION




